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VA NORTHERN INDIANA
HEALTH CARE SYSTEM

This facility contains _ _ asbestos and/or _ _ LBP that
will be removed under a separate contract.

This facility contains asbestos that will be removed
under this contract.

This facility contains no known or suspected asbestos
or LBP.

This facility contains _ _ asbestos and/or _ _ LBP that
will be removed by the Owner.
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(Place an "X" in the appropriate box.)
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2121 Lake Ave., Fort Wayne, IN
46805

VA NORTHERN INDIANA HEALTH CARE SYSTEM, FORT WAYNE
Renovate and Upgrade Patient Areas, 4th Floor

SHEET NUMBER SHEET NAME

PL-101E PLUMBING FOURTH FLOOR NEW WORK AREA E

PL-102A MED GAS FOURTH FLOOR NEW WORK AREA A & B

PL-102B MED GAS FOURTH FLOOR NEW WORK AREA C, D & E

PL-103A BASEMENT, FIRST AND SECOND FLOOR NEW WORK AREA D

PL-401 PLUMBING RISER DIAGRAMS

PL-402 MEDICAL GAS RISERS

PFP-501 PLUMBING AND FIRE PROTECTION DETAILS

PL-601 PLUMBING SCHEDULES

FPD-100 FOURTH FLOOR FIRE PROTECTION DEMO AREA A & B

FPD-101 FOURTH FLOOR FIRE PROTECTION DEMO AREA C, D & E

FP-100 FOURTH FLOOR FIRE PROTECTION NEW WORK AREA A & B

FP-101 FOURTH FLOOR FIRE PROTECTION NEW WORK AREA C, D & E

ELECTRICAL

ES-000 ELECTRICAL SYMBOLS AND ABBREVIATIONS

ES-100A ELECTRICAL POWER NEW WORK AREAS A AND B

ES-100B ELECTRICAL POWER NEW WORK AREAS C, D, AND E

ES-101 CONDUIT ROUTING PLANS

ES-200A ELECTRICAL VOICE AND DATA NEW WORK AREAS A AND B

ES-200B ELECTRICAL VOICE AND DATA NEW WORK AREAS C, D AND E

ES-201A ELECTRICAL RTLS NEW WORK AREAS A AND B

ES-201B ELECTRICAL RTLS NEW WORK AREAS C, D, AND E

ES-202A ELECTRICAL CAMERAS NEW WORK AREAS A AND B

ES-202B ELECTRICAL CAMERAS NEW WORK AREAS C, D, AND E

ES-203A ELECTRICAL NURSE CALL NEW WORK AREAS A AND B

ES-203B ELECTRICAL NURSE CALL NEW WORK AREAS C, D, AND E

ES-204A ELECTRICAL TELEMETRY NEW WORK AREAS A AND B

ES-204B ELECTRICAL TELEMETRY NEW WORK AREAS C, D AND E

ES-205A ELECTRICAL FIRE ALARM NEW WORK AREAS A AND B

ES-205B ELECTRICAL FIRE ALARM NEW WORK AREAS C, D AND E

ES-206A ELECTRICAL CARD READERS NEW WORK AREAS A AND B

ES-206B ELECTRICAL CARD READERS NEW WORK AREAS C, D AND E

ES-207A ELECTRICAL TV NEW WORK AREAS A AND B

ES-207B ELECTRICAL TV NEW WORK AREAS C, D AND E

ES-300A ELECTRICAL LIGHTING NEW WORK CEILING PLAN A AND B

ES-300B ELECTRICAL LIGHTING NEW WORK CEILING PLAN AREAS C, D, AND E

ES-400 ELECTRICAL DETAILS AND WIRING DIAGRAMS

ES-401 ENLARGED PLANS

ES-500 ELECTRICAL PARTIAL RISER DIAGRAM AND LIGHTING FIXTURE SCHEDULE

ES-600 ELECTRICAL PANELBOARD SCHEDULES

ES-601 ELECTRICAL PANELBOARD SCHEDULES

ES-602 ELECTRICAL PANELBOARD SCHEDULES

ESD100A FOURTH FLOOR DEMOLITION AREAS A AND B

ESD101B FOURTH FLOOR DEMOLITION AREAS C, D, AND E

SHEET NUMBER SHEET NAME

INTERIOR DESIGN

IN-101.A FURNITURE AND EQUIPMENT PLAN A

IN-101.B FURNITURE AND EQUIPMENT PLAN B

IN-101.C FURNITURE AND EQUIPMENT PLAN C

IN-101.D FURNITURE AND EQUIPMENT PLAN D

IN-101.E FURNITURE AND EQUIPMENT PLAN E

IN-201 CASEWORK DETAILS

IN-202 CASEWORK ELEVATIONS AND SCHEDULE

IN-203 INTERIOR ELEVATIONS

IN-204 INTERIOR ELEVATIONS

IN-205 INTERIOR ELEVATIONS

IN-206 INTERIOR ELEVATIONS

IN-207 INTERIOR ELEVATIONS

IN-208 INTERIOR ELEVATIONS

IN-601 FURNITURE AND EQUIPMENT SCHEDULE

IN-602 FURNITURE AND EQUIPMENT SCHEDULE

IN-603 FURNITURE AND EQUIPMENT SCHEDULE

MECHANICAL

M-001 SYMBOLS AND ABBREVIATIONS

MD-101 MECHANICAL DEMOLITION PLAN - PHASE I

MD-102 MECHCANICAL DEMOLITION PLAN - PHASE II

MH-101 FOURTH FLOOR DUCTWORK NEW WORK PHASE I

MH-102 FOURTH FLOOR DUCTWORK NEW WORK PHASE II

MH-103 ENLARGED MECHANICAL ROOFTOP PLANS

MH-201 SECTIONS PHASE I

MH-202 SECTIONS PHASE I

MH-203 SECTIONS PHASE II

MH-204 SECTIONS PHASE II

MH-301 DUCTWORK DETAILS

MH-401 SCHEDULES

MP-111 FOURTH FLOOR PIPING NEW WORK PHASE I

MP-112 FOURTH FLOOR PIPING NEW WORK PHASE II

MP-211 FLOW DIAGRAMS

MP-311 PIPING DETAILS

MI-501 CONTROLS

MI-502 CONTROLS

MEP-001 EQUIPMENT DATA SCHEDULE

PLUMBING

PLFA-000 PLUMBING & FIRE PROTECTION SYMBOLS AND ABBREVIATIONS

PLD-100A PLUMBING THIRD FLOOR DEMOLITION AREA A & B

PLD-100B PLUMBING THIRD FLOOR DEMOLITION AREA C, D & E

PLD-101A PLUMBING FOURTH FLOOR DEMOLITION AREA A, B & C

PLD-101B PLUMBING FOURTH FLOOR DEMOLITION AREA C, D & E

PLD-102A MED GAS FOURTH FLOOR DEMOLITION AREA A & B

PLD-102B MED GAS FOURTH FLOOR DEMOLITION AREA C, D & E

PL-100A PLUMBING THIRD FLOOR NEW WORK AREA A & B

PL-100B PLUMBING THIRD FLOOR NEW WORK AREA C, D & E

PL-101A PLUMBING FOURTH FLOOR NEW WORK AREA A

PL-101B PLUMBING FOURTH FLOOR NEW WORK AREA B

PL-101C PLUMBING FOURTH FLOOR NEW WORK AREA C

PL-101D PLUMBING FOURTH FLOOR NEW WORK AREA D

SHEET NUMBER SHEET NAME

GENERAL

GI-001 COVER SHEET

GI-101 FOURTH FLOOR LIFE SAFETY PLAN

GC-101 PHASING PLANS

GC-102 PHASING PLANS

GC-103 PHASING PLANS

GC-104 PHASING PLANS

STRUCTURAL

SF-001 ABBREVIATIONS AND SYMBOLS

SF-101 STAIR OPENING INFILL FRAMING

ARCHITECTURAL

AS-101 SITE PLAN

AE-001 SYMBOLS/LEGEND/ARCHITECTURAL ABBREVIATIONS

AE-002 WALL TYPES

AE-003 DEMOLITION PLANS - 3RD AND 5TH FLOORS

AE-004 DEMOLITION PLANS - PHASE 2

AE-005 DEMOLITION PLANS - PHASE 3 AND 4

AE-101 FOURTH FLOOR OVERALL PLAN

AE-101.A FOURTH FLOOR PLAN A

AE-101.B FOURTH FLOOR PLAN B

AE-101.C FOURTH FLOOR PLAN C

AE-101.D FOURTH FLOOR PLAN D

AE-101.E FOURTH FLOOR PLAN E

AE-105.A FOURTH FLOOR REFLECTED CEILING PLAN A

AE-105.B FOURTH FLOOR REFLECTED CEILING PLAN B

AE-105.C FOURTH FLOOR REFECTED CEILING PLAN C

AE-105.D FOURTH FLOOR REFECTED CEILING PLAN D

AE-105.E FOURTH FLOOR REFECTED CEILING PLAN E

AE-109 ROOF PLANS

AE-401 ENLARGED RESTROOMS AND ELEVATIONS

AE-402 ENLARGED RESTROOMS AND ELEVATIONS

AE-403 ENLARGED RESTROOMS AND ELEVATIONS

AE-404 ENLARGED RESTROOMS AND ELEVATIONS

AE-405 ENLARGED RESTROOMS AND ELEVATIONS

AE-406 ENLARGED RESTROOMS AND ELEVATIONS

AE-501 SECTIONS & DETAILS

AE-502 SECTIONS & DETAILS

AE-601 DOOR SCHEDULE & STOREFRONT ELEVATIONS & DETAILS

AF-101 FLOOR PATTERNS A & B

AF-102 FLOOR PATTERNS C

AF-103 FLOOR PATTERNS D & E

AF-104 FINISH PLAN A & B

AF-105 FINISH PLAN C

AF-106 FINISH PLAN D & E

AF-107 BULKHEAD FINISH PLAN A, B AND C

AF-108 BULKHEAD FINISH PLAN D AND E

AF-109 WALL PROTECTION PLANS

AF-110 WALL PROTECTION PLANS

AF-601 ROOM FINISH SCHEDULE

AG-101 SIGNAGE SCHEDULE

AG-102 SIGNAGE PLAN

INDEX OF DRAWINGS

7260 SHADELAND STATION
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CODE LEGENDREFERENCE CODES:

NFPA 101 Life Safety Code
IBC 2012 / Indiana Building Code 2014
NFPA 10

A. BUILDING OCCUPANCY CLASSIFICATION
1. Health Care (NFPA 101) / I2 (IBC 2012)

B. BUILDING CONSTRUCTION TYPE
1. Type II (222) -NFPA
2. I B - IBC 2012

C. BUILDING HEIGHT
1. 5 stories allowed with fully automatic sprinkler system

a. Actual: 5 stories

D. FIRE SUPPRESSION SYSTEM
1. Fully automatic supervised fire sprinkler system is installed

E. OCCUPANCY LOAD
1.  Health Care:1 Occupant per 240 sf

a. 23,100 sf/100 = 97 occupants

F. EXITING
1. Travel distance to an exit: 200 feet allowed

G. CORRIDORS
1. Deadend corridors shall not exceed 30 feet (NFPA 101) / 20 feet (IBC)

a. All corridors within the project area are less than 20 feet to an
exit or point where an occupant can travel two ways to an exit

2. Fire Rating: No requirements.

RECESSED FIRE EXTINGUISHER CABINET
W/ FIRE EXTINGUISHER.
VERIFY FEC LOCATIONS AND QUANTITIES
W/ OWNER AND FIRE MARSHAL.

10'

EXIT

TRAVEL DISTANCE

2 HOUR RATED FIRE BARRIER

SMOKE BARRIER

HAZARDOUS ROOM/STORAGE > 100 SF
(REQUIRES 1 HR FIRE BARRIER)

1 HOUR RATED PARTITION

SMOKE PARTITION

STORAGE 50-100 SF (REQUIRES SMOKE
PARTITION WITH SPRINKLERS)
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#610A4-08-104
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Renovate and Upgrade Patient
Areas, 4th Floor

GI-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805
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 1/16" = 1'-0"
GI-101

1 FOURTH FLOOR LIFE SAFETY PLAN

 3/4" = 1'-0"
GI-101

2 FIRE EXT. CABINET ELEVATION

FIRE-RATED DOORS

MARK LOCATION RATING

4117 CLEAN SUPPLY 45 MINUTE

4140 STORAGE (EMS) 45 MINUTE

4169 EQUIPMENT STORAGE 45 MINUTE

4319 O2 STORAGE 45 MINUTE

4321 O2 STORAGE 45 MINUTE

4325 ELEC. 45 MINUTE

4343 CLEAN SUPPLY 45 MINUTE

4349 SOILED UTILITY/EQUIP 45 MINUTE

4368 ICU EQUIPMENT
STORAGE

45 MINUTE

C4107 CORRIDOR 90 MINUTE

C4301 CORRIDOR 90 MINUTE

ST4.1 90 MINUTE

ST4.2 90 MINUTE

ST4.3 90 MINUTE

ST4.4 STAIR 4-4TH LEVEL 90 MINUTE

FIRE-RATED ROOMS

ROOM
NUMBER ROOM NAME RATING

4101 SOILED UTILITY ROOM SMOKE

4102 SOILED HOLD 1 HR

4103 SOILED EQUIPMENT SMOKE

4107 CLEAN UTILITY SMOKE

4110 SOILED HOLD 1 HR

4117 CLEAN SUPPLY SMOKE

4119 CLEAN LINEN SMOKE

4140 STORAGE (EMS) 1 HR

4169 EQUIPMENT STORAGE 1 HR

4319 O2 STORAGE 1 HR

4343 CLEAN SUPPLY 1 HR

4349 SOILED UTILITY/EQUIP 1 HR

4350 SOILED LINEN 1 HR

4351 CLEAN SUPPLY SMOKE

4368 ICU EQUIPMENT STORAGE 1 HR
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PHASING PLANS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

GC-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01
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BID DOCUMENTS

1383

PHASING NARRATIVE

Phase 1:

A. Prepare west wing rooms for patient move to vacate east wing.
B. The existing ICU will remain in use during this process.  Rooms requiring work that will generate

dust or excessive noise shall be partitioned off from occupied areas with stud and gypsum board
partitions from floor to deck, unless noted otherwise.

C. Allow 30 - 60 days between the completion of Phase 1 and beginning of Phase 2 for VA staff to
relocate patients.

Phase 2 Demolition:

A. Install temporary one-hour fire-rated construction barriers where shown to separate area of
demolition/construction from occupied areas.

B. Demolish and perform asbestos abatement in east wing; refer to Section 02 82 11 Asbestos
Abatement.

C. Refer to site plan on sheet AS-101 for location of dumpster, contractor access to building and
staging/material lift area.

D. Access to Stair 5 shall be maintained for entire duration of Phases 1 through 3.

Phase 2 New Construction:

A. Perform new construction work in east wing as shown on drawings.
B. Refer to site plan on sheet AS-101 for location of material lift and contractor access to building.
C. Allow 30 - 60 days between the completion of Phase 2 and the beginning of Phase 3.

 1/16" = 1'-0"
GC-101

3 FOURTH FLOOR - PHASE 2 NEW CONSTRUCTION

 1/16" = 1'-0"
GC-101

4 FOURTH FLOOR - PHASE 2 DEMOLITION

 1/8" = 1'-0"
GC-101

6 ENLARGED PHASE 1 DEMO PLAN

 1/8" = 1'-0"
GC-101

7

ENLARGED PHASE 1 NEW

CONSTRUCTION PLAN

 1/16" = 1'-0"
GC-101

5 FOURTH FLOOR - PHASE 1

 1/8" = 1'-0"
GC-101

8 ENLARGED PHASE 1.A PLAN

 1/8" = 1'-0"
GC-101

9 ENLARGED PHASE 1.B PLAN

1 INSTALL ONE-HOUR FIRE-RATED STUD AND GYPSUM
BOARD CONSTRUCTION BARRIER PARTITION FROM FLOOR TO STRUCTURE ABOVE.

2 STAIR 5 SHALL REMAIN ACCESSIBLE DURING PHASE 1 AND 2 WORK TO PROVIDE
SECOND EXIT FROM THE FLOOR.  THIS STAIR LEADS TO THE 5TH FLOOR WHERE
OCCUPANTS CAN ACCESS OTHER STAIRS FOR EXITING THE BUILDING.

3 THE PATIENT LIFT AN D CEILING TRACK IN THIS ROOM SHALL BE RELOCATED TO
DESIGNATED ROOM IN PHASE 3.

PHASING NOTES:  (      )1

 3/16" = 1'-0"
GC-101

2 PHASE 1 NEW LIFT LOCATIONS 2

 3/16" = 1'-0"
GC-101

1 PHASE 1 NEW LIFT LOCATIONS 1

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

NOTE: SEE PHASE 1 PLAN THIS SHEET FOR INITIAL
PATIENT RELOCATION WORK

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. CONTRACTOR SHALL PROVIDE FIRE WATCH FOR ALL HOT WORK ACTIVITIES AND WHEN FIRE
ALARM OR SPRINKLER SYSTEMS ARE OFFLINE MORE THAN 4 HOURS IN A 24 HOUR PERIOD.

E. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

F. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR
FILTRATION UNITS.

G. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

H. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION
AREA THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

I. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

J. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

K. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

L. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

M. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

N. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

O. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

P. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

Q. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED
AREAS. ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

R. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH
OR REPAIR ANY DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF
HVAC SYSTEM.

GENERAL NOTES:

G1. ALL WORK IN OCCUPIED AREAS ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL
WORKING HOURS OR ON WEEKENDS.

Revision # Description Date
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2 FOURTH FLOOR - PHASE 3 - DEMO PLAN

 1/16" = 1'-0"
GC-102

1 FOURTH FLOOR - PHASE 3 - NEW CONSTRUCTION

PHASING NARRATIVE

Phase 3:

A. Install temporary one-hour fire-rated construction barrier partitions where shown to separate area of
demolition/construction and occupied areas.

B. Access to Stair 5 shall be maintained for entire duration of Phases 1 through 3.
C. Demolish and perform asbestos abatement in Phase 3 Demolition area; refer to Section 02 82 11

Asbestos Abatement.
D. Demolish and perform asbestos abatement in central area with the exception of Stair 5 and it's

surrounding walls.  New construction for the central area will occur in Phase 4.  This central area
can be used for staging during Phase 3 construction.

E. Allow 30 - 60 days between the completion of Phase 3 and the beginning of Phase 4.

1 INSTALL ONE-HOUR FIRE-RATED STUD AND GYPSUM BOARD TEMPORARY
CONSTRUCTION BARRIER PARTITION FROM FLOOR TO UNDERSIDE OF STRUCTURE
ABOVE.

2 MAINTAIN EXISTING CORRIDOR WALL AND DOOR; PROVIDE DOOR SEALS TO CONTAIN
DUST AND PROVIDE WALK-OFF MATS.  STAIR 5 SHALL REMAIN ACCESSIBLE DURING
PHASE 1, 2 AND 3 WORK TO PROVIDE FIRE EXIT FROM THE FLOOR.  THIS STAIR LEADS TO
THE 5TH FLOOR WHERE OCCUPANTS CAN ACCESS OTHER STAIRS FOR EXITING THE
BUILDING DURING AN EMERGENCY.

PHASING NOTES:  (      )1

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. CONTRACTOR SHALL PROVIDE FIRE WATCH FOR ALL HOT WORK ACTIVITIES AND WHEN FIRE
ALARM OR SPRINKLER SYSTEMS ARE OFFLINE MORE THAN 4 HOURS IN A 24 HOUR PERIOD.

E. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

F. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR
FILTRATION UNITS.

G. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

H. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION
AREA THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

I. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

J. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

K. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

L. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

M. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

N. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

O. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

P. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

Q. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED
AREAS. ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

R. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH
OR REPAIR ANY DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF
HVAC SYSTEM.

GENERAL NOTES:

G1. ALL WORK IN OCCUPIED AREAS ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL
WORKING HOURS OR ON WEEKENDS.
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GC-103

4 FOURTH LEVEL ENLARGED PHASE 4A
 1/8" = 1'-0"

GC-103

3 FOURTH LEVEL - ENLARGED PHASE 4B

 1/8" = 1'-0"
GC-103

2 FOURTH LEVEL - ENLARGED PHASE 4C
 1/8" = 1'-0"

GC-103

1 FOURTH LEVEL - ENLARGED PHASE 4D

PHASING NARRATIVE

Phase 4A:

A. Install temporary one-hour fire-rated construction barrier partitions where shown to separate area of
demolition/construction and occupied areas on fourth and fifth floors.

B. Demolish Stair 5 and surrounding walls.

Phase 4B:

A. Perform new construction work in central area, including infill of fifth floor after stair removal.
B. Leave portion of partition between Personal Storage 4164 and Waiting 4168 open until Phase 4F.
C. Remove temporary construction barrier partition between Personal Storage 4164 and Corridor

C4108 and between Personal Storage 4164 and Waiting 4168 at the end of Phase 4B.

Phase 4C:

A. Remove temporary construction barrier partition near service elevator and install fire-retardant plastic
sheeting dust protection in this area where shown for floor and ceiling work.  Work shall be scheduled
to minimize downtime of service elevator; other elevators remain in service during work in this Phase.

Phase 4D:

A. Remove temporary fire-retardant plastic sheeting dust protection at service elevator area and install
fire-retardant plastic sheeting dust protection passenger elevator lobby where shown for floor and
ceiling work.  Service elevator will remain in service during work in this Phase.  Work shall be
scheduled to minimize downtime of passenger elevators.

PHASING KEY PLAN

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. CONTRACTOR SHALL PROVIDE FIRE WATCH FOR ALL HOT WORK ACTIVITIES AND WHEN FIRE
ALARM OR SPRINKLER SYSTEMS ARE OFFLINE MORE THAN 4 HOURS IN A 24 HOUR PERIOD.

E. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

F. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR
FILTRATION UNITS.

G. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

H. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION
AREA THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

I. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

J. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

K. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

L. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

M. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

N. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

O. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

P. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

Q. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED
AREAS. ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

R. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH
OR REPAIR ANY DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF
HVAC SYSTEM.

GENERAL NOTES:

G1. ALL WORK IN OCCUPIED AREAS ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL
WORKING HOURS OR ON WEEKENDS.
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4312A

EQUIPMENT
STORAGE

4169

ALCOVE

4303

WASHROOM

4156

HAC

4148

PUBLIC TOILET

4178

FAMILY TOILET

4176

CONSULT

4174

VENDING

4177

CORRIDOR

C4109

FAMILY ROOM

4172

CONSULT

4170

CORRIDOR

C4110

PERSONAL
STORAGE

4164

FIRE-RATED PLASTIC SHEET DUST
PROTECTION FROM FLOOR TO UNDERSIDE
OF CEILING

PHASE 2PHASE 3

PHASE 4

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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PHASING PLANS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

GC-104

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

1386

 1/8" = 1'-0"
GC-104

2 FOURTH LEVEL - ENLARGED PHASE 4E
 1/8" = 1'-0"

GC-104

1 FOURTH LEVEL - ENLARGED PHASE 4F

PHASING NARRATIVE

Phase 4E:

A. Install fire-retardant plastic sheeting dust protection in this area where shown for floor and ceiling
work.  Access from elevators to east wing shall be around north end of elevators.  Access to east
wing shall be around north end of elevators through Corridors C4111 and C4110.  Access to west
wing shall be through temporary opening in Personal Storage 4164 to Corridor C4108.

Phase 4F:

A. Install partition and door to Personal Storage 4164 in Corridor C4108 and install remainder of
partition between Personal Storage 4164 and Waiting 4168.  Repaint existing partition to nearest
vertical joint.

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. CONTRACTOR SHALL PROVIDE FIRE WATCH FOR ALL HOT WORK ACTIVITIES AND WHEN FIRE
ALARM OR SPRINKLER SYSTEMS ARE OFFLINE MORE THAN 4 HOURS IN A 24 HOUR PERIOD.

E. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

F. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR
FILTRATION UNITS.

G. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

H. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION
AREA THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

I. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

J. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

K. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

L. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

M. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

N. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

O. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

P. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

Q. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED
AREAS. ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

R. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH
OR REPAIR ANY DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF
HVAC SYSTEM.

GENERAL NOTES:

G1. ALL WORK IN OCCUPIED AREAS ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL
WORKING HOURS OR ON WEEKENDS.

Revision # Description Date



BEAM LEGEND

W18X40    C=1"

CAMBERBEAM SIZE

20K20K

BEAM REACTION,
TYP

(8) (8)(4)

QUANTITY OF SHEAR STUDS,
UNIFORMLY SPACED BETWEEN
ADJACENT FRAMING, TYP
(COMPOSITE CONSTRUCTION
ONLY)

NOTES:

1) REACTION VALUE IS ASD (KIPS), UNO.
2) WHERE NO VALUE IS SHOWN, DESIGN CONNECTION FOR A MINIMUM REACTION OF 10 KIPS.
3) POSITIVE CAMBER UPWARDS, NEGATIVE CAMBER DOWNWARDS. CAMBER SHOWN

ON CANTILEVERS IS AT END OF CANTILEVER.
4) BEAMS ARE PRIMARY MEMBERS FOR FIREPROOFING UNLESS NOTED AS SECONDARY.
5) "M" IN PLACE OF BEAM SIZE INDICATES W10X12.

MOMENT CONNECTION

CANT BM, SAME SIZE AND
END REACTION AS
BACKSPAN, UNO

C=1/2" CAMBER

MISCELLANEOUS SYMBOLS

NORTH ARROW GRIDLINES

EARTH

SECTION NUMBER

SHEET NUMBER

1

S101

1

S101

CALLOUT NUMBER

SHEET NUMBER

A

1

ELEVATION
REFERENCE

LIMIT OF EXTENT

CONTINUOUS EXTENT

C# COLUMN NOTATION

Z# PRECAST/ BRICK SUPPORT

L# LINTEL NOTATION

F ## COLUMN FOOTING NOTATION

GB ## GRADE BEAM NOTATION

P ## PIER NOTATION

B ## CONCRETE BEAM NOTATION

PB ## POST-TENSIONED CONCRETE
BEAM NOTATION

PC ## PILE CAP NOTATION

WF ## WALL FOOTING NOTATION

SHEAR WALL NOTATIONSW ##

BW ## BEARING WALL NOTATION

GRAVEL

Name

Elevation

WALL PIER NOTATIONWP ##

W ## WALL NOTATION

CONCRETE SYMBOLS

POST-TENSION TENDON
ANCHOR DEAD END
LOCATION

POST-TENSION TENDON
ANCHOR JACKING
LOCATION

REBAR

CHANGE OF SLAB
ELEVATION

SLOPING SLAB

CHANGE OF SLAB
THICKNESS

MECHANICAL COUPLER
REBAR SPLICELIMIT OF MEMBER OR

SPAN MARK

DIRECTION OF SPAN

OPENING

SELF-EXPANDING
WATERSTOP

CONTROL JOINT LOCATION
IN CONCRETE WALLS

REBAR TERMINATOR

INTENTIONALLY
ROUGHENED
CONSTRUCTION JOINT
TO 1/4" AMPLITUDE

WELDED WIRE FABRIC

PVC WATERSTOP

COLUMN CONTINUES

COLUMN TERMINATED

FORM-SAVER

SLAB ON GRADE MARKSOG#

CONNECTORS

HEADED STUD

CONNECTOR SECTION END/ALT VIEW

CAST-IN ANCHOR
ROD

POST-INSTALLED
MECHANICAL ANCHOR

BOLT

POST INSTALLED
ADHESIVE ANCHOR

STEEL SYMBOLS

STEEL DECK

STEEL DECK MARK AND
SPAN DIRECTION

BEAM SPLICE
CONNECTION

BEAM MOMENT CONNECTION
AT COLUMN

BEAM SHEAR CONNECTION
AT COLUMN

BEAM CONTINUOUS OVER
COLUMN

SLAB ON STEEL
DECK

SLAB ON STEEL
DECK

WWF

COLUMN STARTS HERE

DIAGONAL BRACING

BRACING

HANGER OR POST

HANGER OR POST
BELOW FLOOR

SLAB-ON-DECK MARK AND
SPAN DIRECTION

OR

D#

S#

C# COLUMN MARK

STEEL MEMBERS

W-SHAPE BEAM

SHAPE SECTION PLAN VIEWELEVATION

CHANNEL

ANGLE

DOUBLE ANGLE

HOLLOW STRUCTURAL
SECTION
-RECTANGULAR

LLV LLH

HOLLOW STRUCTURAL
SECTION
-CIRCULAR (PIPE)

OPEN WEB STEEL
JOIST

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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ABBREVIATIONS AND SYMBOLS

2016.04.25

#610A4-08-104

2121 Lake Ave, Fort Wayne, Indiana 46805
SF-001

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave, Fort
Wayne, Indiana 46805

JAP KCO

BID DOCUMENTS

STRUCTURAL INDEX
SHEET # SHEET NAME

SF-001 ABBREVIATIONS AND SYMBOLS

SF-101 STAIR OPENING INFILL FRAMING

JST JOIST

JT JOINT

KB KNEE BRACE

KIP, K 1,000 POUNDS

KO KNOCK-OUT

KSI KIPS PER SQUARE INCH

L ANGLE OR LENGTH

LAB LABRATORY

LB POUND

LF LINEAL FOOT

LIN LINEAL, LINEAR

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LONGIT LONGITUDINAL

LP LOW POINT

LSL LAMINATED STRAND LUMBER

LSLT LONG SLOTTED HOLE

LTWT LIGHT WEIGHT

LVL LAMINATED VENEER LUMBER

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MB MACHINE BOLT

MC MISCELLANEOUS CHANNEL

MECH MECHANICAL

MEMB MEMBRANE

MEP MECHANICAL/ ELECTRICAL/ PLUMBING

MFR MANUFACTURER

MIN MINIMUM

MISC MISCELLANEOUS

MO MASONRY OPENING

MULT MULTIPLE

N/A NOT APPLICABLE

NO NUMBER

NOM NOMINAL

NS NEAR SIDE

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER

OF OUTSIDE FACE

OFD OVERFLOW DRAIN

OH OVERHEAD

OPNG OPENING

OPP OPPOSITE

OPPHD OPPOSITE HAND

ORIG ORIGINAL

OVS OVERSIZED HOLE

OWJ PRE-MANUFACTURED OPEN WEB JOIST

PC PRECAST CONCRETE

PEMB PRE-ENGINEERED METAL BUILDING

PERIM PERIMETER

PERM PERMANENT

PERP PERPENDICULAR

PJP PARTIAL JOINT PENETRATION

PL PLATE

PLF POUNDS PER LINEAL FOOT

PLYWD PLYWOOD

PREFAB PREFABRICATED

PRELIM PRELIMINARY

PREP PREPARATION, PREPARE

PROJ PROJECTION

PS PRESTRESSED

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PSL PARALLEL STRAND LUMBER

PT POST-TENSIONED

R RADIUS

RD ROOF DRAIN

REF REFERENCE

REINF REINFORCEMENT, REINFORCE

REQD REQUIRED

RO ROUGH OPENING

RTU ROOFTOP MECHANICAL UNIT

S SLOPE

SCHED SCHEDULE

SECT SECTION

SF SQUARE FEET

SHT SHEET

SIM SIMILAR

SOG SLAB-ON-GRADE

SPA SPACES, SPACE

SPECS SPECIFICATIONS

SQ SQUARE

SS STAINLESS STEEL

SSLT SHORT SLOTTED HOLE

STD STANDARD

STIFF STIFFENER

STL STEEL

STRUC STRUCTURAL

SYM SYMMETRICAL

T & B TOP AND BOTTOM

T/ TOP OF

T/GB TOP OF GRADE BEAM

TBS MECHANICAL TENSION BUTT SPLICE

TEMP TEMPERATURE

THRU THROUGH

TJI PREFABRICATED WOOD I-JOIST

TRANS TRANSVERSE

TYP TYPICAL

UL UNDERWRITERS' LABORATORY INC.

UNO UNLESS NOTED OTHERWISE

UT ULTRA-SONIC TEST

VERT VERTICAL

W WIDE FLANGE

W/ WITH

W/O WITHOUT

WD WOOD

WH WEEP HOLE

WP WORK POINT

WT WEIGHT, STRUCTURAL T

WWF WELDED WIRE FABRIC

XS EXTRA STRONG (PIPE)

XXS DOUBLE EXTRA STRONG (PIPE)

& AND

A/E ARCHITECT/ENGINEER

ACI AMERICAN CONCRETE INSTITUTE

ADDL ADDITIONAL

ADJ ADJACENT

AGGR AGGREGATE

AISC AMERICAN INSTITUTE OF STEEL
CONSTRUCTION

ALT ALTERNATE

ANSI AMERICAN NATIONAL STANDARDS
INSTITUTE

APA AMERICAN PLYWOOD ASSOCIATION

APPROX APPROXIMATE

AR ANCHOR ROD

ARCH ARCHITECTURAL

ASTM AMERICAN SOCIETY FOR TESTING AND
MATERIALS

AWS AMERICAN WELDING SOCIETY

B/ BOTTOM OF

BAL BALANCE

BD BOARD

BLDG BUILDING

BLK BLOCK

BLKG BLOCKING

BM BEAM

BOT BOTTOM

BRG BEARING

BRKT BRACKET

BTWN BETWEEN

BU BUILT UP

C STANDARD CHANNEL

CANT CANTILEVER

CC CENTER TO CENTER

CF COLD FORMED

CG CENTER OF GRAVITY

CIP CAST-IN-PLACE

CJ CONTROL JOINT OR CONSTRUCTION JOINT

CJP COMPLETE JOINT PENETRATION

CL CENTERLINE

CLR CLEARANCE, CLEAR

CMU CONCRETE MASONRY UNIT

COL COLUMN

CONC CONCRETE

CONN CONNECTION

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CTR CENTER

CTRD CENTERED

CU FT CUBIC FEET

CU IN CUBIC INCH

CYD CUBIC YARD

DBA DEFORMED BAR ANCHOR

DBL DOUBLE

DEG DEGREE

DEMO DEMOLITION, DEMOLISH

DEPT DEPARTMENT

DET DETAIL

DIA DIAMETER

DIAG DIAGONAL

DIAPH DIAPHRAGM

DIM DIMENSION

DN DOWN

DO DITTO

DP DEEP

DWG DRAWING

DWL DOWELS

EA EACH

EF EACH FACE

EJ EXPANSION JOINT

EL, ELEV ELEVATION

ELEC ELECTRICAL

ENCL ENCLOSURE

ENGR ENGINEER

EOD EDGE OF DECK

EOJ EDGE OF JOIST

EOS EDGE OF SLAB

EQ EQUAL

EQPT EQUIPMENT

ES EACH SIDE

EW EACH WAY

EX EXISTING

EXP EXPANSION

EXT EXTERIOR

FD FLOOR DRAIN

FDN FOUNDATION

FIN FINISH

FLG FLANGE

FLR FLOOR

FS FAR SIDE

FT FEET

FTG FOOTING

FTGD FOOTING DRAIN

FV FIELD VERIFY

GA GAUGE

GALV GALVANIZED

GB GRADE BEAM

GL GLUED LAMINATED TIMBER (GLULAM)

GRND GROUND

GT GIRDER TRUSS

HAS HEADED ANCHOR STUD

HORIZ HORIZONTAL

HP HIGH POINT

HSS HOLLOW STRUCTURAL SECTION

HT HIP TRUSS

HVAC HEATING, VENTILATION, AIR CONDITIONING

ID INSIDE DIAMETER

IF INSIDE FACE

IN INCH

INCL INCLUDE

INFO INFORMATION

INSUL INSULATION

INT INTERIOR

J/BRG JOIST BEARING

STRUCTURAL DRAWINGS ABBREVIATIONS
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16 17 18 19

H
F

FV

10' - 1"

FV

10' - 3"

FV

8' - 9"

F
V

1
7
' -

 1
1
"

FV

7' - 11 1/2"

1
' -

 0
" 

F
V

F
V

7
' -

 6
 1

/2
"

F
V

9
' -

 4
 1

/2
"

EXISTING COLUMN,
TYP

EXISTING JOIST, TYP EXISTING BEAM, TYP

W8x10 W14x22

W
8
x
1
0

W
1
4
x
2
2

EQ EQ

FV

4' - 8"

4-1/2" NORMAL WEIGHT CONCRETE
W/ 6x6-W2.1xW2.1 ON 1-1/2", 20 GA
(GALV) COMPOSITE FLOOR DECK (6"
TOTAL SLAB THICKNESS)

F
V

3
' -

 9
 1

/4
"

F
V

3
' -

 9
 1

/4
"

FV

12' - 4 1/2"

3
SF-101

4
SF-101

L4x4x1/4 CONT, TYP

NOTES:
1) TOP OF SLAB ELEVATION = 100'-0" UNO (MATCH EXISTING TOP OF SLAB AS INDICATED)
2) ALL STEEL BEAMS SHALL BE FIREPROOFED WITH SPRAY ON FIREPROOFING TO ATTAIN
    A 2-HOUR RATING (SEE SPECIFICATION SECTION 078100)

5
SF-101

5
SF-101

12"

1
2
"

SIM

TYP

6
SF-101

T/SLAB = 99'-0"2
SF-101

2 1/2" EOS (HIGH), TYP

EXISTING CONCRETE BEAM

BEAM PER PLAN

SLAB ON METAL DECK PER PLAN

(2) 1/2" DIA ADHESIVE
ANCHOR, EMBED 4 1/2"
W/ EPOXY ADHESIVE
INTO EXISTING BEAM

3
"

(2) L4x4x5/8x0'-6"

(2) 3/4" DIA BOLTS

1
"

1
 1

/2
"

3
"

1
 1

/2
"

1
"

2 1/2"

1 1/2"

EXISTING WALL

SLAB ON METAL DECK PER PLAN

BEAM PER PLAN

L4x4x1/4 CONT

1/4 2-12
TYP

5/8" DIA PUDDLE WELDS @ 24" OC

TEMPORARY CONSTRUCTION SHORING
AS REQUIRED - DESIGN, INSTALLATION,
AND MONITORING SHALL BE PROVIDED
BY THE CONTRACTOR.

GROUT

3
"

1/4 2-8

1/4 2/8

PL1/2x9 CONT

PHASE 4

PHASE 3 PHASE 2

EXISTING CONCRETE BEAM

SLAB ON METAL DECK PER PLAN

1/2" DIA ADHESIVE
ANCHOR @ 0'-6" OC,
EMBED 4 1/2" INTO
EXISTING BEAM

L4x4x5/8 CONT

5/8" DIA PUDDLE WELDS @ 24" OC

1
 3

/4
"

BEAM PER PLAN

SLAB ON METAL DECK
PER PLAN

T/BEAM
PER PLAN

STEEL FABRICATIOR TO
PROVIDE CONNECTION

BEAM PER PLAN

L3x3x1/4

SLAB PER PLAN, TYP

POUR STOP

2-8

2-8

1
 3

/4
"

PLAN

SEE

EXISTING STAIR

1/4 2-8

3/4" DIA PLUG
WELD AT 8" OC

SEE PLAN

SEE PLAN

SEE PLAN

12" OC (MAXIMUM)
WELD PATTERN
AT SUPPORT POINTS

FLOOR DECK
PER PLAN 5/8" DIA PUDDLE

WELD (TYP.)

#10 TEK SIDELAP
FASTENERS EACH
BEAM SPACE
(NOTE 4)

WELD REQUIRED AT
ALL SIDELAP SUPPORT
POINTS

BEAM OR JOIST

NOTES:

1. WELD THROUGH MULTIPLE SHEETS AT ALL END AND SIDE LAPS.

2. END LAPS SHALL OCCUR ONLY AT SUPPORT POINTS.

3. MINIMUM 3-SPAN CONDITION AT ALL POSSIBLE LOCATIONS.

4. FOR DECK SPANS OF 6'-0" OR LESS, PROVIDE, PROVIDE ONE SIDELAP
FASTENER AT MID-SPAN OF EACH JOIST OR BEAM SPACE. FOR DECK
SPANS EXCEEDING 6'-0", PROVIDE SIDELAP FASTENERS AT 3'-0" OC
MAXIMUM.

SHEET W
ID

TH

EXISTING CONCRETE BEAM

SLAB ON METAL
DECK PER PLAN

1/2" DIA ADHESIVE
ANCHOR @ 0'-6" OC,
EMBED 4 1/2" INTO
EXISTING BEAM

L4x4x5/8 CONT

5/8" DIA PUDDLE
WELDS @ 24" OC

1
 3

/4
"

EXISTING STAIR

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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STAIR OPENING INFILL FRAMING

2016.04.25

#610A4-08-104

2121 Lake Ave, Fort Wayne, Indiana 46805
SF-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave, Fort
Wayne, Indiana 46805

JAP KCO

BID DOCUMENTS

 3/8" = 1'-0"SF-101

1 STAIR OPENING INFILL FRAMING PLAN (LEVEL 5)

CONCRETE

REINFORCED CONCRETE HAS BEEN DESIGNED IN ACCORDANCE WITH THE BUILDING
CODE REQUIREMENTS FOR STRUCTURAL CONCRETE (ACI 318) AND COMMENTARY
(ACI 318R).

MIXING, TRANSPORTING, AND PLACING OF CONCRETE SHALL CONFORM TO THE
LATEST EDITION OF THE SPECIFICATIONS FOR STRUCTURAL CONCRETE (ACI 301).
READY-MIXED CONCRETE SHALL CONFORM TO THE REQUIREMENTS OF ASTM C94.
IN CASE OF A DISCREPANCY, THE PLANS AND SPECIFICATIONS SHALL GOVERN.

CEMENT SHALL CONFORM TO ASTM C150, TYPE I.

FLY ASH SHALL CONFORM TO ASTM C618, CLASS C OR F. THE RATIO OF THE AMOUNT
(BY WEIGHT) OF FLY ASH TO TOTAL CEMENTITIOUS MATERIALS IN THE MIX SHALL NOT
EXCEED 25 PERCENT.

NORMAL WEIGHT AGGREGATES SHALL CONFORM TO ASTM C33.

WATER-REDUCING ADMIXTURES SHALL CONFORM TO ASTM C494.

AIR-ENTRAINING ADMIXTURES SHALL CONFORM TO ASTM C260 AND SHALL BE
CERTIFIED BY THE MANUFACTURER TO BE COMPATIBLE WITH OTHER ADMIXTURES.

CALCIUM CHLORIDE ADMIXTURES OR ADMIXTURES CONTAINING MORE THAN
0.1 PERCENT CHLORIDE IONS SHALL NOT BE USED.

IN COLD WEATHER CONDITIONS, MIXING, PLACING, FINISHING, CURING AND
PROTECTION OF CONCRETE SHALL BE PERFORMED IN ACCORDANCE WITH THE
LATEST EDITION OF ACI 306R, COLD WEATHER CONCRETING.

IN HOT WEATHER CONDITIONS, MIXING, PLACING, FINISHING, CURING AND
PROTECTION OF CONCRETE SHALL BE PERFORMED IN ACCORDANCE WITH THE
LATEST EDITION OF ACI 305R, HOT WEATHER CONCRETING.

USE OF CONSTRUCTION JOINTS AT LOCATIONS OTHER THAN THOSE INDICATED ON
THE DRAWINGS SHALL BE SUBMITTED TO THE STRUCTURAL ENGINEER FOR REVIEW.

SLUMP FOR PUMPED CONCRETE SHALL BE MEASURED AT POINT OF DISCHARGE.

NORMAL WEIGHT CONCRETE SHALL BE USED IN THE FOLLOWING AREAS AND SHALL
HAVE THE PROPERTIES AS SHOWN BELOW:

INTERIOR SLABS ON METAL DECK
1. COMPRESSIVE STRENGTH (28 DAYS):  4000 PSI
2. MAXIMUM SLUMP:  4 INCHES
3. MINIMUM CEMENTITIOUS MATERIALS CONTENT:  470 LB./CU. YD.
4. MAXIMUM SLUMP FOR CONCRETE CONTAINING HIGH-RANGE WATER-REDUCING

ADMIXTURE: 8 INCHES (AFTER ADMIXTURE IS ADDED TO CONCRETE WITH
2 TO 4 INCH SLUMP).

5. MAXIMUM WATER/CEMENTITIOUS MATERIALS RATIO:  0.48
6. MAXIMUM COARSE AGGREGATE SIZE:  1 INCH
7. AIR CONTENT:  N/A

CONCRETE SLABS ON METAL DECK

UNLESS INDICATED OTHERWISE ON THE DRAWINGS, CONCRETE SLABS ON METAL
DECK SHALL BE PLACED AS REQUIRED TO MAINTAIN A CONSTANT
SLAB ELEVATION.

CONTRACTOR SHALL ALLOW FOR THE DEFLECTION OF THE FLOOR ASSEMBLY DUE TO
THE WET WEIGHT OF THE CONCRETE WHEN CALCULATING CONCRETE QUANTITIES
AND SHALL INCLUDE THE COST OF ALL REQUIRED SLAB-ON-DECK CONCRETE IN THE
BID PRICE.

PRIOR TO PLACEMENT OF CONCRETE SLABS ON METAL DECK, THE CONTRACTOR
SHALL CAREFULLY REVIEW THE ELEVATIONS OF THE STRUCTURAL STEEL FRAMING,
INCLUDING CAMBERED MEMBERS, FOR CONFORMANCE WITH THE CONSTRUCTION
DOCUMENTS. CONTRACTOR SHALL NOTIFY THE STRUCTURAL ENGINEER OF ANY
DISCREPANCIES (SUCH AS IMPROPER CAMBER, IMPROPER STEEL ELEVATIONS, ETC.)
IMMEDIATELY AND SHALL NOT BEGIN CONCRETE PLACEMENT WITHOUT PRIOR
REVIEW BY THE STRUCTURAL ENGINEER.

ACTUAL CONCRETE SLAB THICKNESS SHALL NOT BE LESS THAN THE INDICATED
NOMINAL THICKNESS AT ANY LOCATION. IF ANY CONDITION IS DISCOVERED THAT
WOULD PREVENT PLACEMENT OF CONCRETE TO THE NOMINAL THICKNESS;
CONTRACTOR SHALL NOTIFY THE STRUCTURAL ENGINEER IMMEDIATELY AND SHALL
NOT PROCEED WITH CONCRETE PLACEMENT WITHOUT PRIOR REVIEW BY THE
STRUCTURAL ENGINEER.

PROVIDE SLABS ON METAL DECK WITH A SMOOTH TROWEL FINISH UNLESS NOTED
OTHERWISE.

CONTRACTOR SHALL REVIEW ALL REQUIRED FLOOR FINISH MATERIAL REQUIREMENTS
PRIOR TO PLACEMENT OF CONCRETE AND SHALL PROVIDE FLOOR SLAB FLATNESS
MEETING THE FINISH MATERIAL SUPPLIER’S WRITTEN REQUIREMENTS.  FLATNESS SHALL
BE THE MORE STRINGENT OF THE FINISH MATERIAL REQUIREMENTS AND THE FOLLOWING:

ALL SLABS, UNO:

OVERALL VALUES:   FF=25
LOCAL VALUES: FF=20

CONTRACTOR SHALL PROVIDE ALL NECESSARY REPAIR, GRINDING AND/OR LEVELING OF
THE CONCRETE SLAB TO ACCOMMODATE ALL FLOOR FINISHES PRIOR TO INSTALLATION OF
THE FINISH MATERIALS WITH NO ADDITIONAL COST TO THE PROJECT.

PLACE CONCRETE IN A MANNER SO AS TO PREVENT SEGREGATION OF THE MIX.
DELAY FLOATING AND TROWELING OPERATIONS UNTIL THE CONCRETE HAS LOST
SURFACE WATER SHEEN OR ALL FREE WATER. DO NOT SPRINKLE FREE CEMENT ON
THE SLAB SURFACE.

PROVIDE CURING OF CONCRETE SLABS ON METAL DECK AS REQUIRED TO
ACCOMMODATE FLOOR FINISHES AND FINISH MATERIALS PER THE ARCHITECTURAL
DRAWINGS AND SPECIFICATIONS.  REVIEW ALL FLOOR FINISH REQUIREMENTS PRIOR
TO PLACEMENT OF CONCRETE SLABS AND COORDINATE SLAB MIX, PLACEMENT AND CURING
TO COMPLY WITH FINISH FLOORING MATERIAL MANUFACTURER’S
REQUIREMENTS.

CURING PROCEDURES SHALL COMPLY WITH ACI 302.1R AND USE OF CURING MATERIALS
SHALL BE APPLIED IN STRICT ACCORDANCE WITH MANUFACTURER’S REQUIREMENTS.
MOISTURE RETENTION COVERS, IF USED, SHALL BE APPLIED FLAT AND SMOOTH TO RESULT
IN A UNIFORM APPEARANCE AND MINIMIZE SURFACE MARKINGS AND BLEMISHES.

UNLESS NOTED OTHERWISE, OR UNLESS MORE STRINGENT REQUIREMENTS APPLY, CURE
SLABS ON METAL DECK AS FOLLOWS:

SLABS RECEIVING FLOOR COVERING MATERIALS:  MOIST CURE A MINIMUM OF 7 DAYS
(OR, IF APPROVED BY FLOOR FINISH MATERIAL MANUFACTURER, USE ASTM C309, TYPE
1, CLASS B, WATERBORNE, MEMBRANE-FORMING CURING COMPOUND, DISSIPATING).
REMOVAL OF CURING COMPOUND MATERIAL, IF REQUIRED FOR PROPER INSTALLATION
OF FLOOR FINISH MATERIALS, SHALL BE PERFORMED BY THE CONCRETE CONTRACTOR.

STRUCTURAL STEEL

STRUCTURAL STEEL DETAILING, FABRICATION AND ERECTION SHALL CONFORM TO THE
ANSI/AISC 360 SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS, LATEST EDITION WITH
AMENDMENTS, AND THE AISC 303 CODE OF STANDARD PRACTICE FOR STEEL BUILDINGS
AND BRIDGES, LATEST EDITION WITH AMENDMENTS.

STRUCTURAL STEEL WIDE FLANGE SHAPES SHALL CONFORM TO ASTM A992.

STRUCTURAL STEEL PLATES AND ROLLED SHAPES OTHER THAN WIDE-FLANGE SHAPES
SHALL CONFORM TO ASTM A36, UNLESS NOTED OTHERWISE.

BOLTED CONNECTIONS SHALL CONFORM TO THE SPECIFICATION FOR STRUCTURAL JOINTS
USING ASTM A325 OR A490 BOLTS, APPROVED BY THE RESEARCH COUNCIL ON
STRUCTURAL CONNECTIONS OF THE ENGINEERING FOUNDATION. BOLTED CONNECTIONS
FOR STRUCTURAL STEEL MEMBERS SHALL BE MADE WITH 3/4" DIAMETER A325 BOLTS,
UNLESS NOTED OTHERWISE. BOLTED CONNECTIONS SHALL BE TIGHTENED TO THE SNUG
TIGHT CONDITION, EXCEPT BOLTED CONNECTIONS IN BRACE ELEMENTS ARE TO BE FULLY
PRETENSIONED WITH CLASS A FAYING SURFACES.

WELDING PROCEDURES SHALL CONFORM TO THE LATEST EDITION OF THE AMERICAN
WELDING SOCIETY'S STRUCTURAL WELDING CODE FOR STEEL ANSI/AWS D1.1.

WELDED CONNECTIONS USING ASTM A992 STEEL AS A BASE METAL SHALL BE MADE
WITH E70XX LOW HYDROGEN ELECTRODES.  UNLESS OTHERWISE SHOWN OR NOTED ON
THE DRAWINGS, OTHER WELDED CONNECTIONS MAY BE MADE WITH STANDARD E70XX
ELECTRODES.

STRUCTURAL STEEL THAT IS NOT EXPOSED IN THE FINISHED CONSTRUCTION AND DOES
NOT RECEIVE FINISH PAINT SHALL NOT BE SHOP-PRIMED, UNLESS NOTED OTHERWISE ON
THE DRAWINGS.

DO NOT PAINT OR GALVANIZE THE FOLLOWING SURFACES:
1.  SURFACES TO BE WELDED.
2.  SURFACES TO RECEIVE BOLTED SLIP-CRITICAL CONNECTIONS.
3.  SURFACES TO RECEIVE SHEAR STUD CONNECTIONS.
4.  SURFACES TO RECEIVE SPRAYED-ON FIREPROOFING.

ALL ABRASIONS TO GALVANIZED SURFACES OR SURFACES TO RECEIVE AN
ARCHITECTURAL FINISH COAT SHALL BE TOUCHED-UP AFTER ERECTION IS COMPLETE.
FOR PAINTED STEEL, USE A PRIMER EQUIVALENT TO THE SHOP PAINT.  FOR GALVANIZED
STEEL, USE A ZINC-RICH COLD-GALVANIZING PAINT.

DESIGN CONNECTIONS NOT SHOWN IN ACCORDANCE WITH THE ASD SPECIFICATION AND
MANUAL OF STEEL CONSTRUCTION.  UNLESS NOTED OTHERWISE ON THE DRAWINGS,
DESIGN BEAM CONNECTIONS NOT SHOWN, TO SUPPORT A MINIMUM OF A 16 KIP SHEAR
REACTION. PROVIDE NO LESS THAN 2 BOLTS IN ANY SINGLE LINE OF BOLTS, UNLESS
SPECIFICALLY INDICATED ON THE DRAWINGS.

STEEL FLOOR DECK

PROVIDE AND ERECT STEEL DECK IN ACCORDANCE WITH THE LATEST EDITION OF THE
STEEL DECK INSTITUTE'S SPECIFICATIONS AND CODE OF STANDARD PRACTICE.

DECK MANUFACTURER SHALL PROVIDE ALL FLOOR DECK ACCESSORIES, SUCH AS
EDGE FORMS, CLOSURES, FILLERS AND POUR STOPS FOR A COMPLETE INSTALLATION,
WHETHER OR NOT SUCH ITEMS ARE DETAILED ON THE CONTRACT DOCUMENTS.

FASTEN FLOOR DECK TO STEEL SUPPORTS AS INDICATED ON THE DRAWINGS.
PERFORM WELDING IN ACCORDANCE WITH ANSI/AWS D1.3.

STEEL FLOOR DECK IS INTENDED TO BE INSTALLED IN AN UNSHORED CONDITION
UNLESS NOTED OTHERWISE. DECK SUPPLIER SHALL REVIEW ALL SPAN CONDITIONS
AND CONFIRM THAT THE SUPPLIED PRODUCT IS SUFFICIENT TO SAFELY SUPPORT THE
WET WEIGHT OF CONCRETE AND ASSOCIATED CONSTRUCTION LIVE LOADS WITHOUT
THE NEED FOR SHORING.

PROVIDE INTERIOR STEEL FLOOR DECK WITH FINISH AS INDICATED ON THE DRAWINGS.

PROVIDE FLOOR DECK SUPPORTING EXTERIOR SLABS WITH A GALVANIZED FINISH IN
ACCORDANCE WITH ASTM A924 G90.

N.T.S.SF-101

3 SECTION

 1" = 1'-0"SF-101

4 SECTION

ADHESIVE ANCHORS FOR SOLID SUBSTRATES

ADHESIVE ANCHORS FOR SOLID SUBSTRATES SHALL BE HILTI "HIT-HY 200" OR AN
EQUIVALENT SUBSTITUTE APPROVED BY THE STRUCTURAL ENGINEER, UNO.

ANCHORS SHALL BE ASTM A36 THREADED RODS FOR INTERIOR EXPOSURES AND
AISI 316 STAINLESS STEEL FOR EXTERIOR AND BELOW GRADE EXPOSURES, UNO.

ANCHORS SHALL BE INSTALLED IN CONFORMANCE WITH THE MANUFACTURER'S
REQUIREMENTS BY INSTALLERS TRAINED BY THE MANUFACTURER'S REPRESENTATIVE.

ADHESIVE ANCHORS SHALL NOT BE INSTALLED IN CONCRETE OR MASONRY UNTIL IT
HAS ATTAINED ITS SPECIFIED MINIMUM 28 DAY COMPRESSIVE STRENGTH.

MINIMUM EMBEDMENT DEPTH SHALL BE 8 BOLT DIAMETERS UNLESS NOTED
OTHERWISE.

 1" = 1'-0"SF-101

5 SECTION

SHORING

THE SHORING AND DESIGN IS THE RESPONSIBILITY OF THE CONTRACTOR. TEMPORARY
SHORING FOR LOAD BEARING MEMBERS SHALL BE ADEQUATE TO CARRY THE TOTAL WEIGHT
OF THE ELEMENT AND ANY TEMPORARY CONSTRUCTION LOADS TO BE IMPOSED ON THE
STRUCTURAL SYSTEM. SHORING FOR AN AREA SHALL NOT BE REMOVED UNTIL THE FRAMING IS
COMPLETE AT THAT LEVEL. REMOVAL OF SHORING SHALL NOT CAUSE OVERSTRESSING OF
ANY STRUCTURAL ELEMENTS.

N.T.S.SF-101

8 TYPICAL STEEL BEAM CONNECTION

N.T.S.SF-101

2 TYPICAL SLAB STEP DETAIL

WELDED WIRE FABRIC

WELDED WIRE FABRIC SHALL BE SMOOTH WIRE FABRIC CONFORMING TO ASTM A185.
FABRIC SHALL BE SUPPLIED IN FLAT SHEETS AND LAPPED A MINIMUM OF ONE SPACE
PLUS 2 INCHES.

WELDED WIRE FABRIC SHALL BE PLACED AS FOLLOWS, UNLESS NOTED OTHERWISE:
SLABS ON METAL DECK: 3/4 INCH DOWN FROM TOP OF SLAB.

GENERAL

STRUCTURES INDICATED ON THESE DRAWINGS HAVE BEEN DESIGNED FOR THE
IN-SERVICE LOADS ONLY. THE METHODS, MEANS, PROCEDURES, AND SEQUENCES
OF CONSTRUCTION ARE THE RESPONSIBILITY OF THE CONTRACTOR. THE
STRUCTURES
ARE DESIGNED TO BE SELF-SUPPORTING AND STABLE AFTER CONSTRUCTION IS
COMPLETE. IT IS THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE ERECTION
PROCEDURES AND SEQUENCE TO ENSURE SAFETY OF THE STRUCTURES AND
RELATED COMPONENTS DURING ERECTION. THIS INCLUDES THE ADDITION OF
NECESSARY
SHORING, SHEETING, TEMPORARY BRACING, GUYS, TIEDOWNS, ETC.

THE STRUCTURAL DRAWINGS AND SPECIFICATIONS SHALL BE USED IN
CONJUNCTION
WITH THE DRAWINGS AND SPECIFICATIONS OF ALL OTHER DISCIPLINES, TRADES,
AND DELEGATED DESIGN ELEMENTS.

THE GENERAL NOTES ON THE DRAWINGS ARE TO BE USED IN CONJUNCTION WITH
THE FULL WRITTEN MATERIAL SPECIFICATIONS (IF ANY) FOR THE PROJECT.

IF A DESCREPANCY IS NOTED ON THE DRAWINGS, GENERAL NOTES, OR
SPECIFICATIONS,
THE CONTRACTOR SHALL SUBMIT TO THE STRUCTURAL ENGINEER A WRITTEN
REQUEST
FOR CLARIFICATION AND SHALL NOT PROCEED WITH THE AFFECTED WORK WITHOUT
DOCUMENTED RESOLUTION OF THE DESCREPANCY. ALL COSTS RESULTING FROM
THE
CONTRACTOR IMPROPERLY PROCEEDING WITH THE AFFECTED WORK PRIOR TO
DOCUMENTED RESOLUTION OF THE DESCREPANCY, INCLUDING COST OF REMOVAL
AND REPLACEMENT OF NON-CONFORMING WORK, SHALL BE BORNE BY THE
CONTRACTOR
AT NO ADDITIONAL COST TO THE OWNER.

DESIGN DATA

THE BUILDING STRUCTURE HAS BEEN DESIGNED IN ACCORDANCE WITH THE
2014 INDIANA BUILDING CODE.

FLOOR LOADS

STAIRS AND PUBLIC AREAS

LIVE LOAD 100 PSF
DEAD LOAD  SELF WEIGHT OF STAIR + 5 PSF MISC

UNLESS OTHERWISE NOTED, FLOOR FRAMING HAS BEEN DESIGNED UTILIZING LIVE
LOAD REDUCTIONS TO THE EXTENT ALLOWED BY THE BUILDING CODE.

WIND LOAD DESIGN DATA (2012 IBC)

BASIC WIND SPEED (3-SECOND GUST) = 115 MPH
WIND EXPOSURE = C
WIND DESIGN PRESSURE (P) = VARIES WITH HEIGHT AND LOCATION

EARTHQUAKE DESIGN DATA (2012 IBC)

SHORT PERIOD SPECTRAL RESPONSE (SS) = 0.117
1-SECOND SPECTRAL RESPONSE (S1) = 0.061
SEISMIC IMPORTANCE FACTOR (IE) = 1.00
RISK CATEGORY = II
SEISMIC DESIGN CATEGORY = B
SITE CLASSIFICATION = D
SHORT PERIOD SPECTRAL RESPONSE (SDS) = 0.125
1-SECOND SPECTRAL RESPONSE (SD1) = 0.098
ANALYSIS PROCEDURE UTILIZED = EQUIVALENT LATERAL FORCE PROCEDURE
RESPONSE MODIFICATION COEFFICIENT (R) = 2.0
SEISMIC RESPONSE COEFFICIENT (CS) = 0.062

N.T.S.SF-101

7 TYPICAL FLOOR DECK WELDING PATTERN

 1" = 1'-0"SF-101

6 SECTION
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EARTH

NOTE: PATTERNS SHOWN REPRESENT CUT
MATERIALS IN PLAN OR SECTION, UNLESS
NOTED OTHERWISE.

GRANULAR FILL

CONCRETE, CAST-IN-PLACE

CONCRETE, PRECAST/CAST
STONE

CONCRETE MASONRY UNIT

BRICK MASONRY

STONE: LIMESTONE, GRANITE,
MARBLE OR AS NOTED

METAL: TYPE AS NOTED

METAL: ROLLED SHAPES

WOOD FRAMING / BLOCKING:
CONTINOUS

WOOD SHIM

WOOD/FINISHED,
SHOWN CUT AND ELEVATION

PLYWOOD

PARTICLEBOARD

EIFS

SPRAYED FIREPROOFING
SHOWN ON ROLLED SHAPE

BATT INSULATION: THERMAL
OR ACOUSTICAL, UNO

RIGID INSULATION:  THERMAL,
ACOUSTICAL, OR SAFING

SHEATHING: GYPSUM, OR AS
NOTED

GYPSUM WALL BOARD

TILE:  CERAMIC, QUARRY, UNO

RESINOUS FLOORING:
TERRAZO, TROWEL-ON, UNO

ACOUSTICAL CEILING TILE

GRATING (PLAN)

INSULATED GLASS:
(SMALL SCALE)

GRATING (SECTION)

MEMBRANE: WATERPROOF,
ROOF, DAMPPROOFING

AIR BARRIER SYSTEM

INSULATED GLASS:
(DETAIL)

TERRA COTTA, STRUCTURAL
CLAY TILE

CARPET, CARPET TILE (DETAIL)

SAND, GROUT
AS NOTED

GLASS FIBER REINFORCED
CONCRETE SIDING OR TRIM

WOOD/ENGINEERED: GLUE
LAMINATED

PLASTER ON METAL LATH

WOOD FLOOR, WOOD
SHINGLES, OR SIDING
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Renovate and Upgrade Patient
Areas, 4th Floor

AE-001

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS
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WH WALL HUNG

WT WEIGHT

NOM NOMINAL

NR NAPKIN RECEPTACLE

NTS NOT TO SCALE

O

O/O OUT TO OUT

OA OVERALL

OC ON CENTER

OD OUTSIDE DIAMETER

OF OUTSIDE FACE

OFCI OWNER FURNISHED - CONTRACTOR
INSTALLED

OH OVERHEAD

OPNG OPENING

OPP OPPOSITE

OPP HAND OPPOSITE HAND

OPT OPTIONAL

ORD OVERFLOW ROOF DRAIN

ORIG ORIGINAL

P

PERIM PERIMETER

PERM PERMANENT

PH PHASE

PL PLATE

PLAM PLASTIC LAMINATE

PLAS PLASTIC

PLBG PLUMBING

PLYWD PLYWOOD

PNL PANEL

PRCST PRECAST

PREFAB PREFABRICATED

PREFIN PREFINISHED

PRELIM PRELIMINARY

PREP PREPARATION

PRKG PARKING

PROJ PROJECT

PT PRETREATED

PTD PAINTED

PTN PARTITION

Q

QT QUARRY TILE

R

R RADIUS

RD ROOF DRAIN

REC RECESSED

RECPT RECEPTACLE

REF REFER(ENCE)

REINF REINFORCE(D)(ING)(MENT)

REQD REQUIRED

RESIL RESILIENT

RFG ROOFING

RLG RAILING

RM ROOM

RND ROUND

RO ROUGH OPENING

RTU ROOF TOP UNOT

S

SAN SANITARY

SCW SOLID CORE WOOD

SF SQUARE FOOT

SP STAND PIPE

SPKLR SPRINKLER

SS STAINLESS STEEL

STD STANDARD

STL STEEL

STOR OR ST STORAGE

STRUCT STRUCTURAL

SUSP SUSPENDED

SYM SYMBOL

SYS SYSTEM

T

T&G TONGUE AND GROOVE

TAFS TEXTURE APPLIED FINISH

TB TOWEL BAR

TD TOWEL DISPENSER

TDR TOWEL DISPENSER / RECEPTACLE

TEL TELEPHONE

TEMP TEMPORARY

TF TOP OF FOOTING

TFF TOP OF FINISH FLOOR

THRES THRESHOLD

TJ TOP OF JOIST

TOT TOTAL

TPH TOILET PAPER HOLDER

TSL TOP OF SLAB

TST TOP OF STEEL

TYP TYPICAL

U

UNIF UNIFORM

UNO UNLESS NOTED OTHERWISE

UR URINAL

V

VB VINYL BASE

VCT VINYL COMPOSITION TILE

VERT VERTICAL

VIN VINYL

VT VINYL TILE

VWC VINYL WALL COVERING

W

W/W WALL TO WALL

WC WATER CLOSET

WD WOOD

WDW WINDOW

DWG DRAWING

E

EHD ELECTRICAL HAND DRYER

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

ENCL ENCLOSURE

ENGR ENGINEER

EQUIP EQUIPMENT

ESMT EASEMENT

EWC ELECTRICAL WATER COOLER

EXST EXISTING

EXT EXTENDER

F

F/F FACE TO FACE

FBD FIBERBOARD

FDN FOUNDATION

FE FIRE EXTINGUISHER

FGL FIBERGLASS

FHC FIRE HOSE CABINET

FHP FULL HEIGHT PARTITION

FIN FINISH

FIN FL FINISHED FLOOR

FLOUR FLOURESCENT

FLR (FLRG) FLOOR(ING)

FOC FACE OF CONCRETE

FOF FACE OF FINISH

FOM FACE OF MASONRY

FOS FACE OF STUD

FR FIRE RATING

FTG FOOTING

FURN FURNITURE

FURR FURRING

FV FIELD VERIFY

G

GALV GALVANIZED

GDR GUARDRAIL

GLZ GLAZING

GUT GUTTER

GWB GYPSUM BOARD

H

HC HANDICAP(PED)

HCMU HOLLOW CONCRETE MASONRY UNIT

HCW HOLLOW CORE WOOD

HDWE/HDW HARDWARE

HM HOLLOW METAL

HMD HOLLOW METAL DOOR

HNDRL HANDRAIL

HORIZ HORIZONTAL

HT HEIGHT

HVAC HEATING, VENTILATION, AIR
CONDITIONING

I

ICF INSULATED CONCRETE FORM

ID INSIDE DIAMETER

IF INSIDE FACE

INCAND INCANDESCENT

INDIC INDICATE

INS ALUM INSULATED ALUMINUM

INSTL INSTALL(ATION)

INSUL INSULATION

INT INTERIOR

J

JST JOIST

JT JOINT

K

KPL KICKPLATE

L

LAM LAMINATION

LAV LAVATORY

LD BRG LOAD BEARING

LDG LANDING

LF LINEAR FOOT

LRV LOUVERED ROOF VENT

LTG LIGHTING

LTWT LIGHTWEIGHT

LVR LOUVER

M

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MBRN MEMBRANE

MECH MECHANICAL

MED MEDICINE (MEDICAL)

MET METAL

MIN MINIMUM

MIR MIRROR

MISC MISCELLANEOUS

MLDG MOLDING

MLWK MILLWORK

MO MASONRY OPENING

MTD MOUNTED

MTG MOUNTING

MULL MULLION

MULT MULTIPLE

N

N/A NOT APPLICABLE

ND NAPKIN DISPENSER

NIC NOT IN CONTRACT

BSMT BASEMENT

BTWN BETWEEN

BU BUSHEL

BUR BUILT-UP ROOFING

C

C CELSIUS CHANNEL

C CHANNEL CELSIUS

C CONC CAST CONCRETE

C LABEL CLASS C DOOR

C/C CENTER TO CENTER

CAB CABINET

CAC CEILING ATTENUATION CLASS

CB CATCH BASIN OR CORNER BEAD

CBB CEMENTITIOUS (BACKER) BOARD

CC CUBIC CENTIMETER

CCTV CLOSED CIRCUIT TV

CCW COUNTERCLOCKWISE

CD CONSTRUCTION DOCUMENTS

CEM CEMENT

CEM PLAS CEMENT PLASTER

CER CERAMIC

CER CONTRACTOR FURNISHED

CF CONTRACTOR FURNISHED

CF/CI CONTRACTOR
FURNISHED/CONTRACTOR INSTALLED

CF/OI CONTRACTOR
FURNISHED/CONTRACTOR INSTALLED

CFLG COUNTERFLASHING

CFM CUBIC FEET PER MINUTE

CFMF COLD-FORMED METAL FRAMING

CFS CUBIC FEET PER SECOND

CG CENTER OF GRAVITY OR CORNER
GUARD

CGD CORNER GUARD

CGSFU CERAMIC GLAZED STRUCTURAL
FACING UNITS

CH BD CHALKBOARD

CHAN CHANNEL

CHEM CHEMICAL

CHFR CHAMFER

CHK CHECK

CI CAST IRON

CIP CAST-IN-PLACE

CIR CIRCLE

CIRC CIRCULAR

CJ CONSTRUCTION JOINT

CJ CONTROL JOINT

CL CENTER LINE

CLDG CLADDING

CLG CEILING

CLR CLEAR

CM CONSTRUCTION MANAGEMENT

CMU CONCRETE MASONRY UNIT

CNR CORNER

CNTR COUNTER

CO CARBON MONOXIDE, CERTIFICATE OF
OCCUPANCY, CLEANOUT, OR
COMPANY

COL/COLM COLUMN

COM COMMON

COMB COMBINATION, COMBINED

COMM COMMUNICATION

COMP COMPONENT

CONC CONCRETE

CONC FLR CONCRETE FLOOR

CONSTR CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

COORD COORDINATE

CORR CORRIDOR

CP/CPT CARPET

CPM CRITICAL PATH METHOD

CPRS COMPRESSIBLE

CPT CARPET

CRS COLD ROLLED STEEL

CRS COURSE

CRSI CONCRETE REINFORCING STEEL

CSB CONCRETE SPLASH BLOCK

CSG CASING

CSI CONSTRUCTION SPECIFICATIONS
INSTITUTE

CSK COUNTER SUNK

CSMT CASEMENT

CSWK CASEWORK

CT CERAMIC TILE

CTB CERAMIC TILE BASE

CTF CERAMIC TILE FLOOR

CTG COATING

CTR CENTER CONTOUR

CTRL CONTROL

CTV CABLE TELEVISION

CU COPPER C

CU FT CUBIC FEET

CU IN CUBIC INCH

CU YD CUBIC YARD

CURT CURTAIN

CYL CYLINDER

CYL L CYLINDER LOCK

D

DEMO DEMOLITION

DF DRINKING FOUNTAIN

DFR DOOR FRAME

DIFF DIFFUSER

DIM DIMENSION

DISP DISPENSER

DLV DOOR LOUVER

DO DOOR OPENING

DS DOWNSPOUT

DT DRAIN TILE

A

A LABEL CLASS A DOOR

A/C AIR CONDITION

A/C UNIT AIR CONDITIONING UNIT

A/E ARCHITECT/ENGINEER

AAMA AMERICAN ARCHITECTURAL
MANUFACTURERS ASSOCIATION

AB ANCHOR BOLT

AC ASBESTOS CEMENT OR ASPHALTIC
CONCRETE

ACI AMERICAN CONCRETE INSTITUTE

ACOUS ACOUSTICAL

ACP ACOUSTICAL CEILING PANEL

ACS DR ACCESS DOOR

ACS FLR ACCESS FLOOR

ACS PNL ACCESS PANEL

ACST ACOUSTIC

ACT ACOUSTICAL CEILING TILE

AD AREA DRAIN

ADA AMERICAN'S WITH DISABILITIES ACT

ADB AUTOMATIC DOOR BOTTOM

ADC AUTOMATIC DOOR CLOSER

ADD ADDENDUM

ADDL ADDITIONAL

ADDN ADDITION

ADH ADHESIVE

ADJ ADJACENT

ADMIN ADMINISTRATION

AFC ABOVE FINISHED COUNTER

AFF ABOVE FINISH FLOOR

AFG ABOVE FINISHED GRADE

AFS ABOVE FINISHED SLAB

AGA AMERICAN GAS ASSOCIATION

AGC ASSOCIATED GENERAL CONTRACTORS

AGGR AGGREGATE

AHJ AUTHORITY HAVING JURISDICTION

AHR ANCHOR

AHU AIR HANDLING UNIT

AIA AMERICAN INSTITUTE OF ARCHITECTS

AISC AMERICAN INSTITUTE OF STEEL
CONSTRUCTION

ALT ALTERNATE

ALT NO ALTERNATE NUMBER

ALUM ALUMINUM

AMP AMPERE

AMT AMOUNT

ANOD ANODIZED

ANSI AMERICAN NATIONAL STANDARDS
INSTITUTE

ANT ANTENNA

APA AMERICAN PLYWOOD ASSOCIATION

APPD APPROVED

APPROX APPROXIMATE

APT APARTMENT

AR AS REQUIRED

ARCH ARCHITECT (URAL)

ASB ASBESTOS

ASI ARCHITECT'S SUPPLEMENTAL
INSTRUCTION

ASKLR AUTOMATIC SPRINKLER

ASPH ASPHALT

ASSN ASSOCIATION

ASTM AMERICAN SOCIETY FOR TESTING AND
MATERIALS

ATCH ATTACHMENT

ATM AUTOMATIC TELLER MACHINE

ATS AUTOMATIC TRANSFER SWITCH

AUTO AUTOMATIC

AUX AUXILIARY

AV AUDIO VISUAL

AVE AVENUE

AVG AVERAGE

AW ACID WASTE

AWI ARCHITECTURAL WOODWORKING
INSTITUTE

AWPA AMERICAN WOOD PRESERVERS'
ASSOCIATION

AWS AMERICAN WELDING SOCIETY

AWT ACOUSTICAL WALL TREATMENT

B

B LABEL CLASS B DOOR

B PL BASE PLATE

BALC BALCONY

BAT BATTEN

BB BULLETIN BOARD

BD BOARD

BD FT BOARD FEET

BET BETWEEN

BEV BEVEL

BH BULKHEAD

BHMA BUILDER'S HARDWARE
MANUFACTURER'S ASSOCIATION

BI FLD DR BIFOLDING DOORS

BITUM BITUMINOUS

BKG BACKING

BLD BUILD

BLDG BUILDING

BLK BLOCK

BLKG BLOCKING

BLKT BLANKET

BLVD BOULEVARD

BM BEAM OR BENCHMARK

BOT BOTTOM

BR BEDROOM

BRCG BRACING

BRDG BRIDGING

BRDG JST BRIDGING JOIST

BRG BEARING

BRG PL BEARING PLATE

BRKT BRACKET

BRZ BRONZE

ARCHITECTURAL ABBREVIATIONS

1 REFER TO SHEET AE-002 FOR WALL HEIGHTS AND TYPE DESCRIPTIONS.

2 SEE SHEET G1-002 FOR GRAPHIC SYMBOL LEGEND.

3 COORDINATE WORK OF ALL TRADES PRIOR TO STARTING
CONSTRUCTION.

4 ALL DIMENSIONS ARE TO GRID LINES, FACE OF STUD FRAMING, OR FACE
OF CONCRETE/MASONRY UNITS UNLESS NOTED OTHERWISE.

5 PROVIDE GYPSUM BOARD CONTROL JOINTS AT EXISTING MASONRY
CONTROL JOINTS WHERE NEW GYPSUM IS ADHERED, AT PARTITIONS
OVER 30'-0" IN LENGTH AND AS SPECIFIED.  LOCATE ABOVE EDGE OF
OPENINGS WHEN POSSIBLE.

6 AT FIRE RATED WALLS WHERE OPENINGS ARE GREATER THAN 16
SQUARE INCHES OR WHERE TOTAL AREA OF OPENINGS EXCEEDS 100
SQUARE INCHES IN 100 SQUARE FEET, WRAP 5/8" TYPE 'X' GYPSUM
BOARD BEHIND OPENINGS PER U.L. DESIGN #U510.

7 FRAME DOOR OPENINGS 4" FROM FACE OF PERPENDICULAR WALL ON
HINGE SIDE AND 1'-6" FROM FACE OF PERPENDICULAR WALL ON LATCH
SIDE UNLESS NOTED OTHERWISE.

8 THE CONTRACTORS INVOLVED IN THIS PROJECT SHALL BE RESPONSIBLE
FOR DESIGNING AND INSTALLING THEIR RESPECTIVE WORK AND
SYSTEMS TO MEET ALL APPLICABLE FEDERAL, STATE, AND LOCAL
CODES, LAWS, SAFETY REGULATIONS, AND HAZARDOUS WASTE LAWS.
THE CONTRACTORS SHALL FURNISH ALL NECESSARY PERMITS.

9 PROVIDE MOISTURE RESISTANT GYPSUM BOARD IN ALL RESTROOMS
AND WET AREAS.

10 THE CONTRACTOR SHALL REVIEW THE DRAWINGS AND UNDERSTAND
THE SCOPE OF THE DRAWINGS TO BE THE FOLLOWING:  THESE
CONSTRUCTION DOCUMENTS (DRAWINGS, SPECIFICATIONS, ADDENDA,
AMENDMENTS) INDICATE THE GENERAL SCOPE OF THE PROJECT IN
TERMS OF ARCHITECTURAL DESIGN CONCEPTS, THE DIMENSION OF THE
BUILDING, THE MAJOR ARCHITECTURAL ELEMENTS, AND THE MAJOR
STRUCTURAL, MECHANICAL, AND ELECTRICAL SYSTEMS.  THE
DOCUMENTS DO NOT AND ARE NOT INTENDED TO INDICATE OR
DESCRIBE IN DETAIL ALL THE NECESSARY WORK REQUIRED FOR FULL
PERFORMANCE OF, AND COMPLETION OF THE REQUIREMENTS OF THE
CONTRACT. ON THE BASIS OF THE GENERAL SCOPE INDICATED IN THESE
DOCUMENTS, THE TRADE CONTRACTOR SHALL FURNISH ALL ITEMS
REQUIRED FOR THE PROPER EXECUTION AND COMPLETION OF THE
WORK.  ALL WORK SHALL BE COMPLETE IN EVERY DETAIL AND THE
CONTRACTORS SHALL PROVIDE A ONE YEAR WARRANTY FOR THEIR
WORK .

11 GENERAL CONTRACTOR IS TO FOLLOW AND OBEY ALL FEDERAL, STATE
AND LOCAL CODES, LAWS, SAFETY REGULATIONS AND HAZARDOUS
WASTE LAWS, ETC.

12 DO NOT SCALE DRAWINGS.  DIMENSIONS SHALL GOVERN EACH BUILDING
COMPONENT LOCATION.  BRING ANY DISCREPANCIES TO THE ARCHITECT
AND COR'S ATTENTION IN WRITING IMMEDIATELY.

13 FIRE EXTINGUISHER CABINET LOCATIONS SHOWN ARE SUGGESTED
LOCATIONS ONLY.  FIRE EXTINGUISHERS AND CABINETS SHALL COMPLY
WITH NFPA 101 AND NFPA 10. IF THE CONTRACTOR IS REQUIRED TO
CHANGE LOCATIONS OF CABINETS, CONTRACTOR SHALL SUBMIT AN RFI
FOR THE RELOCATION.

14 ALL WORK SHALL BE PERFORMED IN A SKILLED WORKMANSHIP TYPE
AND MANNER ACCEPTABLE TO THE ARCHITECT AND OWNER.

15 PROVIDE SHEET METAL BLOCKING IN WALL CAVITIES FOR ITEMS THAT
ARE REQUIRED TO BE SECURED TO THE WALLS.

16 TAPE AND SPACKLE ALL PENETRATIONS IN GYPSUM BOARD PARTITIONS,
INCLUDING, BUT NOT LIMITED TO WATER LINES, DRAINS, CONDUIT,
THERMOSTATS, ETC.  INSTALL FIRE RETARDANT SEALANT AT
PENETRATIONS IN RATED PARTITIONS AS REQUIRED.

17 CAULK INTERSECTION BETWEEN DIFFERENT MATERIALS.

18 CAULK PLUMBING FIXTURES AT FLOOR AND/OR WALL IN ACCORDANCE
WITH SEALANT SCHEDULE IN SPECIFICATIONS.

19 CAULK ALL COUNTERTOP BACKSPLASHES TO WALL USING SILICONE
SEALANT.

20 ALL NEW INTERIOR FINISHES, INCLUDING FLOOR, WALL, AND CEILING
MATERIALS, SHALL BE IN ACCORDANCE WITH FLAME SPREAD AND
SMOKE DEVELOPMENT REQUIREMENTS, CHAPTER 8, CURRENT EDITION
OF THE INTERNATIONAL BUILDING CODE AND NFPA 101.

21 EXISTING CONDITIONS SHALL BE FIELD VERIFIED PRIOR TO THE
BEGINNING OF WORK.  ANY ERRORS OR OMISSIONS SHALL BE BROUGHT
TO THE ATTENTION OF THE ARCHITECT AND COR.

22 COVER ALL RETURN AIR AND EXHAUST GRILLES WITH FILTER MEDIA FOR
DURATION OF JOB AND CHANGE REGULARLY.

23 EXISTING H.M. DOORS & FRAMES WITHIN CONSTRUCTION AREA TO
REMAIN SHALL BE SANDED & PAINTED.

24 REFER TO SPECIFICATIONS FOR ALL REQUIRED TESTING OF MATERIALS
AND SYSTEMS.

GENERAL NOTES

MATERIALS LEGEND

REFERENCE SYMBOLOGY

Revision # Description Date



A2

A3

A6

A1 A1S

WALL PARTITION TYPE

4
"

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-

RATED

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

A

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

NA

2 - 7/8"

3 - 3/4"

4 - 7/8"

7 - 1/4"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

40
47

40
48

40
49

40
49

w/ 3" SAFB

w/ 3" SAFB

A2S

A3S

A6S

A8
NON-

RATED
NA9 - 1/4"8"

40
49

w/ 3" SAFB

A8S

w/ 2" SAFB

w/ 1 1/2" SAFB

B2

B3

B6

B1 B1S

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

B

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE,

LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE RESISTANT GYPSUM
WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S

CLOSETS,TYPICAL

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA2 -7/8"

3 - 3/4"

4 - 7/8"

7 - 1/4"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

40
47

40
48

40
49

40
49

w/ 3" SAFB

w/ 3" SAFB

B2S

B3S

B6S

B8

9 - 1/4"8"
40
49

w/ 3" SAFB

B8S

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

w/ 2" SAFB

w/ 1 1/2" SAFB

NON-

RATED NA

U419 NA

NON-

RATED NA

NON-

RATED NA

PROVIDE RATED SEALANT AND BACKER
ROD AT 1-HR ASSEMBLIES.  CONFORM

TO U419 STANDARDS AT RATED
PARTITIONS.

AG2

AG3

AG1 AG1S

WALL PARTITION TYPE

4
"

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

AG

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

1 - 1/2"

2 - 1/8"

3 - 1/8"2 - 1/2"

1 - 1/2"

STC:
NO SOUND

WITH SOUND

XX
XX

XX
XX

XX
XX

AG2S

AG3S

METAL FURRING HAT CHANNEL OR METAL STUD @ 16" O.C. MAX., VERT., ONE SIDE

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

SEALANT AND BACKER ROD; ONE SIDE, CONT.

7/8"

EXISTING OR EXTERIOR WALL

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL

F2

F3

F6

F1 F1S

WALL PARTITION TYPE

4
"

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-

RATED

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

F

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; ONE SIDE, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

NA

2 - 1/4"

3 - 1/8"

4 - 1/4"

6 - 5/8"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

XX
XX

XX
XX

XX
XX

XX
XX

w/ 3" SAFB

w/ 3" SAFB

F2S

F3S

F6S

F8
NON-

RATED
NA8 - 5/8"8"

XX
XX

w/ 3" SAFB

F8S

C2

C3

C6

C1 C1S

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

ONE

HOUR

C

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE.

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

UL Des

U419

or

U465

2 - 7/8"

3 - 3/4"

4 - 7/8"

7 - 1/4"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

40
47

40
48

40
49

40
49

w/ 3" SAFB

w/ 3" SAFB

C2S

C3S

C6S

C8

9 - 1/4"8"
40
49

w/ 3" SAFB

C8S

ONE

HOUR

ONE

HOUR

ONE

HOUR

ONE

HOUR

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

UL Des

U419

or

U465

UL Des

U419

or

U465

UL Des

U419

or

U465

UL Des

U419

or

U465

w/ 2" SAFB

w/ 1 1/2" SAFB

3 HOUR ASSEMBLY 1
2 HOUR ASSEMBLY 2
1 HOUR ASSEMBLY 3
SMOKE RATED ASSEMBLY 4
NON RATED ASSEMBLY 5

RATING  PRIORITY

HIGHER PRIORITY PARTITION

GYPSUM BOARD CONTINUES
THROUGH STUD CAVITY OF
LOWER WALL

LOWER PRIORITY PARTITION

(LOWER NUMBER, HIGHER PRIORITY)

HIGHER PRIORITY
CEILING/ROOF ASSEMBLY

LOWER PRIORITY PARTITION

GYPSUM BOARD CONTINUES
PAST TOP OF LOWER WALL

G2

G3

G6

G1 G1S

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-

RATED

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

G

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; ONE SIDE, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

NA

2 - 1/4"

3 - 1/8"

4 - 1/4"

6 - 5/8"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

XX
XX

XX
XX

XX
XX

XX
XX

w/ 3" SAFB

w/ 3" SAFB

G2S

G3S

G6S

G8
NON-

RATED
NA8 - 5/8"8"

XX
XX

w/ 3" SAFB

G8S

SEALANT AND BACKER ROD; ONE SIDE, CONT.

AK4

AK6

AK2 AK2S

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

TWO

HOUR

AK

METAL C-H STUD FRAMING @ 24" O.C. MAX.

TWO (2) LAYERS 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL "J" RUNNER

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

METAL "J" RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

3 - 3/4"

5 - 1/4"

7 - 1/4"6"

4"

2 - 1/2"

STC:
NO SOUND

WITH SOUND

38
48

39
50

39
50

AK4S

AK6S

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ONE LAYER 1" GYPSUM SHAFT WALL LINER PANEL

UL Des

U415-B

or

U438 w/ 1" SAFB

w/ 3" SAFB

w/ 3" SAFB

UL Des

U415-B

or

U438

UL Des

U415-B

or

U438

TWO

HOUR

TWO

HOUR

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE,

LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE RESISTANT GYPSUM
WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S

CLOSETS,TYPICAL.

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com

FULLY SPRINKLERED

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         of

CONSULTANTS:ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

8250 Haverstick Road
Suite 285

Indianapolis, IN 46240
317.638.8383

95% CONSTRUCTION DOCUMENTS

65% CONSTRUCTION DOCUMENTS 8-14-2015

35% CONSTRUCTION DOCUMENTS 5-15-2015

REVISIONS

SUBMISSIONS

100% CONSTRUCTION DOCUMENTS

1105 West Weir Street
Litchfield, Illinois 62056

USFin Development, LLC

1105 West Weir Street
Litchfield, Illinois 62056

W5 DESIGN

6640 Parkdale Place, Suite J
 Indianapolis, IN 46254

RTM Consultants12-17-2015

3-25-2016

BID DOCUMENTS 4-25-2016

5
/2

0
/2

0
1
6
 1

1
:5

4
:4

5
 A

M
C

:\
R

e
v
it
\2

0
1
4
\L

o
c
a
l 
C

o
p
ie

s
\2

0
1
0
.0

0
6
2
9
_
2
0
1
6
.0

2
.1

5
_
F

o
u
rt

h
F

lo
o
r_

R
A

C
1
4
_
ff
a
c
k
e
n
th

a
l.
rv

t

WALL TYPES

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-002

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13811

INTERIOR PARTITION GENERAL NOTES
1 ALL WALLS ARE TO BE TYPE 'B3S' U.N.O.

2 PARTITION SYMBOLS APPEAR ON LARGEST SCALE FLOOR PLAN PROVIDED FOR
AREA.

3 REFER TO FINISH PLANS FOR WALL FINISH, BASE, AND CEILING INFORMATION.

4 REFER TO WALL SECTIONS FOR EXTERIOR WALL CONSTRUCTION.

5 PROVIDE WATER-RESISTANT GYPSUM BOARD ON WALLS WITH OPERABLE PLUMBING
FIXTURES AND WITHIN 4'-0" OF DRINKING FOUNTAINS OR WATER COOLERS, U.N.O.

6 PROVIDE LATERAL BRACING FOR PARTITIONS WHICH EXTEND ABOVE CEILINGS.

7 PROVIDE FIRE RESISTIVE JOINT SYSTEMS EQUAL TO WALL RATING AT ALL
PENETRATIONS AND AT HEAD/FLOOR INTERSECTIONS WITH RATED ASSEMBLIES.

8 PROVIDE ACOUSTICAL SEALANT AT WALL SILL, HEAD, PENETRATIONS, AND
ADDITIONAL SPECIFIED SOUND ATTENUATION COMPONENTS AT SOUND RATED
WALLS.

9 PROVIDE SPECIFIED TILE BACKER BOARD AT ALL WALLS SCHEDULED TO HAVE
CERAMIC TILE.

10 ISOLATE NON-LOAD-BEARING STUD FRAMING FROM BUILDING STRUCTURE TO
PREVENT TRANSFER OF VERTICAL LOADS WHILE PROVIDING LATERAL SUPPORT AS
SPECIFIED.

11 STUD SPACING IS 16" O.C. MAX. U.N.O.

12 "LINE OF STRUCTURE" INDICATED FOR EACH PARTITION IS DIAGRAMMATIC ONLY
AND DOES NOT INDICATE EXACT CONSTRUCTION CONDITIONS OR GEOMETRY.

13 FIRE RESISTANCE RATED PARTITIONS SHALL USE RATED FIRE RESISTANT FILL
MATERIAL IN CONJUNCTION WITH AN APPROPRIATE RATED FIRESTOPPING SYTEM.

14 NON-RATED PARTITIONS SHALL USE ACOUSTICAL SEALANT.

15 ALL CMU WALLS SHALL EXTEND TO 4" MINIMUM ABOVE HIGHEST ADJACENT CEILING
U.N.O.

16 REFER TO SPECIFICATIONS FOR MINIMUM STUD THICKNESS, MAXIMUM SPACING,
AND ALLOWABLE LIMITING HEIGHTS DEFLECTION CRITERIA FOR GYPSUM BOARD
ASSEMBLIES.

17 FOR PARTITIONS INDICATED TO RECEIVE SOUND ATTENUATION BLANKETS (SAB),
EXTEND SAFB TO FULL HEIGHT OF PARTITION U.N.O.  FLOOR TRACK TO BE SET IN A
CONTINUOUS BED OF SEALANT.

18 IN AREAS DESIGNATED TO HAVE A RATED CEILING, BUILD WALLS THAT ARE NOT
INDICATED TO GO TO DECK TO UNDERSIDE OF RATED CEILING.

19 ALTHOUGH WALL STUD SIZES ARE LISTED, FOR AREAS WHERE STUDS EXTEND TO
STRUCTURE ABOVE OR HIGH AREAS, CONTRACTOR TO VERIFY SIZE INDICATED IS
ADEQUATE FOR HEIGHT LISTED, PROVIDE ADEQUATE SIZE STEEL STUD FRAMING
AND NOTIFY ARCHITECT AND COR OF ANY DISCREPANCY PRIOR TO
FABRICATION/INSTALLATION.

Revision # Description Date
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FLOORS
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Wayne, IN 46805
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Checker Author

BID DOCUMENTS
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A VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK.  NOTIFY THE ARCHITECT AND COR OF ANY CONFLICTS
PRIOR TO PROCEEDING.

B ALL FURNITURE AND FURNISHINGS WILL BE REMOVED, RELOCATED AND/OR STORED BY VA PERSONNEL UNLESS NOTED
OTHERWISE.

C ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL CONFIRMATION HAS BEEN MADE AS TO
WHETHER THE OWNER WILL RETAIN SUCH ITEMS. CONTRACTOR SHALL DELIVER ALL ITEMS BEING RETAINED BY THE
OWNER TO BUILDING 2; COORDINATE WITH COR. ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE
DRAWINGS TO BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

D THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST PARTITIONS, CONSTRUCTION BARRIERS,
TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE SHOWN ON THE DOCUMENTS OR IMPLIED BY
THE WORK BEING PERFORMED. TEMPORARY DUST PARTITION SHALL BE 1 HOUR FIRE-RATED CONSTRUCITON UP TO
UNDERSIDE OF FLOOR ABOVE AND SEALED. DUST PARTITION DOOR TO BE 3/4 HOUR RATED DOOR, SELF CLOSING,
POSITIVE LATCHING, LOCKABLE TO ACCEPT BEST 7-PIN CORE.  SUCH PROTECTION SHALL BE MAINTAINED AND REPAIRED
PROMPTLY IF DAMAGED TO AVOID DUST INFILTRATION INTO ADJACENT AREAS.  PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES.  PARTITIONS SHALL BE FIRE-RATED WHERE DESIGNATED ON
DRAWINGS.

E COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH FILTER MEDIA AND CHANGE
REGULARLY.

F REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE DEMOLITION INFORMATION.

G REMOVE ALL FLOOR COVERINGS, INCLUDING TERRAZZO BASE AT ALL INTERIOR WALLS BEING DEMOLISHED. TERRAZZO
BASE  AT PERIMETER WALLS BEING FURRED WITH NEW STUDS SHALL REMAIN.  LEVEL ENTIRE FLOOR SLAB WITH FLOOR
PRIMER AND GYPSUM CEMENT UNDERLAYMENT FLUSH WITH EXISTING TERRAZZO FLOORING REMAINING.  PATCH AND
REFINISH WALLS AND/OR CEILINGS TO  REMAIN SUITABLE FOR NEW FINISHES WHERE DEMOLITION CAUSES OR EXPOSES
DAMAGE TO THESE SURFACES.

H FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, AND OTHER PENETRATIONS HAVE BEEN REMOVED TO MAINTAIN
TWO-HOUR FIRE RATING.

I REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS, PAPER TOWEL DISPENSERS,
WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS AND/OR
CEILINGS IN AREA OF RENOVATION UNLESS NOTED OTHERWISE.  VERIFY ITEMS TO BE RELOCATED.

J REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION AREA. VERIFY WTIH COR WHETHER
THESE ITEMS WILL BE RETAINED BY THE OWNER.

K DEMOLITION WORK SHALL BE PREFORMED DURING NORMAL WORKING HOURS UNLESS NOISE EXCEEDES THRESHOLD
STATED BELOW. IF NOISE EXCEEDS OSHA THRESHOLD, CONTRACTOR SHALL MOVE THE WORK TO OFF HOURS;
COORDNIATE WITH COR. CONTRACTOR SHALL USE ALL METHODS TO DECREASE NOISE IMPACT.

L ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE REMOVED IN ACCORDANCE WITH
SECTION 02 82 11 ASBESTOS ABATEMENT.  THIS INCLUDES PIPE INSULATION EXPOSED BY REMOVAL OF CEILINGS, SOFFITS
AND BULKHEADS AND REMOVAL OF VERTICAL CHASE WALLS.   ALL THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS
DEBRIS LOCATED ABOVE THE CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR.  THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE REMOVAL OF THE EXISTING
CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS ABOVE THE CEILINGS.

M AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE STOP ALL PENETRATIONS
THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED
CHASE.

N REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS. PATCH, SKIM COAT, AND PREPARE FOR
FINAL FINISH ON WALLS NOT BEING COVERED BY NEW CONSTRUCTION.

O DEMOLITION CHUTE TO DUMPSTER SHALL BE FULLY ENCLOSED (SEE AS-101 FOR DUMPSTER LOCATION)

P REMOVE AND INSTALL NEW SIGNS AT EXISTING STAIR DOORS AND MEDICAL GAS VALVE CABINETS (UPDATE MEDICAL GAS
SIGNS TO REFLECT CHANGES)

Q REMOVE ALL WINDOW SHADES.

R REMOVE PLASTER AND/OR GYPSUM BOARD BULKHEADS AT ENTIRE PERIMETER OF FLOOR AND ALONG EXISTING
CORRIDOR BEAM LINES TO EXPOSE EXISTING MECHANICAL OR PLUMBING PIPING.

S REMOVE 9" X 9" ASBESTOS FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS ABATEMENT SPECIFICATION (THIS
INCLUDES ACM FLOOR TILE AND MASTIC UNDER 12" X 12" VCT OR OTHER FLOOR COVERINGS WHERE APPLICABLE)

T REMOVE ASBESTOS CONTAINING MASTIC UNDER 12" X 12" FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS
ABATEMENT SPECIFICATION

U ALL WORK BEING PERFORMED ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL WORKING HOURS AND ON
WEEKENDS.

DEMOLITION PLAN GENERAL NOTES

3RD FLOOR DEMOLITION PLAN KEY NOTES (     )1

 1/16" = 1'-0"
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3 DEMO PLAN FIFTH LEVEL

 1/16" = 1'-0"
AE-003

1 DEMO PLAN THIRD LEVEL

1. INSTALL ONE-HOUR FIRE-RATED STUD AND GYPSUM BOARD
TEMPORARY PARTITION FROM FLOOR TO STRUCTURE ABOVE.

FIFTH FLOOR PLAN DEMOLITION  PLAN NOTES:  (      )1

1 REMOVE CEILING BOARD AND/OR SUSPENSION GRID AS REQUIRED FOR ABOVE CEILING MECHANICAL,
PLUMBING, OR ELECTRICAL WORK.  REINSTALL CEILING BOARD AND GRID; REPLACE ANY DAMAGED BOARD OR
GRID WITH NEW TO MATCH EXISTING.

2 REMOVE EXISTING GYPSUM BOARD AND/OR PLASTER BULKHEAD OR CEILING AS REQUIRED FOR ABOVE
CEILING MECHANICAL, PLUMBING, OR ELECTRICAL WORK. REPLACE ANY REMOVED MATRERIAL WITH NEW TO
MATCH EXISTING; REPAINT OR APPLY FINISH TO MATCH EXISTING ADJACENT MATERIAL. REPAIN ENTIRE
CEILING.

3 REMOVE PORTION OF PARTITION AS REQUIRED FOR MECHANICAL, PLUMBING, OR ELECTRICAL WORK.
REPLACE PARTITON MATERIAL TO MATCH EXISTING; PROVIDE EQUIVALENT FIRE-RATING WHERE APPLICABLE.
(THIS ALSO APPLIES TO BASEMENT, FIRST, AND SECOND FLOOR WORK.)

A. CONTRACTOR SHALL MAKE PROVISIONS TO ENSURE CONSTRUCTION NOISE LEVELS DO NOT EXCEED THE OSHA
THRESHOLD IN AREAS ADJACENT TO CONSTRUCTION.

B. CONTRACTOR SHALL CONDUCT HIGH NOISE ACTIVITIES IN SUCH A WAY TO ALLOW THE FACILITY TO OPERATE
DURING CONSTRUCTION.  ACTIONS THAT THE CONTRACTOR SHALL TAKE TO MINIMIZE THE IMPACT INCLUDE:

1) NOTIFYING THE COR TWO DAYS PRIOR TO THE TIME OF HIGH NOISE ACTIVITIES TO ALLOW THE COR
TO COMMUNICATE THIS TO EMPLOYEES AND PATIENTS.

2) SCHEDULING HIGH NOISE LEVEL ACTIVITIES DURING TIMES OF MINIMAL IMPACT.

3) NO HIGH NOISE LEVEL PRODUCING ACTIVITIES SHALL OCCUR BETWEEN THE HOURS OF 9:00 PM
AND 7:00 AM.

4.) CONSULT COR TO DISCUSS TIME FRAMES FOR NOISE PRODUCING ACTIVITIES, POSSIBLY PERFORMING
 WORK DURING NON-BUSINESS HOURS OR WEEKENDS AS REQUIRED.

5.) USE OF LOW IMPACT TOOLS AND EQUIPMENT

6.) SEALING ANY AREAS ABOVE, BELOW AND ADJACENT TO CONSTRUCTION AREA THAT HAVE
PENETRATIONS OR ARE NOT SEALED SO NOISE AND VIBRATIONS DON’T TRAVEL THROUGH FACILITY
AS INTENSELY

7.) USE OF PLYWOOD AND/OR PADDING ON SURFACES ABOVE, BELOW AND ADJACENT TO CONSTRUCTION
TO HELP MINIMIZE NOISE AND VIBRATION IMPACT COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE
DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY OFFICE SHALL INVESTIGATE THE COMPLAINTS
AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON HOW TO PROCEED WITH THE WORK.

C. COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY
OFFICE SHALL INVESTIGATE THE COMPLAINTS AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON
HOW TO PROCEED WITH THE WORK.

NOISE (INCLUDES WORK ON THE 3RD, 4TH, AND 5TH FLOORS)

 1/16" = 1'-0"
AE-003

2 DEMO REFLECTED CEILING PLAN THIRD LEVEL

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY GROUP.

D. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

E. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER OCCUPIED OR NOT,
THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR FILTRATION UNITS.

F. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL CENTER; NO RETURN AIR OR
 EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE CONSTRUCTION AREA.

G. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT THROUGH THE
CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION AREA THAT READS: "CONSTRUCTION
AREA - DO NOT ENTER".

H. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT ON SITE.

I. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE MONITORED TO MAKE
SURE THEY REMAIN EFFECTIVE.

J. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN COVERED CARTS AND/OR
 CONTAINERS.

K. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

L. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING DUCT SYSTEM.

M. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS APPROPRIATELY AND IMMEDIATELY
 TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR PRESSURE.

N. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL CONSTRUCTION PERSONNEL TO
PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA VACUUM CLEANER PRIOR TO LEAVING THE SITE.

O. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND INSPECTED BY VA SAFETY
PERSONNEL, INFECTION CONTROL GROUP, AND COR.

P. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND CLEAN WIPING RAGS
FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED AREAS. ANY DUST TRACKED OUTSIDE OF
CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

Q. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS, WET MOP WITH
DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH OR REPAIR ANT DAMAGE FROM
CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF HVAC SYSTEM.
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1 FOURTH FLOOR DEMOLITION PLAN-PHASE 2

A VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK.  NOTIFY THE ARCHITECT AND COR OF ANY CONFLICTS
PRIOR TO PROCEEDING.

B ALL FURNITURE AND FURNISHINGS WILL BE REMOVED, RELOCATED AND/OR STORED BY VA PERSONNEL UNLESS NOTED
OTHERWISE.

C ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL CONFIRMATION HAS BEEN MADE AS TO
WHETHER THE OWNER WILL RETAIN SUCH ITEMS. CONTRACTOR SHALL DELIVER ALL ITEMS BEING RETAINED BY THE
OWNER TO BUILDING 2; COORDINATE WITH COR. ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE
DRAWINGS TO BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

D THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST PARTITIONS, CONSTRUCTION BARRIERS,
TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE SHOWN ON THE DOCUMENTS OR IMPLIED BY
THE WORK BEING PERFORMED. TEMPORARY DUST PARTITION SHALL BE 1 HOUR FIRE-RATED CONSTRUCITON UP TO
UNDERSIDE OF FLOOR ABOVE AND SEALED. DUST PARTITION DOOR TO BE 3/4 HOUR RATED DOOR, SELF CLOSING,
POSITIVE LATCHING, LOCKABLE TO ACCEPT BEST 7-PIN CORE.  SUCH PROTECTION SHALL BE MAINTAINED AND REPAIRED
PROMPTLY IF DAMAGED TO AVOID DUST INFILTRATION INTO ADJACENT AREAS.  PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES.  PARTITIONS SHALL BE FIRE-RATED WHERE DESIGNATED ON
DRAWINGS.

E COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH FILTER MEDIA AND CHANGE
REGULARLY.

F REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE DEMOLITION INFORMATION.

G REMOVE ALL FLOOR COVERINGS, INCLUDING TERRAZZO BASE AT ALL INTERIOR WALLS BEING DEMOLISHED. TERRAZZO
BASE  AT PERIMETER WALLS BEING FURRED WITH NEW STUDS SHALL REMAIN.  LEVEL ENTIRE FLOOR SLAB WITH FLOOR
PRIMER AND GYPSUM CEMENT UNDERLAYMENT FLUSH WITH EXISTING TERRAZZO FLOORING REMAINING.  PATCH AND
REFINISH WALLS AND/OR CEILINGS TO  REMAIN SUITABLE FOR NEW FINISHES WHERE DEMOLITION CAUSES OR EXPOSES
DAMAGE TO THESE SURFACES.

H FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, AND OTHER PENETRATIONS HAVE BEEN REMOVED TO MAINTAIN
TWO-HOUR FIRE RATING.

I REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS, PAPER TOWEL DISPENSERS,
WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS AND/OR
CEILINGS IN AREA OF RENOVATION UNLESS NOTED OTHERWISE.  VERIFY ITEMS TO BE RELOCATED.

J REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION AREA. VERIFY WTIH COR WHETHER
THESE ITEMS WILL BE RETAINED BY THE OWNER.

K DEMOLITION WORK SHALL BE PREFORMED DURING NORMAL WORKING HOURS UNLESS NOISE EXCEEDES THRESHOLD
STATED BELOW. IF NOISE EXCEEDS OSHA THRESHOLD, CONTRACTOR SHALL MOVE THE WORK TO OFF HOURS;
COORDNIATE WITH COR. CONTRACTOR SHALL USE ALL METHODS TO DECREASE NOISE IMPACT.

L ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE REMOVED IN ACCORDANCE WITH
SECTION 02 82 11 ASBESTOS ABATEMENT.  THIS INCLUDES PIPE INSULATION EXPOSED BY REMOVAL OF CEILINGS, SOFFITS
AND BULKHEADS AND REMOVAL OF VERTICAL CHASE WALLS.   ALL THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS
DEBRIS LOCATED ABOVE THE CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR.  THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE REMOVAL OF THE EXISTING
CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS ABOVE THE CEILINGS.

M AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE STOP ALL PENETRATIONS
THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED
CHASE.

N REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS. PATCH, SKIM COAT, AND PREPARE FOR
FINAL FINISH ON WALLS NOT BEING COVERED BY NEW CONSTRUCTION.

O DEMOLITION CHUTE TO DUMPSTER SHALL BE FULLY ENCLOSED (SEE AS-101 FOR DUMPSTER LOCATION)

P REMOVE AND INSTALL NEW SIGNS AT EXISTING STAIR DOORS AND MEDICAL GAS VALVE CABINETS (UPDATE MEDICAL GAS
SIGNS TO REFLECT CHANGES)

Q REMOVE ALL WINDOW SHADES.

R REMOVE PLASTER AND/OR GYPSUM BOARD BULKHEADS AT ENTIRE PERIMETER OF FLOOR AND ALONG EXISTING
CORRIDOR BEAM LINES TO EXPOSE EXISTING MECHANICAL OR PLUMBING PIPING.

S REMOVE 9" X 9" ASBESTOS FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS ABATEMENT SPECIFICATION (THIS
INCLUDES ACM FLOOR TILE AND MASTIC UNDER 12" X 12" VCT OR OTHER FLOOR COVERINGS WHERE APPLICABLE)

T REMOVE ASBESTOS CONTAINING MASTIC UNDER 12" X 12" FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS
ABATEMENT SPECIFICATION

U ALL WORK BEING PERFORMED ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL WORKING HOURS AND ON
WEEKENDS.

1 REMOVE WALL COMPLETELY.  PATCH AND REPAIR CONCRETE SLAB
WITH TOPPING MATERIAL FLUSH WITH ADJACENT FLOOR SLAB.  ALSO
PATCH AND REPAIR AT EXISTING WALL(S) (WHERE APPLICABLE) TO
MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
MASONRY WALL  AND TOOTH IN NEW MASONRY AS REQUIRED IF
WALLS ARE TOOTHED TOGETHER.

2 REMOVE DOOR, FRAME & HARDWARE.  ALL CYLINDRICAL LEVER STYLE
AND MORTISE TYPE LATCHSETS, LOCKSETS, AND STRIKES SHALL BE
TURNED OVER TO THE OWNER IN BUILDING TWO.

3 REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE.  PREPARE FOR
NEW FINISH.  ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN
ACCORDANCE WITH THE ASBESTOS ABATEMENT SPECIFICATIONS.

4 REMOVE SUSPENDED ACOUSTICAL CEILING GRID, BOARD, AND
SUSPENSION HANGING WIRE SYSTEM

5 REMOVE GYP. BULKHEAD.

6 PLUMBING FIXTURE TO BE REMOVED.   REF. PLUMBING DEMOLITION
DRAWINGS.

7 PTAC UNITS TO BE REMOVED BY M.C.; REF. MECHANICAL DEMOLITION
DRAWINGS.

8 REMOVE PLASTER CEILING/BULKHEAD.

9 REMOVE CERAMIC TILE ON FLOOR.  REPAIR CONCRETE SLAB WITH
TOPPING MATERIAL FLUSH WITH ADJACENT SLAB.

10 REMOVE EXISTING DOOR AND HARDWARE COMPLETLY. EXISTING
DOOR SHALL REMAIN IN PLACE UNTIL NEW DOOR AND HARDWARE IS
DELIVERED TO SITE AND FIT WITHIN EXISTING FRAME IS VERIFIED.

11 REMOVE CASEWORK AND COUNTER TOP COMPLETELY

12 REMOVE WALL HUNG CASEWORK COMPLETELY

13 REMOVE TOILET PARTITION COMPLETELY

14 RADIATOR UNITS TO BE REMOVED BY M.C.; REF. MECHANICAL
DEMOLITION DRAWINGS.  IF EXISTING TRANSITE PANELS ARE
ENCOUNTERED, THEY SHALL BE REMOVED IN ACCORDANCE WITH THE
ASBESTOS ABATEMENT SPECIFICATION.

15 REMOVE CERAMIC TILE FROM WALLS.  PATCH AND REPAIR TO
RECEIVE NEW FINISHES.

16 UNDERCOUNTER REFRIGERATOR/FREEZER, MICROWAVE OVEN AND
ALL OTHER APPLIANCES TO BE REMOVED BY VA PERSONNEL.

17 REMOVE OVERHEAD LIFT TRACK AND SYSTEM COMPLETE. TURN OVER
TO VA WITH MINIMAL DAMAGE

19 REMOVE BATHROOM ACCESSORIES AND VERIFY ALL ITEMS TO BE
TURNED OVER TO OWNER, INCLUDING, MIRROR, SOAP DISPENSER,
SHOWER ROD AND CURTAIN, PAPER TOWEL DISPENSER, SHOWER
SEAT, TOILET SEAT COVER DISPENSER, TOILET PAPER DISPENSER,
GRAB BARS, SHARPS ITEM DISPENSER, AND SANITARY NAPKIN
DISPOSAL.

20 REMOVE INTERIOR WINDOW AND FRAME COMPLETE.

21 REMOVE CUBICAL CURTAIN TRACK COMPLETE

22 REMOVE RAISED CONCRETE SLAB COMPLETE AND REPAIR CONCRETE
SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT FLOOR SLAB.

23 REMOVE RECESSED WALL CABINET

24 REMOVE BLINDS COMPLETE AND PATCH WALL TO A SMOOTH FINISH
TO MATCH SURROUNDING SURFACE.

25 REMOVE STERILIZER COMPLETE

26 REMOVE TERRAZZO BASE COMPLETE

27 REMOVE HEADWALL; REF. ELECTRICAL AND PLUMBING DRAWINGS
FOR UTILITY REMOVAL

28 REMOVE LAUNDRY CHUTE. REFER TO 10/ AE-502 FOR INFILL

DEMOLITION PLAN GENERAL NOTES

DEMOLITION PLAN KEY NOTES (     )

A. CONTRACTOR SHALL MAKE PROVISIONS TO ENSURE CONSTRUCTION NOISE LEVELS DO NOT EXCEED THE OSHA
THRESHOLD IN AREAS ADJACENT TO CONSTRUCTION.

B. CONTRACTOR SHALL CONDUCT HIGH NOISE ACTIVITIES IN SUCH A WAY TO ALLOW THE FACILITY TO OPERATE
DURING CONSTRUCTION.  ACTIONS THAT THE CONTRACTOR SHALL TAKE TO MINIMIZE THE IMPACT INCLUDE:

1) NOTIFYING THE COR TWO DAYS PRIOR TO THE TIME OF HIGH NOISE ACTIVITIES TO ALLOW THE COR
TO COMMUNICATE THIS TO EMPLOYEES AND PATIENTS.

2) SCHEDULING HIGH NOISE LEVEL ACTIVITIES DURING TIMES OF MINIMAL IMPACT.

3) NO HIGH NOISE LEVEL PRODUCING ACTIVITIES SHALL OCCUR BETWEEN THE HOURS OF 9:00 PM
AND 7:00 AM.

4.) CONSULT COR TO DISCUSS TIME FRAMES FOR NOISE PRODUCING ACTIVITIES, POSSIBLY PERFORMING
 WORK DURING NON-BUSINESS HOURS OR WEEKENDS AS REQUIRED.

5.) USE OF LOW IMPACT TOOLS AND EQUIPMENT

6.) SEALING ANY AREAS ABOVE, BELOW AND ADJACENT TO CONSTRUCTION AREA THAT HAVE
PENETRATIONS OR ARE NOT SEALED SO NOISE AND VIBRATIONS DON’T TRAVEL THROUGH FACILITY
AS INTENSELY

7.) USE OF PLYWOOD AND/OR PADDING ON SURFACES ABOVE, BELOW AND ADJACENT TO CONSTRUCTION
TO HELP MINIMIZE NOISE AND VIBRATION IMPACT COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE
DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY OFFICE SHALL INVESTIGATE THE COMPLAINTS
AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON HOW TO PROCEED WITH THE WORK.

C. COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY
OFFICE SHALL INVESTIGATE THE COMPLAINTS AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON
HOW TO PROCEED WITH THE WORK.

NOISE (INCLUDES WORK ON THE 3RD, 4TH, AND 5TH FLOORS)

1

AREA A AREA B AREA C AREA D AREA E

INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

E. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR FILTRATION
UNITS.

F. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

G. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION AREA
THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

H. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

I. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

J. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

K. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

L. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

M. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

N. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

O. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

P. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED AREAS.
ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

Q. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH OR
REPAIR ANT DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF HVAC
SYSTEM.
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1 FOURTH FLOOR DEMOLITION PLAN-PHASE 3

 1/8" = 1'-0"
AE-005

2 FOURTH FLOOR DEMOLITION PLAN-PHASE 4

A VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK.  NOTIFY THE ARCHITECT AND COR OF ANY CONFLICTS
PRIOR TO PROCEEDING.

B ALL FURNITURE AND FURNISHINGS WILL BE REMOVED, RELOCATED AND/OR STORED BY VA PERSONNEL UNLESS NOTED
OTHERWISE.

C ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL CONFIRMATION HAS BEEN MADE AS TO
WHETHER THE OWNER WILL RETAIN SUCH ITEMS. CONTRACTOR SHALL DELIVER ALL ITEMS BEING RETAINED BY THE
OWNER TO BUILDING 2; COORDINATE WITH COR. ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE
DRAWINGS TO BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

D THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST PARTITIONS, CONSTRUCTION BARRIERS,
TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE SHOWN ON THE DOCUMENTS OR IMPLIED BY
THE WORK BEING PERFORMED. TEMPORARY DUST PARTITION SHALL BE 1 HOUR FIRE-RATED CONSTRUCITON UP TO
UNDERSIDE OF FLOOR ABOVE AND SEALED. DUST PARTITION DOOR TO BE 3/4 HOUR RATED DOOR, SELF CLOSING,
POSITIVE LATCHING, LOCKABLE TO ACCEPT BEST 7-PIN CORE.  SUCH PROTECTION SHALL BE MAINTAINED AND REPAIRED
PROMPTLY IF DAMAGED TO AVOID DUST INFILTRATION INTO ADJACENT AREAS.  PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES.  PARTITIONS SHALL BE FIRE-RATED WHERE DESIGNATED ON
DRAWINGS.

E COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH FILTER MEDIA AND CHANGE
REGULARLY.

F REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE DEMOLITION INFORMATION.

G REMOVE ALL FLOOR COVERINGS, INCLUDING TERRAZZO BASE AT ALL INTERIOR WALLS BEING DEMOLISHED. TERRAZZO
BASE  AT PERIMETER WALLS BEING FURRED WITH NEW STUDS SHALL REMAIN.  LEVEL ENTIRE FLOOR SLAB WITH FLOOR
PRIMER AND GYPSUM CEMENT UNDERLAYMENT FLUSH WITH EXISTING TERRAZZO FLOORING REMAINING.  PATCH AND
REFINISH WALLS AND/OR CEILINGS TO  REMAIN SUITABLE FOR NEW FINISHES WHERE DEMOLITION CAUSES OR EXPOSES
DAMAGE TO THESE SURFACES.

H FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, AND OTHER PENETRATIONS HAVE BEEN REMOVED TO MAINTAIN
TWO-HOUR FIRE RATING.

I REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS, PAPER TOWEL DISPENSERS,
WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS AND/OR
CEILINGS IN AREA OF RENOVATION UNLESS NOTED OTHERWISE.  VERIFY ITEMS TO BE RELOCATED.

J REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION AREA. VERIFY WTIH COR WHETHER
THESE ITEMS WILL BE RETAINED BY THE OWNER.

K DEMOLITION WORK SHALL BE PREFORMED DURING NORMAL WORKING HOURS UNLESS NOISE EXCEEDES THRESHOLD
STATED BELOW. IF NOISE EXCEEDS OSHA THRESHOLD, CONTRACTOR SHALL MOVE THE WORK TO OFF HOURS;
COORDNIATE WITH COR. CONTRACTOR SHALL USE ALL METHODS TO DECREASE NOISE IMPACT.

L ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE REMOVED IN ACCORDANCE WITH
SECTION 02 82 11 ASBESTOS ABATEMENT.  THIS INCLUDES PIPE INSULATION EXPOSED BY REMOVAL OF CEILINGS, SOFFITS
AND BULKHEADS AND REMOVAL OF VERTICAL CHASE WALLS.   ALL THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS
DEBRIS LOCATED ABOVE THE CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR.  THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE REMOVAL OF THE EXISTING
CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS ABOVE THE CEILINGS.

M AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE STOP ALL PENETRATIONS
THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED
CHASE.

N REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS. PATCH, SKIM COAT, AND PREPARE FOR
FINAL FINISH ON WALLS NOT BEING COVERED BY NEW CONSTRUCTION.

O DEMOLITION CHUTE TO DUMPSTER SHALL BE FULLY ENCLOSED (SEE AS-101 FOR DUMPSTER LOCATION)

P REMOVE AND INSTALL NEW SIGNS AT EXISTING STAIR DOORS AND MEDICAL GAS VALVE CABINETS (UPDATE MEDICAL GAS
SIGNS TO REFLECT CHANGES)

Q REMOVE ALL WINDOW SHADES.

R REMOVE PLASTER AND/OR GYPSUM BOARD BULKHEADS AT ENTIRE PERIMETER OF FLOOR AND ALONG EXISTING
CORRIDOR BEAM LINES TO EXPOSE EXISTING MECHANICAL OR PLUMBING PIPING.

S REMOVE 9" X 9" ASBESTOS FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS ABATEMENT SPECIFICATION (THIS
INCLUDES ACM FLOOR TILE AND MASTIC UNDER 12" X 12" VCT OR OTHER FLOOR COVERINGS WHERE APPLICABLE)

T REMOVE ASBESTOS CONTAINING MASTIC UNDER 12" X 12" FLOOR TILE AND MASTIC IN ACCORDANCE WITH ASBESTOS
ABATEMENT SPECIFICATION

U ALL WORK BEING PERFORMED ON 3RD AND 5TH FLOORS SHALL OCCUR AFTER NORMAL WORKING HOURS AND ON
WEEKENDS.

1 REMOVE WALL COMPLETELY.  PATCH AND REPAIR CONCRETE SLAB
WITH TOPPING MATERIAL FLUSH WITH ADJACENT FLOOR SLAB.  ALSO
PATCH AND REPAIR AT EXISTING WALL(S) (WHERE APPLICABLE) TO
MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
MASONRY WALL  AND TOOTH IN NEW MASONRY AS REQUIRED IF
WALLS ARE TOOTHED TOGETHER.

2 REMOVE DOOR, FRAME & HARDWARE.  ALL CYLINDRICAL LEVER STYLE
AND MORTISE TYPE LATCHSETS, LOCKSETS, AND STRIKES SHALL BE
TURNED OVER TO THE OWNER IN BUILDING TWO.

3 REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE.  PREPARE FOR
NEW FINISH.  ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN
ACCORDANCE WITH THE ASBESTOS ABATEMENT SPECIFICATIONS.

4 REMOVE SUSPENDED ACOUSTICAL CEILING GRID, BOARD, AND
SUSPENSION HANGING WIRE SYSTEM

5 REMOVE GYP. BULKHEAD.

6 PLUMBING FIXTURE TO BE REMOVED.   REF. PLUMBING DEMOLITION
DRAWINGS.

7 PTAC UNITS TO BE REMOVED BY M.C.; REF. MECHANICAL DEMOLITION
DRAWINGS.

8 REMOVE PLASTER CEILING/BULKHEAD.

9 REMOVE CERAMIC TILE ON FLOOR.  REPAIR CONCRETE SLAB WITH
TOPPING MATERIAL FLUSH WITH ADJACENT SLAB.

10 REMOVE EXISTING DOOR AND HARDWARE COMPLETLY. EXISTING
DOOR SHALL REMAIN IN PLACE UNTIL NEW DOOR AND HARDWARE IS
DELIVERED TO SITE AND FIT WITHIN EXISTING FRAME IS VERIFIED.

11 REMOVE CASEWORK AND COUNTER TOP COMPLETELY

12 REMOVE WALL HUNG CASEWORK COMPLETELY

13 REMOVE TOILET PARTITION COMPLETELY

14 RADIATOR UNITS TO BE REMOVED BY M.C.; REF. MECHANICAL
DEMOLITION DRAWINGS.  IF EXISTING TRANSITE PANELS ARE
ENCOUNTERED, THEY SHALL BE REMOVED IN ACCORDANCE WITH THE
ASBESTOS ABATEMENT SPECIFICATION.

15 REMOVE CERAMIC TILE FROM WALLS.  PATCH AND REPAIR TO
RECEIVE NEW FINISHES.

16 UNDERCOUNTER REFRIGERATOR/FREEZER, MICROWAVE OVEN AND
ALL OTHER APPLIANCES TO BE REMOVED BY VA PERSONNEL.

17 REMOVE OVERHEAD LIFT TRACK AND SYSTEM COMPLETE. TURN OVER
TO VA WITH MINIMAL DAMAGE

19 REMOVE BATHROOM ACCESSORIES AND VERIFY ALL ITEMS TO BE
TURNED OVER TO OWNER, INCLUDING, MIRROR, SOAP DISPENSER,
SHOWER ROD AND CURTAIN, PAPER TOWEL DISPENSER, SHOWER
SEAT, TOILET SEAT COVER DISPENSER, TOILET PAPER DISPENSER,
GRAB BARS, SHARPS ITEM DISPENSER, AND SANITARY NAPKIN
DISPOSAL.

20 REMOVE INTERIOR WINDOW AND FRAME COMPLETE.

21 REMOVE CUBICAL CURTAIN TRACK COMPLETE

22 REMOVE RAISED CONCRETE SLAB COMPLETE AND REPAIR CONCRETE
SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT FLOOR SLAB.

23 REMOVE RECESSED WALL CABINET

24 REMOVE BLINDS COMPLETE AND PATCH WALL TO A SMOOTH FINISH
TO MATCH SURROUNDING SURFACE.

25 REMOVE STERILIZER COMPLETE

26 REMOVE TERRAZZO BASE COMPLETE

27 REMOVE HEADWALL; REF. ELECTRICAL AND PLUMBING DRAWINGS
FOR UTILITY REMOVAL

28 REMOVE LAUNDRY CHUTE. REFER TO 10/ AE-502 FOR INFILL

DEMOLITION PLAN GENERAL NOTES

DEMOLITION PLAN KEY NOTES (     )1

AREA A AREA B AREA C AREA D AREA E

A. CONTRACTOR SHALL MAKE PROVISIONS TO ENSURE CONSTRUCTION NOISE LEVELS DO NOT EXCEED THE OSHA
THRESHOLD IN AREAS ADJACENT TO CONSTRUCTION.

B. CONTRACTOR SHALL CONDUCT HIGH NOISE ACTIVITIES IN SUCH A WAY TO ALLOW THE FACILITY TO OPERATE
DURING CONSTRUCTION.  ACTIONS THAT THE CONTRACTOR SHALL TAKE TO MINIMIZE THE IMPACT INCLUDE:

1) NOTIFYING THE COR TWO DAYS PRIOR TO THE TIME OF HIGH NOISE ACTIVITIES TO ALLOW THE COR
TO COMMUNICATE THIS TO EMPLOYEES AND PATIENTS.

2) SCHEDULING HIGH NOISE LEVEL ACTIVITIES DURING TIMES OF MINIMAL IMPACT.

3) NO HIGH NOISE LEVEL PRODUCING ACTIVITIES SHALL OCCUR BETWEEN THE HOURS OF 9:00 PM
AND 7:00 AM.

4.) CONSULT COR TO DISCUSS TIME FRAMES FOR NOISE PRODUCING ACTIVITIES, POSSIBLY PERFORMING
 WORK DURING NON-BUSINESS HOURS OR WEEKENDS AS REQUIRED.

5.) USE OF LOW IMPACT TOOLS AND EQUIPMENT

6.) SEALING ANY AREAS ABOVE, BELOW AND ADJACENT TO CONSTRUCTION AREA THAT HAVE
PENETRATIONS OR ARE NOT SEALED SO NOISE AND VIBRATIONS DON’T TRAVEL THROUGH FACILITY
AS INTENSELY

7.) USE OF PLYWOOD AND/OR PADDING ON SURFACES ABOVE, BELOW AND ADJACENT TO CONSTRUCTION
TO HELP MINIMIZE NOISE AND VIBRATION IMPACT COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE
DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY OFFICE SHALL INVESTIGATE THE COMPLAINTS
AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON HOW TO PROCEED WITH THE WORK.

C. COMPLAINTS BY PATIENTS OR EMPLOYEES SHALL BE DIRECTED TO THE FACILITY SAFETY OFFICE.  THE SAFETY
OFFICE SHALL INVESTIGATE THE COMPLAINTS AND MAKE RECOMMENDATIONS TO THE CONTRACTING OFFICER ON
HOW TO PROCEED WITH THE WORK.

NOISE (INCLUDES WORK ON THE 3RD, 4TH, AND 5TH FLOORS)
INFECTION CONTROL NOTES - CLASS IV CONSTRUCTION

A. THE ONE-HOUR FIRE-RATED CONSTRUCTION BARRIERS SHALL BE CONSTRUCTED PRIOR TO
BEGINNING OTHER WORK.

B. FIRE PROTECTION SYSTEMS SHALL REMAIN FUNCTIONAL FOR OCCUPIED AREAS OF THE FLOOR.

C. PROVIDE FIRE EXTINGUISHERS IN CONSTRUCTION AREAS; REVIEW WITH COR AND VA SAFETY
GROUP.

D. MAINTAIN EXIT LIGHTS IN CONSTRUCTION AREA.

E. MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREA AT ALL TIMES (24/7), WHETHER
OCCUPIED OR NOT, THROUGHOUT DURATION OF PROJECT USING HEPA EQUIPPED AIR FILTRATION
UNITS.

F. CONSTRUCTION AREA SHALL REMAIN ISOLATED FROM THE OTHER AREAS OF THE MEDICAL
CENTER; NO RETURN AIR OR EXHAUST SHALL PASS INTO THE AREAS OUTSIDE THE
CONSTRUCTION AREA.

G. REDIRECT ALL MEDICAL CENTER PERSONNEL, PATIENTS AND VISITORS SO THEY DO NOT EXIT
THROUGH THE CONSTRUCTION AREA.  PROVIDE SIGNS ON DOORS INTO THE CONSTRUCTION AREA
THAT READS: "CONSTRUCTION AREA - DO NOT ENTER".

H. GENERAL CONTRACTOR SHALL MAINTAIN DAILY LOGS AND KEEP A CURRENT HOT WORK PERMIT
ON SITE.

I. TACKY MATS SHALL BE PLACED AT ALL DOORS INTO THE CONSTRUCTION AREA AND SHALL BE
MONITORED TO MAKE SURE THEY REMAIN EFFECTIVE.

J. MAINTAIN A CLEAN AND ORDERLY CONSTRUCTION AREA.  ALL DEBRIS REMOVAL SHALL BE IN
COVERED CARTS AND/OR CONTAINERS.

K. OBTAIN INFECTION CONTROL PERMIT PRIOR TO BEIGINNING WORK.

L. ISOLATE HVAC SYSTEM WITHIN CONSTRUCTION AREA TO PREVENT CONTAMINATION OF EXISTING
DUCT SYSTEM.

M. SEAL ALL HOLES, PUNCTURES, AND PENETRATIONS FROM PIPES AND/OR CONDUITS
APPROPRIATELY AND IMMEDIATELY TO MAINTAIN DUST PROTECTION AND NEGATIVE AIR
PRESSURE.

N. CONSTRUCT ANTEROOM AT ENTRANCES TO CONSTRUCTION AREAS AND REQUIRE ALL
CONSTRUCTION PERSONNEL TO PASS THROUGH THIS ROOM TO BE VACUUMED WITH A HEPA
VACUUM CLEANER PRIOR TO LEAVING THE SITE.

O. CONSTRUCTION BARRIERS SHALL NOT BE REMOVED UNTIL PROJECT IS COMPLETED AND
INSPECTED BY VA SAFETY PERSONNEL, INFECTION CONTROL GROUP, AND COR.

P. MAINTAIN STAFFING AND EQUIPMENT INCLUDING DUST MOPS, WET MOPS, BROOMS, BUCKETS, AND
CLEAN WIPING RAGS FOR CLEANING FINE DUST FROM FLOORS AND ADJACENT OCCUPIED AREAS.
ANY DUST TRACKED OUTSIDE OF CONSTRUCTION AREA SHALL BE CLEANED IMMEDIATELY.

Q. AFTER COMPLETION OF WORK: VACUUM CONSTRUCTION AREA WITH HEPA FILTERED VACUUMS,
WET MOP WITH DISINFECTANT, REMOVE CONSTRUCTION BARRIERS (UPON APPROVAL), PATCH OR
REPAIR ANT DAMAGE FROM CONSTRUCTION BARRIER REMOVAL, AND REMOVE ISOLATION OF HVAC
SYSTEM.
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A.3 A.3

EE

FF

GG

HH

CC

36

36

35

35

34

34

33

33

32

32

31

3124

23

23

33A

33A30

30.124.1

B B

A A

21

21

15

15

14

14

II

JJ

13121087

7.1

6

6

5

5

4

4

3.4

3.4

3

3

2

2

1

1

13.1

D

MED/SURG/
ISOLATION

4104 ANTEROOM
(AIRBORNE
INFECTION
ISOLATION)

4106

PATIENT
TOILET/SHOWER

ISOLATION

4104A

PATIENT
TOILET/SHOWER

ISOLATION

4108A

STAIR 1-4TH LEVEL

ST4.1

SOILED HOLD

4102

MED/SURG/
ISOLATION

4108

SOILED UTILITY
ROOM

4101

SOILED EQUIPMENT

4103

MED/SURG

4114

MED/SURG

4116

MED/SURG

4118

CORRIDOR

C4102

NOURISHMENT

4115

CLEAN SUPPLY

4117

NURSE STATION

4111MEDICATION ROOM

4109

CLEAN UTILITY

4107

CORRIDOR

C4101

MED/SURG

4120

MED/SURG

4124

EKG STORAGE

4121

CLEAN LINEN

4119

MED/SURG

4150
MED/SURG

4130

MED/SURG

4154 WASHROOM

4156

PATIENT
TOILET/SHOWER

4130A

PATIENT
TOILET/SHOWER

4124A

MED/SURG

4160

PATIENT
TOILET/SHOWER

4150A

PATIENT
TOILET/SHOWER

4154A

HAC

4148

PATIENT
TOILET/SHOWER

4160A

CORRIDOR

C4105

ELECTRICAL

4141

NURSE STATION

4155

NURSE WORKROOM

4159

LEADER CLINICAL
NURSE OFFICE

4161

SOCIAL WORKER
OFFICE

4163

ALCOVE

4165

NURSE MANAGER
OFFICE

4167

EQUIPMENT
STORAGE

4169

PERSONAL
STORAGE

4164

CONSULT

4170

FAMILY ROOM

4172

CORRIDOR

C4109

WAITING

4168

ALCOVE

4128
CLOSET

4126

CORRIDOR

C4104

STAIR 2-4TH LEVEL

ST4.2

ELEC.

4127

ALCOVE

4122

PATIENT
TOILET/SHOWER

4120A

STORAGE (EMS)

4140

PATIENT TOILET/
SHOWER

4143A

DICTATION

4147A

MED/SURG

4144

PATIENT
TOILET/SHOWER

4144A

STAFF TOILET

4142

CORRIDOR

C4106
MED/SURG

BARIATRIC/PHSYICAL
DISABILITES

4143

ON CALL ROOM

4146

?

?

VENDING

4174

FAMILY TOILET

4176

PUBLIC TOILET

4178

SECURITY CLOSET

4306

CORRIDOR

C4111

OI&T PASSIVE
DISTRIBUTION
EQUIPMENT

4308

ELECTRICAL

4310

ALCOVE

4303

MED/SURG

4312

MED/SURG

4316

MED/SURG

4320

PATIENT TOILET
SHOWER

4316A

PATIENT TOILET
SHOWER

4312A
CLEAN LINEN

4318

CORRIDOR

C4301

NURSE STATION

4317

NURSE WORKROOM

4315

DIETICIAN

4311
SOCIAL WORKER

4305

ICU NURSE
MANAGER OFFICE

4301

ELECTRICAL

4321

O2 STORAGE

4319

HOUSEKEEPING
AIDES CLOSET

(HAC)

4322

PATIENT TOILET
SHOWER

4324A

PATIENT
TOILET/SHOWER

4320A

PATIENT
TOILET/SHOWER

4326A

PATIENT
TOILET/SHOWER

4346A

STAIR 4-4TH LEVEL

ST4.4ANTEROOM

4358

PATIENT TOILET
INTENSIVE CARE

4364A

PATIENT
TOILET/SHOWER

4348A

PATIENT ROOM
INTENSTIVE CARE

4365

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4352

MED/SURG

4348

MED/SURG

4346

CORRIDOR

C4304 CORRIDOR

C4305

ICU EQUIPMENT
STORAGE

4368

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4364

ANTEROOM

4362

PATIENT
TOILET/SHOWER

4365A

STAFF TOILET

4367

MEDICATION ROOM

4361

TELEMETRY

4359

NURSE STATION

4357

PATIENT ROOM
INTENSIVE CARE

4353

CLEAN SUPPLY

4351

SOILED LINEN

4350

SOILED
UTILITY/EQUIP

4349

MEDICATION ROOM

4347

CLEAN SUPPLY

4343

NOURISHMENT

4341 NURSE STATION

4345

PATIENT TOILET

4352A

NOURISHMENT

4356

SPRINKLER RISER
CLOSET

4360

CLEAN LINEN ROOM

4370

CLEAN SUPPLY
ROOM

4371STAFF LOUNGE

4369

STAIR 3- 4TH LEVEL

ST4.3

ELEC.

4325

PATIENT
TOILET/SHOWER

4333A

INTER-DISCIPLINARY
ROOM

4334ASTAFF LOUNGE

4334B

MED/SURG
BARIATRIC
PHYSICAL

DISABILITES

4332

PATIENT
TOILET/SHOWER

4332A

CORRIDOR

C4303

MED/SURG

4333

MED/SURG

4326

MED/SURG

4324

TELEHEALTH
STORAGE

4342

ALCOVE

4340

CRASH CART
ALCOVE

4355

CORRIDOR

C4108

BUILDING SERVICES

4164A

OPEN OFFICE

4147

OPEN OFFICE

4123

PATIENT
TOILET/SHOWER

4118A

PATIENT
TOILET/SHOWER

4116A

PATIENT
TOILET/SHOWER

4114A

CORRIDOR

C4302

?

?

SOILED HOLD

4110

ALCOVE

C4103

RISER ROOM

4112

CORRIDOR

C4107

TOILET

4146A

PATIENT
TOILET/SHOWER

4353ASTAFF TOILET

4331

KITCHENETTE

4334

PATIENT
EDUCATION AND

RESOURCE

4168A

UTILITY

4166

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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FOURTH FLOOR OVERALL PLAN

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13815

G1 THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ALL PROJECT COORDINATION
AND FOR PROVIDING ALL MATERIAL AND LABOR REQUIRED FOR THE COMPLETION OF THE
PROJECT.

G2 TAPE AND SPACKLE ALL PENETRATIONS IN GYPSUM BOARD PARTITIONS, INCLUDING
WATER LINES, DRAINS, CONDUIT, THERMOSTATS.  INSTALL FIRE RETARDANT SEALANT AT
PENETARTIONS IN RATED PARTITIONS.

G3 PROVIDE LATEX UNDERLAYMENT AT ALL DEPRESSIONS IN EXISTING FLOOR SLAB AND
FLUSH WITH TOP OF EXISTING ADJACENT FLOOR.

G4 DIMENSIONS SHOWN ARE  TO FACE OF STUD ON NEW PARTITIONS AND FINISHED FACE OF
EXISTING PARTIONS U.N.O.

G5 DISTANCE FROM EDGE OF DOOR JAMB AT HINGE SIDE TO FACE OF ADJACENT WALL SHALL
BE 4" UNLESS OTHERWISE NOTED.

G6 INSTALL CORNER GUARDS (TOP OF BASE TO CEILING) HANDRAIL AND CRASH RAIL WHERE
INDICATED. SEE WALL PROTECTION PLANS FOR LOCATIONS.

G7 AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE
STOP ALL PENETRATIONS THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING
OR, IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED CHASE.

A CONTRACTOR SHALL TAKE ALL NECESSARY MEASURES TO PROTECT EXISTING AND
NEW UTILITIES AND SHALL ASSUME FULL RESPONSIBILITY FOR ANY DAMAMGE DURING
CONSTRUCTION. RESTORATION OF DAMAGED AREAS SHALL BE TO THE SATISFACTION
OF THE OWNER, AT NO COST TO THE OWNER.

B SUBMIT DIMENSIONED COORDINATION SHOP DRAWINGS SHOWING THE FINAL
LOCATI0ONS OF ALL SLEEVES AND OPENINGS REQUIRED BY ALL TRADES THROUGH
CONCRETE SLAB AND OTHER STRUCTURAL ELEMENTS. ANY ADDITIONIAL OPENINGS
NOT SHOWN IN DRAWINGS WILL REQUIRE APPROVAL BY ARCHITECT PRIOR TO
INSTALLATION

C LOCATIONS OF ALL NEW PENTRATIONS SHALL BE BETWEEN EXISTING STRUCTURAL
MEMBERS. NEW PENETRATIONS SHALL NOT PENETRATE JOISTS, BEAMS, GIRDERS OR
WALLS. ALL SLAB PENETRATIONS SHALL BE REVIEWED BY THE VA PRIOR TO
CONSTRUCTION

D PLANNED PENETRATIONS CONFLICTING WITH STRUCTURAL MEMBERS FOUND DURING
CONSTRUCTION SHALL BE SHIFTED WAY FROM STRUCTURAL MEMBERS OR MODIFY
SIZE/SHAPE OF PENTRATION TO CONFORM AS REQUIRED TO EXISTING FRAMING
GEOMETRY

E PRIOR TO CUTTING, CORING OR DRILLING, ALL AFFECTED REINFORCING IN THE AREA
SHALL BE DOCUMENTED AND SUBMITTED TO THE VA FOR REVIEW.

F EXISTING CONDITIONS SHALL BE FIELD VERIFIED PRIOR TO THE BEGINNING OF WORK.
ANY ERRORS OR OMISSIONS SHALL BE BROUGHT TO THE ATTENTION OF THE
ARCHITECT AND COR.

G PROVIDE SHEET METAL OR FIRE RETARDANT TREATED WOOD BLOCKING IN WALL
CAVITIES FOR ALL ITEMS THAT ARE REQUIRED TO BE SECURED TO THE WALLS; DOOR
BUMPERS, CABINETS, SHELVING, ACCESSORIES, ETC.

H ALL NEW INTERIOR FINISHES, INCLUDING FLOOR, WALL AND CEILINGS MATERIALS,
SHALL BE IN ACCORDANCE WITH FLAME SPREAD AND SMOKE DEVELOPMENT
REQUIREMENTS OF THE CURRENT EDITION OF NFPA 101 - LIFE SAFETY.

I UNLESS OTHERWISE NOTED, ALL OPENINGS AND PATCH WORK REQUIRED IN EXISTING
WALLS, FLOORS, AND CEILINGS FOR DUCTWORK, CONDUIT, AND OTHER
PENETRATIONS SHALL BE BY RESPECTIVE MECHANICAL AND ELECTRICAL
CONTRACTORS.  MAINTAIN EXISTING MATERIAL, FINISH AND FIRE RATING AT WALLS TO
BE PATCHED.  COORDINATE WORK WITH G.C.

J ANY WOOD SHALL BE FIRE RETARDANT OR NON-FIRE RETARDANT PAINTED WITH
INTUMESCENT PAINT.

K ALL WORK SHALL BE PREFORMED IN A SKILLED WORKMANSHIP TYPE MANNER
ACCEPTABLE TO THE ARCHITECT AND OWNER.

L ALL ITEMS NOT SYMBOLIZED OR NOTED ARE EXISTING TO REMAIN.

M CUTTING AND PATCHING: ALL OPENINGS REQUIRED IN NEW CONSTRUCTION FOR
DUCTWORK, CONDUIT, AND OTHER PENETRATIONS SHALL BE BY G.C.

GENERAL CONSTRUCTION NOTES

GENERAL PLAN NOTES, ALL CONTRACTORS

 1/16" = 1'-0"AE-101

1 FOURTH FLOOR - OVERALL PLAN

Room Codes

Number Name
Room
Code

4359 TELEMETRY TEM02

4360 SPRINKLER RISER CLOSET -

4361 MEDICATION ROOM MEDP1

4362 ANTEROOM BRAR1

4364 PATIENT ROOM INTENSIVE
CARE ISOLATION

BRII1

4364A PATIENT TOILET INTENSIVE
CARE

TLTU1

4365 PATIENT ROOM INTENSTIVE
CARE

BRIC1

4365A PATIENT TOILET/SHOWER TLTS1

4367 STAFF TOILET TLTU1

4368 ICU EQUIPMENT STORAGE SRSE1

4369 STAFF LOUNGE SL001

4370 CLEAN LINEN ROOM LCCL1

4371 CLEAN SUPPLY ROOM UCCL1

C4101 CORRIDOR -

C4102 CORRIDOR -

C4103 ALCOVE RCA01

C4104 CORRIDOR -

C4105 CORRIDOR -

C4106 CORRIDOR -

C4107 CORRIDOR -

C4108 CORRIDOR -

C4109 CORRIDOR -

C4110 CORRIDOR BX001

C4110 CORRIDOR

C4111 CORRIDOR -

C4301 CORRIDOR -

C4302 CORRIDOR -

C4303 CORRIDOR -

C4304 CORRIDOR -

C4305 CORRIDOR -

ST4.1 STAIR 1-4TH LEVEL -

ST4.2 STAIR 2-4TH LEVEL -

ST4.3 STAIR 3- 4TH LEVEL -

ST4.4 STAIR 4-4TH LEVEL -

Room Codes

Number Name
Room
Code

4326 MED/SURG BRMS1

4326A PATIENT TOILET/SHOWER TLTS1

4331 STAFF TOILET TLTU1

4332 MED/SURG BARIATRIC
PHYSICAL DISABILITES

BRBA1

4332A PATIENT TOILET/SHOWER TLTB1

4333 MED/SURG BRMS1

4333A PATIENT TOILET/SHOWER TLTS1

4334 KITCHENETTE NCWD1

4334A INTER-DISCIPLINARY ROOM CRA01

4334B STAFF LOUNGE SL001

4340 ALCOVE -

4341 NOURISHMENT NCWD1

4342 TELEHEALTH STORAGE SRE01

4343 CLEAN SUPPLY SRSE1

4345 NURSE STATION NSTA01

4346 MED/SURG BRMS1

4346A PATIENT TOILET/SHOWER TLTS1

4347 MEDICATION ROOM MEDP1

4348 MED/SURG BRMS1

4348A PATIENT TOILET/SHOWER TLTS1

4349 SOILED UTILITY/EQUIP USCL1

4350 SOILED LINEN LCSL1

4351 CLEAN SUPPLY SRSE1

4352 PATIENT ROOM INTENSIVE
CARE ISOLATION

BRII1

4352A PATIENT TOILET TLTU1

4353 PATIENT ROOM INTENSIVE
CARE

BRIC1

4353A PATIENT TOILET/SHOWER TLTS1

4355 CRASH CART ALCOVE RCA01

4356 NOURISHMENT NCWD2

4357 NURSE STATION NSTA01

4358 ANTEROOM BRAR1

Room Codes

Number Name
Room
Code

4167 NURSE MANAGER OFFICE OFA02

4168 WAITING WROC1

4168A PATIENT EDUCATION AND
RESOURCE

CRA02

4169 EQUIPMENT STORAGE SRSE1

4170 CONSULT OFDC2

4172 FAMILY ROOM WRF01

4174 VENDING OFDC2

4176 FAMILY TOILET TLTF3

4178 PUBLIC TOILET TLTU1

4301 ICU NURSE MANAGER OFFICE OFA02

4303 ALCOVE ZJH12

4305 SOCIAL WORKER OFA02

4306 SECURITY CLOSET SSS01

4308 OI&T PASSIVE DISTRIBUTION
EQUIPMENT

SRE01

4310 ELECTRICAL COMC1

4311 DIETICIAN OFA02

4312 MED/SURG BRMS1

4312A PATIENT TOILET SHOWER TLTS1

4315 NURSE WORKROOM WRCH1

4316 MED/SURG BRMS1

4316A PATIENT TOILET SHOWER TLTS1

4317 NURSE STATION NSTA01

4318 CLEAN LINEN LCCL1

4319 O2 STORAGE SRGC2

4320 MED/SURG BRMS1

4320A PATIENT TOILET/SHOWER TLTS1

4321 ELECTRICAL COMC1

4322 HOUSEKEEPING AIDES
CLOSET (HAC)

JANC1

4324 MED/SURG BRMS1

4324A PATIENT TOILET SHOWER TLTS1

4325 ELEC. -

Room Codes

Number Name
Room
Code

4127 ELEC. SRS02

4128 ALCOVE -

4130 MED/SURG BRMS1

4130A PATIENT TOILET/SHOWER TLTS1

4140 STORAGE (EMS) SRE01

4141 ELECTRICAL COMC1

4142 STAFF TOILET TLTU1

4143 MED/SURG
BARIATRIC/PHSYICAL
DISABILITES

BRBA1

4143A PATIENT TOILET/ SHOWER TLTB1

4144 MED/SURG BRMS1

4144A PATIENT TOILET/SHOWER TLTS1

4146 ON CALL ROOM DUTY1

4146A TOILET TLTU1

4147 OPEN OFFICE OFA03

4147A DICTATION OFA03

4148 HAC JANC1

4150 MED/SURG BRMS1

4150A PATIENT TOILET/SHOWER TLTS1

4154 MED/SURG BRMS1

4154A PATIENT TOILET/SHOWER TLTS1

4155 NURSE STATION NSTA01

4156 WASHROOM SHWR1

4159 NURSE WORKROOM WRCH1

4160 MED/SURG BRMS1

4160A PATIENT TOILET/SHOWER TLTS1

4161 LEADER CLINICAL NURSE
OFFICE

OFA02

4163 SOCIAL WORKER OFFICE OFA02

4164 PERSONAL STORAGE LR002

4164A BUILDING SERVICES -

4165 ALCOVE ZJH12

4166 UTILITY -

Room Codes

Number Name
Room
Code

SHAFT -

4101 SOILED UTILITY ROOM USCL1

4102 SOILED HOLD LCSL1

4103 SOILED EQUIPMENT SRHM1

4104 MED/SURG/ ISOLATION BRIT1

4104A PATIENT TOILET/SHOWER
ISOLATION

TLTS2

4106 ANTEROOM (AIRBORNE
INFECTION ISOLATION)

BRAR1

4107 CLEAN UTILITY UCCL1

4108 MED/SURG/ ISOLATION BRIT1

4108A PATIENT TOILET/SHOWER
ISOLATION

TLTS2

4109 MEDICATION ROOM MEDP1

4110 SOILED HOLD SRHM1

4111 NURSE STATION NSTA01

4112 RISER ROOM -

4114 MED/SURG BRMS1

4114A PATIENT TOILET/SHOWER TLTS1

4115 NOURISHMENT NCWD1

4116 MED/SURG BRMS1

4116A PATIENT TOILET/SHOWER TLTS1

4117 CLEAN SUPPLY SRE01

4118 MED/SURG BRMS1

4118A PATIENT TOILET/SHOWER TLTS1

4119 CLEAN LINEN LCCL1

4120 MED/SURG BRMS1

4120A PATIENT TOILET/SHOWER TLTS1

4121 EKG STORAGE OFA02

4122 ALCOVE -

4123 OPEN OFFICE WRCH1

4124 MED/SURG BRMS1

4124A PATIENT TOILET/SHOWER TLTS1

4126 CLOSET SRS02

Revision # Description Date
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DD

ANTEROOM
(AIRBORNE
INFECTION
ISOLATION)

4106

PATIENT
TOILET/SHOWER

ISOLATION

4108A

PATIENT
TOILET/SHOWER

ISOLATION

4104A

MED/SURG/
ISOLATION

4104

CORRIDOR

C4101

SOILED UTILITY
ROOM

4101

SOILED EQUIPMENT

4103

MEDICATION ROOM

4109

NOURISHMENT

4115

CLEAN SUPPLY

4117

MED/SURG

4114

MED/SURG

4116

MED/SURG

4118

MED/SURG

4120

MED/SURG

4124

STAIR 1-4TH LEVEL

ST4.1

RISER ROOM

4112

PATIENT
TOILET/SHOWER

4114A

PATIENT
TOILET/SHOWER

4116A

PATIENT
TOILET/SHOWER

4118A

PATIENT
TOILET/SHOWER
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FOURTH FLOOR PLAN A

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101.A

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13816

N

 1/4" = 1'-0"
AE-101.A

1 FOURTH FLOOR A

AREA A AREA B AREA C AREA D AREA E

1 BUILDING EXPANSION JOINT. REPLACE IF
DEMOLITION EXPOSES FLOOR/WALL JOINTS;
MAINTAIN 2 HOUR FIRE RATING.

2 MOP SINK - REF. PLUMBING DRAWINGS

3 LOCATION OF FUTURE PNEUMATIC TUBE STATION

4 LOCKER - REFER TO EQUIPMENT DRAWINGS

5 NO WORK IN THIS AREA

6 COUNTERTOP/CASEWORK - REF TO INTERIOR
SHEETS

7 OPAQUE WINDOW FILM APPLIED TO INTERIOR SIDE
OF WINDOW. WHERE WALL DOES NOT COVER
ENTIRE WINDOW, APPLY FILM TO AREAS ONLY
BEHIND WALL.

8 RAMP W/ 1:12 SLOPE

9 INSTALL LIGHTWEIGHT CONCRETE TOPPING TO +2"
ABOVE CONCRETE SLAB AT PERIMETER OF ROOM
AND SLOPE TO DRAIN.

10 PUSH PAD DOOR OPERATOR - REFER TO
ELECTRICAL DRAWINGS FOR FURTHER
REQUIREMENTS

11 SEMI-RECESSED FIRE EXTINGUISHER CABINET-REF
LIFE SAFETY DWGS

12 ADA WATER COOLER

13 ADHEAR 5/8" TYPE "X" GYPSUM

14 CLINICAL SERVICE SINK

15 EXTEND WALL TO MULLION-SIM TO DETAIL ON
SHEET AE-501 AND AE-502

16 CONSTRUCTED BASE UNDER RESIN WALL SYSTEM.
REF INTERIOR SHEETS & SECTION

17 INSTALL WINDOW SHADES; REF. TO SHEET AE-501

18 INSTALL NEW DOORS IN EXISTING FRAME. PROVIDE
TEMPORARY LOCK TO PREVENT ENTRY FROM
STAIRWELL DURING CONSTRUCTION

19 INFILL EXISTING DOOR OPENING WITH 2 HOUR
RATED PARTITION WALL. PATCH AND REPAIR
EXISTING WALLS TO MATCH SURROUNDING FINISH
AND TO MAINTIAN 2 HOUR FIRE RATING.

20 INSTALL VINYL WINDOW SHADES WITH PLASTIC
BEAD CHAIN FOR MOISTURE RESISTANCE; REF. TO
SHEET AE-501

21 FLUSH MOUNTED ACCESS PANEL

22 FLUSH MOUNTED STAINLESS STEEL ACCESS PANEL

23 INFILL DUCT OPENING IN FLOOR WITH CONCRETE:
SEE 10/AE-502.

24 EXISTING MAIL SHOOT TO REMAIN, FINISH EDGES
WITH TRIM FROM ADJACENT RESIN PANEL SYSTEM

25 REMOVE DUMBWAITER DOORS AND INSTALL 90
MINUTE FIRE-RATED FLUSH MOUNTED ACCESS
PANEL WITH CYLINDER LOCK CORED TO VA SPEC.

FLOOR PLAN KEY NOTES (    )1

NOTES ARE FOR ALL FLOOR PLANS AND NOT ALL
NOTES WILL SHOW ON EACH SEET.

FLOOR PLAN GENERAL NOTES

A. SEE SHEETS AF109-110 FOR ALL WALL
PROTECTION

B. SEE SHEETS AE401-406 FOR BATHROOM WALL
TYPES

C. LEVEL ENTIRE FLOOR AFTER REMOVAL OF
EXISTING FLOOR COVERINGS FLUSH WITH TOP
OF EXISTING TERRAZZO TO REMAIN.  REFER TO
DEMOLITION NOTES.

Revision # Description Date
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FOURTH FLOOR PLAN B

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101.B

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS
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N

 1/4" = 1'-0"
AE-101.B

1 FOURTH FLOOR B

AREA A AREA B AREA C AREA D AREA E

1 BUILDING EXPANSION JOINT. REPLACE IF
DEMOLITION EXPOSES FLOOR/WALL JOINTS;
MAINTAIN 2 HOUR FIRE RATING.

2 MOP SINK - REF. PLUMBING DRAWINGS

3 LOCATION OF FUTURE PNEUMATIC TUBE STATION

4 LOCKER - REFER TO EQUIPMENT DRAWINGS

5 NO WORK IN THIS AREA

6 COUNTERTOP/CASEWORK - REF TO INTERIOR
SHEETS

7 OPAQUE WINDOW FILM APPLIED TO INTERIOR SIDE
OF WINDOW. WHERE WALL DOES NOT COVER
ENTIRE WINDOW, APPLY FILM TO AREAS ONLY
BEHIND WALL.

8 RAMP W/ 1:12 SLOPE

9 INSTALL LIGHTWEIGHT CONCRETE TOPPING TO +2"
ABOVE CONCRETE SLAB AT PERIMETER OF ROOM
AND SLOPE TO DRAIN.

10 PUSH PAD DOOR OPERATOR - REFER TO
ELECTRICAL DRAWINGS FOR FURTHER
REQUIREMENTS

11 SEMI-RECESSED FIRE EXTINGUISHER CABINET-REF
LIFE SAFETY DWGS

12 ADA WATER COOLER

13 ADHEAR 5/8" TYPE "X" GYPSUM

14 CLINICAL SERVICE SINK

15 EXTEND WALL TO MULLION-SIM TO DETAIL ON
SHEET AE-501 AND AE-502

16 CONSTRUCTED BASE UNDER RESIN WALL SYSTEM.
REF INTERIOR SHEETS & SECTION

17 INSTALL WINDOW SHADES; REF. TO SHEET AE-501

18 INSTALL NEW DOORS IN EXISTING FRAME. PROVIDE
TEMPORARY LOCK TO PREVENT ENTRY FROM
STAIRWELL DURING CONSTRUCTION

19 INFILL EXISTING DOOR OPENING WITH 2 HOUR
RATED PARTITION WALL. PATCH AND REPAIR
EXISTING WALLS TO MATCH SURROUNDING FINISH
AND TO MAINTIAN 2 HOUR FIRE RATING.

20 INSTALL VINYL WINDOW SHADES WITH PLASTIC
BEAD CHAIN FOR MOISTURE RESISTANCE; REF. TO
SHEET AE-501

21 FLUSH MOUNTED ACCESS PANEL

22 FLUSH MOUNTED STAINLESS STEEL ACCESS PANEL

23 INFILL DUCT OPENING IN FLOOR WITH CONCRETE:
SEE 10/AE-502.

24 EXISTING MAIL SHOOT TO REMAIN, FINISH EDGES
WITH TRIM FROM ADJACENT RESIN PANEL SYSTEM

25 REMOVE DUMBWAITER DOORS AND INSTALL 90
MINUTE FIRE-RATED FLUSH MOUNTED ACCESS
PANEL WITH CYLINDER LOCK CORED TO VA SPEC.

FLOOR PLAN KEY NOTES (    )1

NOTES ARE FOR ALL FLOOR PLANS AND NOT ALL
NOTES WILL SHOW ON EACH SEET.

FLOOR PLAN GENERAL NOTES

A. SEE SHEETS AF109-110 FOR ALL WALL
PROTECTION

B. SEE SHEETS AE401-406 FOR BATHROOM WALL
TYPES

C. LEVEL ENTIRE FLOOR AFTER REMOVAL OF
EXISTING FLOOR COVERINGS FLUSH WITH TOP
OF EXISTING TERRAZZO TO REMAIN.  REFER TO
DEMOLITION NOTES.
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FOURTH FLOOR PLAN C

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101.C

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13818

N

 1/4" = 1'-0"
AE-101.C

1 FOURTH FLOOR C

AREA A AREA B AREA C AREA D AREA E

1 BUILDING EXPANSION JOINT. REPLACE IF
DEMOLITION EXPOSES FLOOR/WALL JOINTS;
MAINTAIN 2 HOUR FIRE RATING.

2 MOP SINK - REF. PLUMBING DRAWINGS

3 LOCATION OF FUTURE PNEUMATIC TUBE STATION

4 LOCKER - REFER TO EQUIPMENT DRAWINGS

5 NO WORK IN THIS AREA

6 COUNTERTOP/CASEWORK - REF TO INTERIOR
SHEETS

7 OPAQUE WINDOW FILM APPLIED TO INTERIOR SIDE
OF WINDOW. WHERE WALL DOES NOT COVER
ENTIRE WINDOW, APPLY FILM TO AREAS ONLY
BEHIND WALL.

8 RAMP W/ 1:12 SLOPE

9 INSTALL LIGHTWEIGHT CONCRETE TOPPING TO +2"
ABOVE CONCRETE SLAB AT PERIMETER OF ROOM
AND SLOPE TO DRAIN.

10 PUSH PAD DOOR OPERATOR - REFER TO
ELECTRICAL DRAWINGS FOR FURTHER
REQUIREMENTS

11 SEMI-RECESSED FIRE EXTINGUISHER CABINET-REF
LIFE SAFETY DWGS

12 ADA WATER COOLER

13 ADHEAR 5/8" TYPE "X" GYPSUM

14 CLINICAL SERVICE SINK

15 EXTEND WALL TO MULLION-SIM TO DETAIL ON
SHEET AE-501 AND AE-502

16 CONSTRUCTED BASE UNDER RESIN WALL SYSTEM.
REF INTERIOR SHEETS & SECTION

17 INSTALL WINDOW SHADES; REF. TO SHEET AE-501

18 INSTALL NEW DOORS IN EXISTING FRAME. PROVIDE
TEMPORARY LOCK TO PREVENT ENTRY FROM
STAIRWELL DURING CONSTRUCTION

19 INFILL EXISTING DOOR OPENING WITH 2 HOUR
RATED PARTITION WALL. PATCH AND REPAIR
EXISTING WALLS TO MATCH SURROUNDING FINISH
AND TO MAINTIAN 2 HOUR FIRE RATING.

20 INSTALL VINYL WINDOW SHADES WITH PLASTIC
BEAD CHAIN FOR MOISTURE RESISTANCE; REF. TO
SHEET AE-501

21 FLUSH MOUNTED ACCESS PANEL

22 FLUSH MOUNTED STAINLESS STEEL ACCESS PANEL

23 INFILL DUCT OPENING IN FLOOR WITH CONCRETE:
SEE 10/AE-502.

24 EXISTING MAIL SHOOT TO REMAIN, FINISH EDGES
WITH TRIM FROM ADJACENT RESIN PANEL SYSTEM

25 REMOVE DUMBWAITER DOORS AND INSTALL 90
MINUTE FIRE-RATED FLUSH MOUNTED ACCESS
PANEL WITH CYLINDER LOCK CORED TO VA SPEC.

FLOOR PLAN KEY NOTES (    )1

 1/4" = 1'-0"
AE-101.C

2 CURVED WALL & STOREFRONTS

NOTES ARE FOR ALL FLOOR PLANS AND NOT ALL
NOTES WILL SHOW ON EACH SEET.

FLOOR PLAN GENERAL NOTES

A. SEE SHEETS AF109-110 FOR ALL WALL
PROTECTION

B. SEE SHEETS AE401-406 FOR BATHROOM WALL
TYPES

C. LEVEL ENTIRE FLOOR AFTER REMOVAL OF
EXISTING FLOOR COVERINGS FLUSH WITH TOP
OF EXISTING TERRAZZO TO REMAIN.  REFER TO
DEMOLITION NOTES.
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FOURTH FLOOR PLAN D

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101.D

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13819

N

 1/4" = 1'-0"
AE-101.D

1 FOURTH FLOOR D

AREA A AREA B AREA C AREA D AREA E

1 BUILDING EXPANSION JOINT. REPLACE IF
DEMOLITION EXPOSES FLOOR/WALL JOINTS;
MAINTAIN 2 HOUR FIRE RATING.

2 MOP SINK - REF. PLUMBING DRAWINGS

3 LOCATION OF FUTURE PNEUMATIC TUBE STATION

4 LOCKER - REFER TO EQUIPMENT DRAWINGS

5 NO WORK IN THIS AREA

6 COUNTERTOP/CASEWORK - REF TO INTERIOR
SHEETS

7 OPAQUE WINDOW FILM APPLIED TO INTERIOR SIDE
OF WINDOW. WHERE WALL DOES NOT COVER
ENTIRE WINDOW, APPLY FILM TO AREAS ONLY
BEHIND WALL.

8 RAMP W/ 1:12 SLOPE

9 INSTALL LIGHTWEIGHT CONCRETE TOPPING TO +2"
ABOVE CONCRETE SLAB AT PERIMETER OF ROOM
AND SLOPE TO DRAIN.

10 PUSH PAD DOOR OPERATOR - REFER TO
ELECTRICAL DRAWINGS FOR FURTHER
REQUIREMENTS

11 SEMI-RECESSED FIRE EXTINGUISHER CABINET-REF
LIFE SAFETY DWGS

12 ADA WATER COOLER

13 ADHEAR 5/8" TYPE "X" GYPSUM

14 CLINICAL SERVICE SINK

15 EXTEND WALL TO MULLION-SIM TO DETAIL ON
SHEET AE-501 AND AE-502

16 CONSTRUCTED BASE UNDER RESIN WALL SYSTEM.
REF INTERIOR SHEETS & SECTION

17 INSTALL WINDOW SHADES; REF. TO SHEET AE-501

18 INSTALL NEW DOORS IN EXISTING FRAME. PROVIDE
TEMPORARY LOCK TO PREVENT ENTRY FROM
STAIRWELL DURING CONSTRUCTION

19 INFILL EXISTING DOOR OPENING WITH 2 HOUR
RATED PARTITION WALL. PATCH AND REPAIR
EXISTING WALLS TO MATCH SURROUNDING FINISH
AND TO MAINTIAN 2 HOUR FIRE RATING.

20 INSTALL VINYL WINDOW SHADES WITH PLASTIC
BEAD CHAIN FOR MOISTURE RESISTANCE; REF. TO
SHEET AE-501

21 FLUSH MOUNTED ACCESS PANEL

22 FLUSH MOUNTED STAINLESS STEEL ACCESS PANEL

23 INFILL DUCT OPENING IN FLOOR WITH CONCRETE:
SEE 10/AE-502.

24 EXISTING MAIL SHOOT TO REMAIN, FINISH EDGES
WITH TRIM FROM ADJACENT RESIN PANEL SYSTEM

25 REMOVE DUMBWAITER DOORS AND INSTALL 90
MINUTE FIRE-RATED FLUSH MOUNTED ACCESS
PANEL WITH CYLINDER LOCK CORED TO VA SPEC.

FLOOR PLAN KEY NOTES (    )1

NOTES ARE FOR ALL FLOOR PLANS AND NOT ALL
NOTES WILL SHOW ON EACH SEET.

FLOOR PLAN GENERAL NOTES

A. SEE SHEETS AF109-110 FOR ALL WALL
PROTECTION

B. SEE SHEETS AE401-406 FOR BATHROOM WALL
TYPES

C. LEVEL ENTIRE FLOOR AFTER REMOVAL OF
EXISTING FLOOR COVERINGS FLUSH WITH TOP
OF EXISTING TERRAZZO TO REMAIN.  REFER TO
DEMOLITION NOTES.

Revision # Description Date
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FOURTH FLOOR PLAN E

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-101.E

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13820

N

 1/4" = 1'-0"
AE-101.E

1 FOURTH FLOOR E

AREA A AREA B AREA C AREA D AREA E

1 BUILDING EXPANSION JOINT. REPLACE IF
DEMOLITION EXPOSES FLOOR/WALL JOINTS;
MAINTAIN 2 HOUR FIRE RATING.

2 MOP SINK - REF. PLUMBING DRAWINGS

3 LOCATION OF FUTURE PNEUMATIC TUBE STATION

4 LOCKER - REFER TO EQUIPMENT DRAWINGS

5 NO WORK IN THIS AREA

6 COUNTERTOP/CASEWORK - REF TO INTERIOR
SHEETS

7 OPAQUE WINDOW FILM APPLIED TO INTERIOR SIDE
OF WINDOW. WHERE WALL DOES NOT COVER
ENTIRE WINDOW, APPLY FILM TO AREAS ONLY
BEHIND WALL.

8 RAMP W/ 1:12 SLOPE

9 INSTALL LIGHTWEIGHT CONCRETE TOPPING TO +2"
ABOVE CONCRETE SLAB AT PERIMETER OF ROOM
AND SLOPE TO DRAIN.

10 PUSH PAD DOOR OPERATOR - REFER TO
ELECTRICAL DRAWINGS FOR FURTHER
REQUIREMENTS

11 SEMI-RECESSED FIRE EXTINGUISHER CABINET-REF
LIFE SAFETY DWGS

12 ADA WATER COOLER

13 ADHEAR 5/8" TYPE "X" GYPSUM

14 CLINICAL SERVICE SINK

15 EXTEND WALL TO MULLION-SIM TO DETAIL ON
SHEET AE-501 AND AE-502

16 CONSTRUCTED BASE UNDER RESIN WALL SYSTEM.
REF INTERIOR SHEETS & SECTION

17 INSTALL WINDOW SHADES; REF. TO SHEET AE-501

18 INSTALL NEW DOORS IN EXISTING FRAME. PROVIDE
TEMPORARY LOCK TO PREVENT ENTRY FROM
STAIRWELL DURING CONSTRUCTION

19 INFILL EXISTING DOOR OPENING WITH 2 HOUR
RATED PARTITION WALL. PATCH AND REPAIR
EXISTING WALLS TO MATCH SURROUNDING FINISH
AND TO MAINTIAN 2 HOUR FIRE RATING.

20 INSTALL VINYL WINDOW SHADES WITH PLASTIC
BEAD CHAIN FOR MOISTURE RESISTANCE; REF. TO
SHEET AE-501

21 FLUSH MOUNTED ACCESS PANEL

22 FLUSH MOUNTED STAINLESS STEEL ACCESS PANEL

23 INFILL DUCT OPENING IN FLOOR WITH CONCRETE:
SEE 10/AE-502.

24 EXISTING MAIL SHOOT TO REMAIN, FINISH EDGES
WITH TRIM FROM ADJACENT RESIN PANEL SYSTEM

25 REMOVE DUMBWAITER DOORS AND INSTALL 90
MINUTE FIRE-RATED FLUSH MOUNTED ACCESS
PANEL WITH CYLINDER LOCK CORED TO VA SPEC.

FLOOR PLAN KEY NOTES (     )1

NOTES ARE FOR ALL FLOOR PLANS AND NOT ALL
NOTES WILL SHOW ON EACH SEET.

FLOOR PLAN GENERAL NOTES

A. SEE SHEETS AF109-110 FOR ALL WALL
PROTECTION

B. SEE SHEETS AE401-406 FOR BATHROOM WALL
TYPES

C. LEVEL ENTIRE FLOOR AFTER REMOVAL OF
EXISTING FLOOR COVERINGS FLUSH WITH TOP
OF EXISTING TERRAZZO TO REMAIN.  REFER TO
DEMOLITION NOTES.

Revision # Description Date
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FOURTH FLOOR REFLECTED
CEILING PLAN A

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-105.A

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13821

 1/4" = 1'-0"AE-105.A

1 FOURTH FLOOR REFLECTED CEILING-PLAN A

1 CURTAIN TRACK - REFER TO AE-500 SHEETS FOR DETAIL

2 PATIENT LIFT SYSTEM - REFER TO AE-500 SHEETS FOR DETAIL

3 INSET GYPSUM BOARD CEILING - REFER TO AE-500 SHEETS FOR DETAIL

4 NO CEILING IN THIS AREA

5

6 INSTALL 18" X 18" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

7 INSTALL 30" X 30" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

REFLECTED CEILING PLAN KEY NOTES (       )1

AREA A AREA B AREA C AREA D AREA E

REFLECTED CEILING PLAN GENERAL NOTES

A. ALL CEILINGS TO BE AT 8'-0" AFF UNLESS NOTED OTHERWISE
B. REFER TO ELECTRICAL AND MECHANICAL  DRAWINGS FOR TYPE OF CEILING FIXTURES
C. REFER TO SHEETS AF-107 AND AF-108 FOR BULKHEAD DIMENSIONS AND DETAILS.
D. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT

AND THE COR OF CONFLICTS PRIOR TO PROCEEDING.
E. REMOVE ALL EXISTING SUSPENDED CEILING GRID AND CEILING PANELS IN

CONSTRUCTION AREA.
F. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.
G. COORDINATE LOCATION OF ALL CEILING ACCESS PANELS WITH MECHANICAL CONTRACTOR AND COR.
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FOURTH FLOOR REFLECTED
CEILING PLAN B

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-105.B

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13822

 1/4" = 1'-0"AE-105.B

2 FOURTH FLOOR REFLECTED CEILING-PLAN B

1 CURTAIN TRACK - REFER TO AE-500 SHEETS FOR DETAIL

2 PATIENT LIFT SYSTEM - REFER TO AE-500 SHEETS FOR DETAIL

3 INSET GYPSUM BOARD CEILING - REFER TO AE-500 SHEETS FOR DETAIL

4 NO CEILING IN THIS AREA

5

6 INSTALL 18" X 18" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

7 INSTALL 30" X 30" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

REFLECTED CEILING PLAN NOTES

 1/8" = 1'-0"
AE-105.B

1 SUSPENDED CEILING EQUIPMENT

AREA A AREA B AREA C AREA D AREA E

REFLECTED CEILING PLAN GENERAL NOTES

A. ALL CEILINGS TO BE AT 8'-0" AFF UNLESS NOTED OTHERWISE
B. REFER TO ELECTRICAL AND MECHANICAL  DRAWINGS FOR TYPE OF CEILING FIXTURES
C. REFER TO SHEETS AF-107 AND AF-108 FOR BULKHEAD DIMENSIONS AND DETAILS.
D. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT

AND THE COR OF CONFLICTS PRIOR TO PROCEEDING.
E. REMOVE ALL EXISTING SUSPENDED CEILING GRID AND CEILING PANELS IN

CONSTRUCTION AREA.
F. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.
G. COORDINATE LOCATION OF ALL CEILING ACCESS PANELS WITH MECHANICAL CONTRACTOR AND COR.
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FOURTH FLOOR REFECTED CEILING
PLAN C

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-105.C

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13823

 1/4" = 1'-0"
AE-105.C

1 FOURTH FLOOR REFLECTED CEILING-PLAN C

 1/8" = 1'-0"
AE-105.C

2 CENTRAL CEILING DETAIL

REF AS-2/123 FOR RADIUSED CEILING DIMENSIONS

1 CURTAIN TRACK - REFER TO AE-500 SHEETS FOR DETAIL

2 PATIENT LIFT SYSTEM - REFER TO AE-500 SHEETS FOR DETAIL

3 INSET GYPSUM BOARD CEILING - REFER TO AE-500 SHEETS FOR DETAIL

4 NO CEILING IN THIS AREA

5

6 INSTALL 18" X 18" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

7 INSTALL 30" X 30" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

REFLECTED CEILING PLAN NOTES

AREA A AREA B AREA C AREA D AREA E

REFLECTED CEILING PLAN GENERAL NOTES

A. ALL CEILINGS TO BE AT 8'-0" AFF UNLESS NOTED OTHERWISE
B. REFER TO ELECTRICAL AND MECHANICAL  DRAWINGS FOR TYPE OF CEILING FIXTURES
C. REFER TO SHEETS AF-107 AND AF-108 FOR BULKHEAD DIMENSIONS AND DETAILS.
D. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT

AND THE COR OF CONFLICTS PRIOR TO PROCEEDING.
E. REMOVE ALL EXISTING SUSPENDED CEILING GRID AND CEILING PANELS IN

CONSTRUCTION AREA.
F. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.
G. COORDINATE LOCATION OF ALL CEILING ACCESS PANELS WITH MECHANICAL CONTRACTOR AND COR.

Revision # Description Date
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FOURTH FLOOR REFECTED CEILING
PLAN D

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-105.D

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13824

 1/4" = 1'-0"
AE-105.D

1 FOURTH FLOOR REFLECTED CEILING-PLAN D

1 CURTAIN TRACK - REFER TO AE-500 SHEETS FOR DETAIL

2 PATIENT LIFT SYSTEM - REFER TO AE-500 SHEETS FOR DETAIL

3 INSET GYPSUM BOARD CEILING - REFER TO AE-500 SHEETS FOR DETAIL

4 NO CEILING IN THIS AREA

5

6 INSTALL 18" X 18" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

7 INSTALL 30" X 30" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

REFLECTED CEILING PLAN NOTES

AREA A AREA B AREA C AREA D AREA E

REFLECTED CEILING PLAN GENERAL NOTES

A. ALL CEILINGS TO BE AT 8'-0" AFF UNLESS NOTED OTHERWISE
B. REFER TO ELECTRICAL AND MECHANICAL  DRAWINGS FOR TYPE OF CEILING FIXTURES
C. REFER TO SHEETS AF-107 AND AF-108 FOR BULKHEAD DIMENSIONS AND DETAILS.
D. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT

AND THE COR OF CONFLICTS PRIOR TO PROCEEDING.
E. REMOVE ALL EXISTING SUSPENDED CEILING GRID AND CEILING PANELS IN

CONSTRUCTION AREA.
F. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.
G. COORDINATE LOCATION OF ALL CEILING ACCESS PANELS WITH MECHANICAL CONTRACTOR AND COR.
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FOURTH FLOOR REFECTED CEILING
PLAN E

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-105.E

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13825

 1/4" = 1'-0"
AE-105.E

1 FOURTH FLOOR REFLECTED CEILING-PLAN E

1 CURTAIN TRACK - REFER TO AE-500 SHEETS FOR DETAIL

2 PATIENT LIFT SYSTEM - REFER TO AE-500 SHEETS FOR DETAIL

3 INSET GYPSUM BOARD CEILING - REFER TO AE-500 SHEETS FOR DETAIL

4 NO CEILING IN THIS AREA

5

6 INSTALL 18" X 18" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

7 INSTALL 30" X 30" ACCESS PANEL IN GYPSUM BOARD CEILING; PAINT TO
MATCH CEILING.  COORDINATE FINAL LOCATION WITH MECH. CONTRACTOR.

REFLECTED CEILING PLAN NOTES

REFLECTED CEILING PLAN GENERAL NOTES

A. ALL CEILINGS TO BE AT 8'-0" AFF UNLESS NOTED OTHERWISE
B. REFER TO ELECTRICAL AND MECHANICAL  DRAWINGS FOR TYPE OF CEILING FIXTURES
C. REFER TO SHEETS AF-107 AND AF-108 FOR BULKHEAD DIMENSIONS AND DETAILS.
D. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT

AND THE COR OF CONFLICTS PRIOR TO PROCEEDING.
E. REMOVE ALL EXISTING SUSPENDED CEILING GRID AND CEILING PANELS IN

CONSTRUCTION AREA.
F. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.
G. COORDINATE LOCATION OF ALL CEILING ACCESS PANELS WITH MECHANICAL CONTRACTOR AND COR.

AREA A AREA B AREA C AREA D AREA E
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ROOF PLANS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-109

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13826

 1/16" = 1'-0"
AE-109

2 FIFTH LEVEL/ROOF PLAN

 1/4" = 1'-0"
AE-109

4 ENLARGED ROOF
 1/4" = 1'-0"

AE-109

3 ENLARGED ROOF
ROOF PLAN KEY NOTES (    )1

1. INSTALL 2' X 2' X 3/16" MIN. THICK FLEXIBLE WALKWAY
PADS; FACTORY FORMED, NON-POROUS, SLIP-RESISTING
SURFACE TEXTURED. PADS SHALL BE COMPATIBLE WITH
EXISTING ROOFING MATERIAL AND ACCEPTABLE TO ROOF
MEMBRANE MANUFACTURER.

2. LOCATION OF ROOF DRAINS FROM BUILDING 1 RE-
ROOFING PROJECT. VERIFY EXACT LOCATION.
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ENLARGED RESTROOMS AND
ELEVATIONS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-406

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13832

 1/2" = 1'-0"
AE-406

5 PATIENT TOILET/SHOWERS 4353A, 4365A

 1/2" = 1'-0"
AE-406

9 PATIENT TOILET INTENSIVE CARE 4364A

 1/2" = 1'-0"
AE-406

14 STAFF TOILET 4367

 1/2" = 1'-0"
AE-406

6 NORTH ELEVATION
 1/2" = 1'-0"

AE-406

7 EAST ELEVATION
 1/2" = 1'-0"

AE-406

8 SOUTH ELEVATION

 1/2" = 1'-0"
AE-406

13 WEST ELEVATION
 1/2" = 1'-0"

AE-406

10 NORTH ELEVATION
 1/2" = 1'-0"

AE-406

12 SOUTH ELEVATION

 1/2" = 1'-0"
AE-406

17 SOUTH ELEVATON
 1/2" = 1'-0"

AE-406

16 EAST ELEVATION
 1/2" = 1'-0"

AE-406

15 NORTH ELEVATION

 1/2" = 1'-0"
AE-406

4 WASHROOM 4156  1/2" = 1'-0"
AE-406

1 WASHROOM 4156 A
 1/2" = 1'-0"

AE-406

2 WASHROOM 4156 B
 1/2" = 1'-0"

AE-406

3 WASHROOM 4156 C

PROVIDE  COVED ANODIZED ALUMINUM TRANSITION
BETWEEN ALL FLOOR AND WALL TILE

 1/2" = 1'-0"
AE-406

18 WEST ELEVATION

 1/2" = 1'-0"
AE-406

11 EAST ELEVATIONNOTE:

1. REFER TO SHEETS IN-203 FOR MOUNTING
HEIGHTS AND ACCESSORIES

Revision # Description Date



5/8" GYP. BOARD ON 1 5/8" STUDS

B3S

EXISTING WINDOW MULLION

1/4" JOINT WITH BACKER ROD AND SEALANT; BOTH SIDES

EXISTING WINDOW TO REMAIN

3 5/8" METAL STUD @ 16" O.C.

5/8" TYPE 'X' GYPSUM
WALLBOARD

APPLIED OPAQUE FILM TO
INTERIOR SIDE OF WINDOW

GLAZING

2 1/2" METAL STUD FURRING
@ 16" O.C.

TOP PORTION OF WALL
CAVITY TO REMAIN OPEN

TO PLENUM SPACE FOR
VENTILATION

SUSPENDED ACOUSTICAL CEILING -
REF REFLECTED CEILING PLANS

1
"

6
"

1'-9"

F.O.F.

6 5/8"

EXISTING WINDOW TO REMAIN

3 5/8" METAL STUD @ 16" O.C.

5/8" TYPE 'X' GYPSUM
WALLBOARD

2 1/2" METAL STUD FURRING
@ 16" O.C.

SUSPENDED ACOUSTICAL
CEILING-REF REFLECTED

CEILING PLANS

WALL BEYOND

CONT. SEALANT & BACKER ROD

CONT. SEALANT & BACKER ROD

S.S. SILL-REF INTERIOR DWGS

FRT WOOD BLOCKING

NEW MANUAL WINDOW
SHADE WITH FASCIA

'J' CHANNEL

1
/2

" 
M

IN
1
/2

" 1"

MANUFACTURED SHOWER RECEPTOR

INSTALL TILE TO EDGE BEVEL ON SHOWER TO
ALLOW FOR ACCESSIBLE ENTRY PER ADA
STANDARDS.

EXISTING CONCRETE SLAB

DIMENSIONS PER
MANUFACTURER'S
STANDARD TO MEET
ADA REQUIREMENTS

SOLID SURFACE
SHOWER WALL

STAINLESS STEEL EDGE-
PROTECTION STRIP

CERAMIC TILE

5/8" MOISTURE
RESISTANT GYP. BOARD

SOLID SURFACE
SHOWER WALL

STAINLESS STEEL
TRANSITION EDGE STRIP

CERAMIC TILE

5/8" MOISTURE RESISTANT GYP. BOARD

EXISTING CONSTRUCTION

5/8" GYPUSM
WALLBOARD ON 2 1/2"
STUDS

BACKER ROD AND CONT.
SEALANT

5/8" GYPUSM WALLBOARD

4" SHAFT WALL METAL STUD @ 16" O.C.

(2) 5/8" TYPE 'X' GYPSUM WALLBOARD

APPLIED OPAQUE FILM TO
INTERIOR SIDE OF WINDOW
GLAZING

SUSPENDED ACOUSTICAL CEILING-
REF REFLECTED CEILING PLANS

1" TYPE 'X' GYPSUM WALLBOARD

EXISTING WINDOW TO REMAIN

EXISTING  STEEL ANGLE FRAME, ALL SIDES

2" SPRAY FOAM
INSULATION

GALV. 1/4" STEEL PLATE - WELD TO
ANGLES FOR SECURE WATERTIGHT
ASSEMBLY

REMOVE EXIST. PTAC UNIT,
LEAVING EXIST. WALL
FRAME IN PLACE  - REF.
MECHANICAL DWGS

REMOVE EXIST. PTAC UNIT, LEAVING EXIST.
WALL FRAME IN
PLACE  - REF. MECHANICAL DWGS

EXISTING CONSTRUCTION - NOTIFY ARCHITECT
IMMEDIATELY IN
WRITING IF EXISTING CONDITIONS DEVIATE
FROM THOSE
SHOWN

5/8" TYPE 'X
GYPSUM
WALLBOARD

METAL STUDS @ 16" O.C.-
REF PLAN FOR SIZE

SEAL ENTIRE PERIMETER

1 5/8" METAL STUD @ 16"
O.C.

CEILING SYSTEM - REF TO
RCP FOR TYPE AND HEIGHT

F.R.T. WOOD BLOCKING

MTL. STUDS @ 4'-0" O.C. TO
STRUCTURE ABOVE TO
SUPPORT 200# POINT LOAD.

5/8" GYP. BOARD ON 1 5/8" STUDS

EXISTING WINDOW MULLION

1/4" JOINT WITH BACKER ROD AND SEALANT; BOTH SIDES

B3S

C3S
AK4

5/8" GYP. BOARD ON 1 5/8" STUDS

EXISTING WINDOW MULLION

1/4" JOINT WITH BACKER ROD AND SEALANT

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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SECTIONS & DETAILS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-501

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13833

 1 1/2" = 1'-0"
AE-501

12 MULLION EXTENSION 1

 3/4" = 1'-0"
AE-501

2 WALL SECTION-COVERED WINDOW

 3/4" = 1'-0"
AE-501

3 WALL SECTION-FULL WINDOW

 6" = 1'-0"
AE-501

4 SECTION DETAIL-SHOWER BEVEL

 6" = 1'-0"
AE-501

5 SHOWER EDGE PROJECTION AND TRANSITION DETAIL

 6" = 1'-0"
AE-501

6 SHOWER EDGE TRANSITION DETAIL

 1 1/2" = 1'-0"
AE-501

8 PLAN DETAIL-EXISTING JAMB CONDITION

 3/4" = 1'-0"
AE-501

1 SECTION AT SHAFT WALL

 1 1/2" = 1'-0"
AE-501

9 PTAC SECTION DETAIL

 1 1/2" = 1'-0"
AE-501

7 CUBICAL CURTAIN TRACK DETAIL

 1 1/2" = 1'-0"
AE-501

11 MULLION EXTENSION 2

 1 1/2" = 1'-0"
AE-501

10 MULLION EXTENSION 3

Revision # Description Date



6
"

6
'-
6
"

6
"

1/2" RESIN PANEL SYSTEM (RP-1)
WITH POST AND PILLARS BY MANUF.
INSTALLED BY GENERAL
CONTRACTOR.

5/8" TYPE X GYP BOARD
OVER 3-5/8" METAL STUDS
WITH 4" VINYL BASE

2
 1

/4
"

2
 1

/4
"

E
Q

E
Q

E
Q

E
Q

6
"

3
"

4
"

1" SS-1

2
AE-502

7
'-
2
 5

/8
"

2
"

2"

E
Q

E
Q

2
AE-502

E
Q

E
Q

E
Q

E
Q

6
"

6
'-
6
"

6
"

6
"

1/2"  RESIN PANEL SYSTEM (RP-1)
WITH POST AND PILLARS BY MANUF.
INSTALLED BY GENERAL
CONTRACTOR.

5/8" TYPE X GYP BOARD OVER 3-5/8"
METAL STUDS

TRIM BEYOND

1/4" GAP
3/8" LIGHT BOX

GAP

1"

1/2" RESIN PANEL

STANDOFF

AE-502

5

1/2" RESIN PANEL SYSTEM (RP-1)
WITH STANDOFFS BY MANUF.

INSTALLED BY GENERAL
CONTRACTOR.

RESIN PANEL SYSTEM (RP-1)
LIGHT BOX

E
Q

E
Q

E
Q

E
Q

TRIM ALL SIDES, TYP.

4
"

1
'-
3
 3

/8
"

2
'-
0
"

1
"

2
'-
2
 1

/2
"

1
"

2
'-
0
"

WPG2

WPG3

WPG2

WALL PROTECTION

RECESSED HEADWALL

3/4"

5/8" GYP BOARD OVER 6"
METAL STUDS @ 16" O.C.

ACOUSTICAL  INSULATION

7
'-
1
1
 7

/8
"

WPG-2

WPG-2

WPG-3

4
"

1
'-
3
 3

/8
"

2
'-
0
"

2
'-
4
 1

/2
"

2
'-
0
"

2'-0" 2'-0" 2'-0"

6'-0"

IN-204

14

7
AE-502

2
'-
1
0
"

RUBRAIL WPG-2

1
'-
4
"

2
"

1" 

1'-0"

LIGHTWEIGHT CONCRETE

THINSET MORTAR-REF INTERIOR DWGS

CERAMIC TILE-REF INTERIOR DWGS

3 5/8" METAL STUD 16" O.C. AT
BULKHEAD, ANCHOR TO BOTTOM
OF DECK

9
 5

/8
"

7
'-
2
 3

/8
"

METAL TIE-IN BRACKET AS
NEEDED.

8
'-
0
"

6
"

1/4" JOINT WITH BACKER ROD AND
SEALANT AROUND DOOR FRAME

PATIENT LIFT HANGING
SYSTEM BY OTHERS

SUSPENDED ACOUSTICAL
CEILING

PATIENT LIFT SYSTEM BY
OTHERS

7'-0" DOOR. REFER TO DOOR
SCHEDULE

5
"

EXISTING CONC. BEAMEXISTING CONC. HEADER

4,000 PSI CONCRETE

#4 BARS @ 12" O.C. EMBED 4"
WITH EPOXY ADHESIVE

NOTE: MAINTAIN TWO HOUR FIRE RATING AT FLOOR

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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SECTIONS & DETAILS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-502

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13834

 3/4" = 1'-0"
AE-502

2 RESIN PANEL SYSTEM SECTION

 1/2" = 1'-0"
AE-502

1 RESIN PANEL SYSTEM

 1/2" = 1'-0"
AE-502

3 RESIN PANEL SYSTEM ELEVATION

 3" = 1'-0"
AE-502

5 RESIN PANEL WALL SYSTEM DETAIL

 3/4" = 1'-0"
AE-502

4 RESIN PANEL WALL SYSTEM

 3/4" = 1'-0"
AE-502

7 TYP. HEADWALL SECTION

 1/2" = 1'-0"
AE-502

6 TYPICAL DECORATIVE HEAD WALL

 3" = 1'-0"
AE-502

8 SECTION DETAIL-RAMP

 3/4" = 1'-0"
AE-502

9 WALL SECTION -TYPICAL BATHROOM DOORWAY

 1 1/2" = 1'-0"
AE-502

10 INFILL AT DUCT OPENING

Revision # Description Date



F1

DOUBLE EGRESS OPENING

2 5/8"

SEE SCHEDULE

2 5/8"2
 5

/8
"

S
E

E
 S

C
H

E
D

U
L
E

F2

S
E

E
 S

C
H

E
D

U
L
E

2
"

2" SCHEDULE

SEE

2"

F3

CLG LINE

INSTALL CONDUIT
FOR SECURE
ACCESS
HARDWARE IN
ACCORDANCE
WITH DETAIL 2 ON
SHEET ES-206A

S
E

E
 S

C
H

E
D

U
L
E

2
"

2" SCHEDULE

SEE

2"

F4

7
'-
0
"

1
'-
2
"

CONTINUE FRAME
TO 8'-0 CEILING

DOOR PANEL TO STOP
SHORT; 7'-0" HT.

2" SCHEDULE

SEE

2"

2
"

S
E

E
 S

C
H

E
D

U
L
E

GYPSUM BOARD
CEILING AT 7'-8"

D1 - FLUSH DOOR

D
O

O
R

 H
E

IG
H

T

WIDTH

DOOR

D2 - UNEVEN
FLUSH PANEL

D3 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

3
'-
1
0
"

8" 5"

8
"

D
O

O
R

 H
E

IG
H

T

D4 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

3
'-
1
0
"

8" 1'-8"

8
"

8"

D5-DOUBLE PANEL

D
O

O
R

 H
E

IG
H

T

WIDTH

DOOR
WIDTH

DOOR

1'-0"

VARIES

VARIES VARIES

1/2"

2"

REFER TO WALL TYPE FOR WALL
CONSTRUCTION

WELDED HOLLOW METAL FRAME

METAL RUNNER

DOUBLE MTL. STUD HEADER

VARIES

VARIES VARIES

1/2"

2"

REFER TO WALL TYPE FOR WALL
CONSTRUCTION

WELDED HOLLOW METAL FRAME

JAMB ANCHOR

JAMB

FOURTH LEVEL

808' - 4"

8
'-
0
"

5

AE-601

Sim

3

AE-601

Sim

4

AE-601

Sim

FOURTH LEVEL

808' - 4"

2
"

4
'-
6
"

2
"

3
'-
2
"

2" 3'-8" 2"

4'-0"

5

AE-601

Sim

3

AE-601

Sim

4

AE-601

Sim

2
"

4
'-
6
"

2
"

4
'-
1
0
"

3
'-
2
"

2" 4'-10" 2"

5'-2"

CEILING LINE

5

AE-601

Sim

3

AE-601

Sim

4

AE-601

Sim

7
'-
0
"

2
"

2" 3'-0" 2"

WINDOW FILM-REF
INTERIOR
DOCUMENTS

*NOTE: 1" INSULATED GLAZING

5

AE-601

Sim

4

AE-601

Sim

2
"

6
'-
1
0
"

2
"

2" 3'-0" 2"

5
'-
0
"

WINDOW FILM-REF
INTERIOR
DOCUMENTS

*NOTE: 1" INSULATED GLAZING

5

AE-601

Sim

4

AE-601

Sim

ALUMINUM STOREFRONT
SYSTEM

CONT. SEALANT AND BACKER
ROD (BOTH SIDES)

REF PARTITION TYPES

VARIES

METAL STUDS @ 16" O.C. W/
SOUND ATTENUATING
INSULATION

METAL RUNNER

5/8" GYPSUM BOARD

METAL RUNNER

ALUMINUM STOREFRONT
SYSTEM

CONT. SEALANT AND BACKER
ROD (BOTH SIDES)

REF PARTITION TYPES

VARIES

METAL STUDS @ 16" O.C. W/
SOUND ATTENUATING
INSULATION
METAL RUNNER

5/8" GYPSUM BOARD

(2) METAL STUD JAMB

ALUMINUM STOREFRONT
SYSTEM

CONT. SEALANT AND BACKER
ROD (BOTH SIDES)

REF. PARTITION TYPES

VARIES

METAL STUDS @ 16" O.C. W/
SOUND ATTENUATING
INSULATION

METAL RUNNER

5/8" GYPSUM BOARD

(2) METAL STUD HEADER

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957
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DOOR SCHEDULE & STOREFRONT
ELEVATIONS & DETAILS

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AE-601

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13835

DOOR AND FRAME SCHEDULE

MARK

DOOR SIZE DOOR FRAME FRAME FRAME

HARDWARE FIRE RATING
FRAME

PROTECTION COMMENTSWIDTH HEIGHT  MATERIAL TYPE  MATERIAL  TYPE JAMB HEAD

4316A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4318 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5A

4319 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5C 45 MINUTE

4320 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4320A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2C DFP-1

4321 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5B 45 MINUTE

4322 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5B

4324 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8 DFP-1

4324A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4325 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5B 45 MINUTE

4326 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4326A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4331 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2A

4332 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8 DFP-1

4332A 5' - 0" 8' - 0" WD D1 HM F4 J1 H1 HW-2E DFP-1

4333 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4333A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4334 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-4B

4334A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4

4341 3' - 8" 7' - 0" WD D3 HM F3 J1 H1 HW-4F

4342 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4343 3' - 6" 7' - 0" WD D1 HM F3 J1 H1 HW-5F 45 MINUTE

4346 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4346A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4347 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3A

4348 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4348A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4349 3' - 6" 7' - 0" WD D1 HM F1 J1 H1 SH-3B 45 MINUTE

4350 5' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-11B

4351 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4352 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4352A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2C DFP-1

4353 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4353A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4358A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1F

4358B 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1D

4360 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5E

4361 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3A

4362A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1F

4362B 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1C

4364 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4364A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4365 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4365A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4367 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2

4368 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-11A 45 MINUTE

4369 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4C

4370 7' - 0" 7' - 0" WD D5 HM F3 J1 H1 HW-11

4371 5' - 0" 7' - 0" WD D5 HM F3 J1 H1 HW-11

C4101 7' - 0" 7' - 0" WD D5 HM F1 J1 H1 SH-10

C4106 7' - 0" 7' - 0" WD D5 HM F3 J1 H1 HW-12

C4107 7' - 0" 7' - 0" WD D3 HM F2 J1 H1 HW-12A 90 MINUTE

C4301 7' - 0" 7' - 0" WD D3 HM F2 J1 H1 HW-12A 90 MINUTE

C4302 7' - 0" 7' - 0" WD D5 HM F3 J1 H1 HW-12

C4305 7' - 0" 7' - 0" WD D3 HM F2 J1 H1 SH-10A

ST4.1 3' - 0" 7' - 0" HM D1 EX EX EX EX HW-6 90 MINUTE

ST4.2 3' - 0" 7' - 0" HM D1 EX EX EX EX HW-6 90 MINUTE

ST4.3 3' - 0" 7' - 0" HM D1 EX EX EX EX HW-6 90 MINUTE

ST4.4 3' - 0" 7' - 0" HM D1 EX EX EX EX HW-6 90 MINUTE

DOOR AND FRAME SCHEDULE

MARK

DOOR SIZE DOOR FRAME FRAME FRAME

HARDWARE FIRE RATING
FRAME

PROTECTION COMMENTSWIDTH HEIGHT  MATERIAL TYPE  MATERIAL  TYPE JAMB HEAD

4101 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4102 6' - 0" 7' - 0" WD D5 HM F3 J1 H1 HW-11

4103 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4104 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4104A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4106A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1E

4106B 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1B

4106C 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1B

4107 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4108 7' - 8 1/2" 7' - 0" MFR MFR MFR MFR MFR MFR HW-13

4108A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4109 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3A

4110 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4112 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5D

4114 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4114A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4115 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4A

4116 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4116A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4117 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A 45 MINUTE

4118 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4118A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4119 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4120 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4120A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4121 3' - 6" 7' - 0" WD D1 HM F1 J1 H1 HW-5

4123 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-3

4124 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8 DFP-1

4124A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4126 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5B

4127 3' - 0" 7' - 0" WD D1 EX EX EX EX HW-5B

4130 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4130A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4140 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5A 45 MINUTE

4141 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5B

4142 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2

4143 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8 DFP-1

4143A 5' - 0" 8' - 0" WD D1 HM F3 J1 H1 HW-2E DFP-1

4144 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4144A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4146 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4D

4146A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2G

4147 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-3

4147A 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3

4148 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3A

4150 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4150A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4154 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1 DFP-1

4154A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4156 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2F DFP-1

4159 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4

4160 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4160A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4161 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3

4163 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3A

4164 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 HW-5A

4164A 3' - 0" 7' - 0" WD D1 EX EX EX EX HW-5B

4166 3' - 0" 7' - 0" WD D1 EX EX EX EX HW-5F

4167 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3A

4169 6' - 0" 7' - 0" WD D5 HM F1 J1 H1 HW-11 45 MINUTE

4170 3' - 0" 7' - 0" AL SF AL SF SF SF HW-3B

4172 3' - 0" 7' - 0" AL SF AL SF SF SF HW-4E

4176 3' - 0" 7' - 0"

4178 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-2

4301 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3A

4305 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3A

4306 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3B

4308 3' - 0" 7' - 0" WD D1 HM F1 J1 H1 SH-3B

4310 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-5B

4311 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-3

4312 5' - 0" 7' - 0" WD D2 HM F3 J1 H1 HW-8A DFP-1

4312A 4' - 0" 8' - 0" WD D2 HM F4 J1 H1 HW-2B DFP-1

4315 3' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-4

4316 4' - 0" 7' - 0" WD D1 HM F3 J1 H1 HW-1A DFP-1

 3" = 1'-0"
AE-601

1 H1-DOOR HEAD

 3" = 1'-0"
AE-601

2 TYP DOOR DETAIL

 1/4" = 1'-0"
AE-601

6 SF1

 1/4" = 1'-0"
AE-601

7 SF2

 1/4" = 1'-0"
AE-601

8 SF3

 1/4" = 1'-0"
AE-601

9 SF4

 1/4" = 1'-0"
AE-601

10 SF5
 3" = 1'-0"

AE-601

3 STOREFRONT SILL

 3" = 1'-0"
AE-601

4 STOREFRONT JAMB

 3" = 1'-0"
AE-601

5 STOREFRONT HEAD

Revision # Description Date
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ISOLATION

4104A

PATIENT
TOILET/SHOWER
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FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

FINISH PATTERN  LEGEND

WSF-1

WSF-4

WSF-2

WSF-3

WSF-5

(CORRIDORS, PATIENT ROOMS, NURSE
STATIONS ONLY)
SEE ROOM FINISH SCHEDULE

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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MED/SURG

4160

PATIENT
TOILET/SHOWER

4160A

NURSE WORKROOM

4159

NURSE MANAGER
OFFICE

4167

SOCIAL WORKER
OFFICE

4163

LEADER CLINICAL
NURSE OFFICE

4161

ALCOVE

4165

ALCOVE

4303

DIETICIAN

4311

SOCIAL WORKER

4305

CORRIDOR

C4110

PERSONAL
STORAGE

4164

BUILDING SERVICES

4164A

VENDING

4174

FAMILY TOILET

4176

PUBLIC TOILET

4178

OI&T PASSIVE
DISTRIBUTION
EQUIPMENT

4308

ELECTRICAL

4310

ICU NURSE
MANAGER OFFICE

4301

FAMILY ROOM

4172

CONSULT

4170

SHAFT

CORRIDOR

C4111CORRIDOR

C4109

EQUIPMENT
STORAGE

4169

WAITING

4168

CORRIDOR

C4108

PATIENT
EDUCATION AND

RESOURCE

4168A

WSF-1

WSF-1

WSF-1

WSF-1

WSF-1 WSF-1

WSF-3

WSF-3

WSF-5

R
 24' - 0"

R
 2

1
' - 0

"

R 12' - 0 5/16"

1
'-
4
 1

/8
"

6'-6 1/8"

WSF-2

WSF-2

1

2'-11 3/4"

SECURITY CLOSET

4306

R
 2

5'
 - 

6"

R 2
9' -

 3
"

3'-9
"

10'-6 7/8"

UTILITY

4166

4'-3"

2'-7 1/2" 4'-3 7/8"

3'-1 7/8"

2'-1 7/8"

5
'-
0
 1

/2
"

7'-2 1/4"

1

FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

FINISH PATTERN  LEGEND

WSF-1

WSF-4

WSF-2

WSF-3

WSF-5

(CORRIDORS, PATIENT ROOMS, NURSE
STATIONS ONLY)
SEE ROOM FINISH SCHEDULE

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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FLOOR PATTERNS C

2016.04.25
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1 FOURTH PLAN-FLOOR PATTERNS- PLAN C

AREA A AREA B AREA C AREA D AREA E

Revision # Description Date



DIETICIAN

4311

MED/SURG

4312

PATIENT TOILET
SHOWER

4312A

NURSE WORKROOM

4315

NURSE STATION

4317

HOUSEKEEPING
AIDES CLOSET

(HAC)

4322

PATIENT
TOILET/SHOWER

4320A

MED/SURG

4324
MED/SURG

4326

MED/SURG
BARIATRIC
PHYSICAL

DISABILITES

4332

STAFF LOUNGE

4334B

INTER-DISCIPLINARY
ROOM

4334A

MED/SURG

4333

STAFF TOILET

4331

ELEC.

4325

NOURISHMENT

4341

CLEAN SUPPLY

4343 MEDICATION ROOM

4347

NURSE STATION

4345

MED/SURG

4346

PATIENT
TOILET/SHOWER

4346A

TELEHEALTH
STORAGE

4342

SOILED
UTILITY/EQUIP

4349

CLEAN SUPPLY

4351

PATIENT
TOILET/SHOWER

4353A

PATIENT ROOM
INTENSIVE CARE

4353

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4352

MED/SURG

4348

PATIENT
TOILET/SHOWER

4348A

PATIENT TOILET

4352A

TELEMETRY

4359

NURSE STATION

4357

MEDICATION ROOM

4361

PATIENT ROOM
INTENSTIVE CARE

4365

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4364

ICU EQUIPMENT
STORAGE

4368

PATIENT TOILET
INTENSIVE CARE

4364A

STAIR 4-4TH LEVEL

ST4.4SPRINKLER RISER
CLOSET

4360

ANTEROOM

4358

ANTEROOM

4362

STAFF TOILET

4367

PATIENT
TOILET/SHOWER

4365A

STAFF LOUNGE

4369

CLEAN SUPPLY
ROOM

4371

CLEAN LINEN ROOM

4370

MED/SURG

4316

MED/SURG

4320

PATIENT TOILET
SHOWER

4324A

CLEAN LINEN

4318
PATIENT TOILET

SHOWER

4316A

CORRIDOR

C4301

PATIENT
TOILET/SHOWER

4332A

ELECTRICAL

4321
O2 STORAGE

4319

PATIENT
TOILET/SHOWER

4326A

ALCOVE

4340

SOILED LINEN

4350

CORRIDOR

C4304

CORRIDOR

C4305

NOURISHMENT

4356

9'-8 7/8"

2
'-
0
"

2
'-
0
"

2
'-
0
"

9'-6"

CORRIDOR

C4303

CRASH CART
ALCOVE

4355

WSF-1 WSF-1 WSF-1 WSF-1 WSF-1 WSF-1WSF-1 WSF-1

WSF-1

WSF-1

WSF-1

WSF-1

WSF-1

WSF-1

WSF-1

WSF-3

WSF-4

WSF-4WSF-2

WSF-2

WSF-2
WSF-2

WSF-2

WSF-2

WSF-4

WSF-4

WSF-5

2
'-
0
"

2
'-
0
"

2
'-
0
"

WSF-2

R
 5' - 6"

R
 1

0
' - 0

"

R 5' - 0
"

2'-1 7/8"

WSF-2

2'-0"

2'-0"

2'-0"

2'-0"

4 7/8"

1
'-
0
"

6"

1
'-
2
 1

/8
"

6"

1
'-
0
"

6"

2
'-
0
"

7
'-
8
 3

/8
"

1
'-
0
"1
'-
0
"

1
'-
0
"

1
'-
0
"

2
'-
0
"

1
'-
0
"

1
'-
0
"

2
'-
0
"

7
'-
4
 1

/4
"

2
'-
0
"

6
'-
9
 3

/4
"

6"

WSF-1

CORRIDOR

C4302

11 1/2"

1
'-
1
0
 3

/8
"

WSF-2

WSF-2WSF-2

1 1
1 1 1 1

1 1

1

1

1

1

1

WSF-1

SECURITY CLOSET

4306

6
'-
3
 3

/4
"

1 1

1

1

1 1 1

1

1

1
1

PATIENT
TOILET/SHOWER

4333A

1

1

KITCHENETTE

4334

FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

FINISH PATTERN  LEGEND

WSF-1

WSF-4

WSF-2

WSF-3

WSF-5

(CORRIDORS, PATIENT ROOMS, NURSE
STATIONS ONLY)
SEE ROOM FINISH SCHEDULE

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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FLOOR PATTERNS D & E

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AF-103

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13838

 3/16" = 1'-0"AF-103

1 FLOOR PATTERNS -PLAN D AND E

AREA A AREA B AREA C AREA D AREA E

Revision # Description Date



ANTEROOM
(AIRBORNE
INFECTION
ISOLATION)

4106

PATIENT
TOILET/SHOWER

ISOLATION

4108A

PATIENT
TOILET/SHOWER

ISOLATION

4104A

MED/SURG/
ISOLATION

4104

CORRIDOR

C4101

SOILED UTILITY
ROOM

4101

SOILED EQUIPMENT

4103
MEDICATION ROOM

4109

NOURISHMENT

4115

CLEAN SUPPLY

4117

MED/SURG

4114

MED/SURG

4116

MED/SURG

4118

MED/SURG

4120

MED/SURG

4124

STAIR 1-4TH LEVEL

ST4.1

RISER ROOM

4112

PATIENT
TOILET/SHOWER

4114A

PATIENT
TOILET/SHOWER

4116A

PATIENT
TOILET/SHOWER

4118A

PATIENT
TOILET/SHOWER

4120A

PATIENT TOILET/
SHOWER

4143A

ELECTRICAL

4141

MED/SURG

4130

MED/SURG

4150

PATIENT
TOILET/SHOWER

4150A

ALCOVE

4128

PATIENT
TOILET/SHOWER

4124A

STAIR 2-4TH LEVEL

ST4.2

ELEC.

4127

MED/SURG
BARIATRIC/PHSYICAL

DISABILITES

4143

NURSE STATION

4155

NURSE WORKROOM

4159

CORRIDOR

C4105

PATIENT
TOILET/SHOWER

4130A

ALCOVE

4122

ALCOVE

C4103

STORAGE (EMS)

4140

S
O

IL
E

D
 H

O
L

D

4
1
0
2

SOILED HOLD

4110

MED/SURG/
ISOLATION

4108

EKG STORAGE

4121

CLEAN UTILITY

4107

NURSE STATION

4111

CORRIDOR

C4102

CORRIDOR

C4104

DICTATION

4147A

MED/SURG

4154

CLEAN LINEN

4119

HAC

4148

CORRIDOR

C4106

WASHROOM

4156

CLOSET

4126

STAFF TOILET

4142

PATIENT
TOILET/SHOWER

4144A

MED/SURG

4144

ON CALL ROOM

4146

PATIENT
TOILET/SHOWER

4154A

CORRIDOR

C4107

EP-4 EP-4

EP-3

EP-3 EP-5 EP-5 EP-4 EP-4 EP-3 EP-3

EP-5 EP-4

OPEN OFFICE

4147

OPEN OFFICE

4123

P-4

TOILET

4146A

P-4

EP-4 EP-4

EP-4 EP-4

EP-4

FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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1 FOURTH FLOOR FINISH PLAN A AND B
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MED/SURG

4160

PATIENT
TOILET/SHOWER

4160A

PERSONAL
STORAGE

4164

BUILDING SERVICES

4164A

ALCOVE

4165

NURSE WORKROOM

4159

NURSE MANAGER
OFFICE

4167

SOCIAL WORKER
OFFICE

4163

LEADER CLINICAL
NURSE OFFICE

4161

DIETICIAN

4311
SOCIAL WORKER

4305

ICU NURSE
MANAGER OFFICE

4301

SECURITY CLOSET

4306

OI&T PASSIVE
DISTRIBUTION
EQUIPMENT

4308

ELECTRICAL

4310

PUBLIC TOILET

4178

FAMILY TOILET

4176

VENDING

4174

CORRIDOR

C4110

CORRIDOR

C4109

EQUIPMENT
STORAGE

4169

FAMILY ROOM

4172

CONSULT

4170

WAITING

4168

CORRIDOR

C4111

SHAFT

ALCOVE

4303

CORRIDOR

C4108

P-4

P-2

EP-2 EP-2

P-4

EP-2

EP-2

P-4 P-4 P-4 P-4 P-4

EP-5

PATIENT
EDUCATION AND

RESOURCE

4168A

EP-4

FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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2016.04.25

#610A4-08-104
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DIETICIAN

4311

NURSE WORKROOM

4315

NURSE STATION

4317

SECURITY CLOSET

4306

OI&T PASSIVE
DISTRIBUTION
EQUIPMENT

4308

ELECTRICAL

4310

MED/SURG

4312

PATIENT TOILET
SHOWER

4312A

HOUSEKEEPING
AIDES CLOSET

(HAC)

4322

MED/SURG

4324

MED/SURG

4326

ELECTRICAL

4321

MED/SURG
BARIATRIC
PHYSICAL

DISABILITES

4332

MED/SURG

4333

PATIENT
TOILET/SHOWER

4333A

STAIR 3- 4TH LEVEL

ST4.3

STAFF LOUNGE

4334B

TELEHEALTH
STORAGE

4342

MED/SURG

4346

MED/SURG

4348

PATIENT
TOILET/SHOWER

4348A

PATIENT TOILET

4352A

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4352

ANTEROOM

4358

SPRINKLER RISER
CLOSET

4360

STAIR 4-4TH LEVEL

ST4.4

ANTEROOM

4362

PATIENT TOILET
INTENSIVE CARE

4364A

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4364

ICU EQUIPMENT
STORAGE

4368

CLEAN SUPPLY

4343
MEDICATION ROOM

4347

NURSE STATION

4345

SOILED
UTILITY/EQUIP

4349

PATIENT
TOILET/SHOWER

4353A

CLEAN SUPPLY

4351

PATIENT ROOM
INTENSIVE CARE

4353

NURSE STATION

4357

TELEMETRY

4359

MEDICATION ROOM

4361

PATIENT ROOM
INTENSTIVE CARE

4365

STAFF TOILET

4367

PATIENT
TOILET/SHOWER

4365A

STAFF LOUNGE

4369

CLEAN SUPPLY
ROOM

4371

CLEAN LINEN ROOM

4370
CORRIDOR

C4305

PATIENT
TOILET/SHOWER

4320A

PATIENT
TOILET/SHOWER

4346A

PATIENT
TOILET/SHOWER

4326A

STAFF TOILET

4331

SOILED LINEN

4350

PATIENT TOILET
SHOWER

4316A

CLEAN LINEN

4318

MED/SURG

4320

MED/SURG

4316

CORRIDOR

C4301

PATIENT TOILET
SHOWER

4324A

NOURISHMENT

4341

O2 STORAGE

4319

ALCOVE

4340

PATIENT
TOILET/SHOWER

4332A

NOURISHMENT

4356

CORRIDOR

C4304

ELEC.

4325

CRASH CART
ALCOVE

4355

INTER-DISCIPLINARY
ROOM

4334A

P-4

EP-4 EP-3 EP-3 EP-5 EP-5 EP-4 EP-4 EP-3

EP-4

EP-5
EP-3

EP-4

EP-3

P-4
P-5

P-3

CORRIDOR

C4302

EP-4

EP-4 EP-4

EP-4 EP-4 EP-4

FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

7260 SHADELAND STATION
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FINISH PLAN D & E

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AF-106
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FORT WAYNE
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Wayne, IN 46805
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1 FOURTH FLOOR FINISH PLAN D & E
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7' - 8"
7' - 8" 7' - 8" 7' - 8"

7' - 8"7' - 8"
7' - 8"7' - 8" 7' - 8" 7' - 8"

7' - 8"

7' - 8"
7' - 8"

7' - 8"

7' - 8"

7' - 8"

8' - 0"

7' - 8"

7' - 8"

7' - 8"

7' - 8"

ICU NURSE
MANAGER OFFICE

4301

ELECTRICAL

4310

OI&T PASSIVE
DISTRIBUTION
EQUIPMENT

4308

SECURITY CLOSET

4306

ALCOVE

4303

EQUIPMENT
STORAGE

4169

ALCOVE

4165

SOCIAL WORKER
OFFICE

4163

LEADER CLINICAL
NURSE OFFICE

4161

SOCIAL WORKER

4305

NURSE MANAGER
OFFICE

4167

NURSE WORKROOM

4159

PATIENT
TOILET/SHOWER

4160A

MED/SURG

4160

MED/SURG

4150

PATIENT
TOILET/SHOWER

4150A

ELECTRICAL

4141

PATIENT TOILET/
SHOWER

4143A

MED/SURG
BARIATRIC/PHSYICAL

DISABILITES

4143

BUILDING SERVICES

4164A

PERSONAL
STORAGE

4164

CORRIDOR

C4109
MED/SURG

4130

PATIENT
TOILET/SHOWER

4130A

PATIENT
TOILET/SHOWER

4124A

MED/SURG

4124

MED/SURG

4120

MED/SURG

4118

MED/SURG

4116

PATIENT
TOILET/SHOWER

4114A

RISER ROOM

4112

PATIENT
TOILET/SHOWER

4116A

PATIENT
TOILET/SHOWER

4118A

PATIENT
TOILET/SHOWER

4120A

CLEAN SUPPLY

4117

NOURISHMENT

4115

NURSE STATION

4111

MEDICATION ROOM

4109SOILED EQUIPMENT

4103

ANTEROOM
(AIRBORNE
INFECTION
ISOLATION)

4106

PATIENT
TOILET/SHOWER

ISOLATION

4108A

PATIENT
TOILET/SHOWER

ISOLATION

4104A

MED/SURG/
ISOLATION

4108

MED/SURG/
ISOLATION

4104

SOILED UTILITY
ROOM

4101

CORRIDOR

C4101

STAIR 1-4TH LEVEL

ST4.1

PUBLIC TOILET

4178

FAMILY TOILET

4176

VENDING

4174

NURSE STATION

4155

ALCOVE

4128

CORRIDOR

C4110

STAIR 2-4TH LEVEL

ST4.2

ELEC.

4127

ALCOVE

4122

ALCOVE

C4103

SOILED HOLD

4102

SOILED HOLD

4110

CORRIDOR

C4111

CORRIDOR

C4104

CORRIDOR

C4102

CORRIDOR

C4106

WAITING

4168

SHAFT

CONSULT

4170

FAMILY ROOM

4172

EKG STORAGE

4121CLEAN UTILITY

4107

MED/SURG

4154

WASHROOM

4156

CLEAN LINEN

4119

HAC

4148

PATIENT
TOILET/SHOWER

4154A

CORRIDOR

C4108

CLOSET

4126

STAFF TOILET

4142

ON CALL ROOM

4146

CORRIDOR

C4107

7' - 8"

7' - 8"

7' - 8" 7' - 8"

MED/SURG

4114

7' - 8"7' - 8"

7' - 8"

8' - 0"

**ALL GYPSUM BOARD CEILINGS AND BULKHEADS
SHALL BE P-6 UNLESS OTHERWISE NOTED ON THIS PLAN
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PATIENT
TOILET/SHOWER
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MED/SURG
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TOILET
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DICTATION
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3
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Sim
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FINISHED WALL

HANDRAILS TO CONNECT AT
WALL CORNERS IN RADIUS
(NOT SHOWN IN DRAWING)

VERTICAL WALL STUDS AT
16" O.C.

CUT HORIZONTAL
FASTENER FROM STUD

FASTEN AT BOTH ENDS
WITH MIN. 4 TAPPING

SCREWS

FASTEN AT BOTH ENDS
WITH MIN. 4 TAPPING
SCREWS

RESILIENT CONTACT SURFACE
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NEOPRENE CUSHION AT EACH
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FINISHED FLOOR
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TOGGLE BOLT AND
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RETAINER
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T.O. HANDRAIL TO BE
NO HIGHER THAN 38".
36" PREF.
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FINISHED WALL
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WITH HIGH IMPACT
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MOUNTING BRACKET
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2 CORNER GUARD/BUMPER GUARD-CORNER DETAIL
 1 1/2" = 1'-0"

AF-109

3 WALL GUARD-BLOCKING DETAIL
 1 1/2" = 1'-0"

AF-109

4 HANDRAIL/CRASHRAIL/BUMPER RAIL SECTION
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TYPE 1

TYPE 2

WALL PROTECTION

HANDRAIL/
CRASHRAIL

BASE AS SCHEDULED

3'
 -
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R
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F
 R

C
P

LEGEND:

BUMPER RAIL

GENERAL NOTES:

1. REFER TO AF-109 SHEETS
FOR WALL GUARD
DETAILS

2. REFER TO AF-109  FOR
WALL GUARD SECTION.
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VERIFY INSTALLATION HEIGHTS WITH MANUFACTURER
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ELECTRICAL
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STAFF LOUNGE

4334B

TELEHEALTH
STORAGE

4342

MED/SURG

4346

MED/SURG

4348

PATIENT
TOILET/SHOWER

4348A

PATIENT TOILET

4352A

PATIENT ROOM
INTENSIVE CARE

ISOLATION

4352

ANTEROOM

4358

SPRINKLER RISER
CLOSET

4360

STAIR 4-4TH LEVEL

ST4.4

ANTEROOM

4362

PATIENT TOILET
INTENSIVE CARE

4364A
PATIENT ROOM

INTENSIVE CARE
ISOLATION

4364
ICU EQUIPMENT

STORAGE

4368

CLEAN SUPPLY

4343

MEDICATION ROOM

4347

NURSE STATION

4345

SOILED
UTILITY/EQUIP

4349

PATIENT
TOILET/SHOWER

4353A

CLEAN SUPPLY

4351

PATIENT ROOM
INTENSIVE CARE

4353

NURSE STATION

4357

TELEMETRY

4359
MEDICATION ROOM

4361

PATIENT ROOM
INTENSTIVE CARE

4365

STAFF TOILET

4367

PATIENT
TOILET/SHOWER

4365A

STAFF LOUNGE

4369

CLEAN SUPPLY
ROOM

4371

CLEAN LINEN ROOM

4370

CORRIDOR

C4305
CRASH CART

ALCOVE

4355

INTER-DISCIPLINARY
ROOM

4334A

6'-3 1/8"

8
'-
0
" 

C
L
E

A
R

16'-3 1/4" 16'-7 1/4"

13'-7 3/4" 14'-4"

16'-3 3/8"

1
9
'-
0
 7

/8
"

PATIENT
TOILET/SHOWER

4320A

PATIENT
TOILET/SHOWER

4346A

PATIENT
TOILET/SHOWER

4326A

STAFF TOILET

4331

SOILED LINEN

4350

1'-6 1/2"

CORRIDOR

C4303

5'-3 5/8"

6'-1
 1

/2
"

6'-2 1/8"

1'-4 1/2"

1
'-
1
 3

/4
"1'-5 1/4"1'-2 1/4"

1'-2 3/4"

1
'-
3
"

1
'-
6
 1

/4
"

1'-3 3/8"

1'-5 3/4"

1
'-
8
 7

/8
"

5'-2 3/8"6'-8 1/8" 6'-8 1/8"

PATIENT TOILET
SHOWER

4316A

CLEAN LINEN

4318

MED/SURG

4320

MED/SURG

4316

CORRIDOR

C4301

PATIENT TOILET
SHOWER

4324A

8
'-
0
" 

C
L
E

A
R

8'-0" CLEAR

7
'-
1
0
 3

/4
"

NOURISHMENT

4341

5'-10 1/8"5
'-
7
 1

/8
"

3
'-
1
0
"

5'-2 3/4"5'-1 1/4"

13'-6 1/2" 13'-6 1/2" 13'-10 3/8"
8'-2 1/8"

13'-7 3/8" 12'-0" 13'-6 3/8" 13'-6 1/8" 6'-10 1/4" 15'-0 1/8"7'-3" 11'-11 1/4"

5'-2 3/4"

6'-6 3/4"

6'-5 1/4" 8'-0 1/8" 6'-9 5/8" 14'-3 1/4" 14'-5 1/2" 10'-7 7/8" 6'-10 1/2" 16'-2 5/8" 6'-8 3/4" 16'-7 1/4" 6'-10 1/2" 9'-1 1/2"

15'-11 3/4"

16'-3 7/8"8'-0 1/8"

15'-5 1/4"

8'-0 1/2"

7'-8 5/8"

ALCOVE

4340

PATIENT
TOILET/SHOWER

4332A

2
7
'-
6
 1

/8
"

5
'-
4
 7

/8
"

NOURISHMENT

4356

1'-7 1/4"

CORRIDOR

C4304

18/IN-203
17/IN-203

1
/I
N

-2
0
4

2
/I
N

-2
0
4

4/IN-204
3/IN-204

5
/I
N

-2
0
4

8/IN-204

7/IN-204

6
/I
N

-2
0
4

CG-1 CG-1

CG-1

CG-1

WG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1
CG-1

CG-1
AF-109

2

1
3
/I
N

-2
0
4

CG-1

CORRIDOR

C4302

CG-1
CG-1

CG-1
CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

CG-1

1
3
/I
N

-2
0
4

1
3
/I
N

-2
0
4

1
3
/I
N

-2
0
4

1
3
/I
N

-2
0
4

1
3
/I
N

-2
0
4

1
2
/I
N

-2
0
4

1
2
/I
N

-2
0
4

1
2
/I
N

-2
0
4

1
2
/I
N

-2
0
4

1
2
/I
N

-2
0
4

12/IN-204

12/IN-204

T
Y

P
. T
Y

P
.

T
Y

P
.

T
Y

P
.

T
Y

P
.

T
Y

P
.

T
Y

P
.

T
Y

P
.

T
Y

P
.

TYP.

TYP.

CG-1

CG-1

CG-2

CG-2

14/IN-208

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com

FULLY SPRINKLERED

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         of

CONSULTANTS:ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

8250 Haverstick Road
Suite 285

Indianapolis, IN 46240
317.638.8383

95% CONSTRUCTION DOCUMENTS

65% CONSTRUCTION DOCUMENTS 8-14-2015

35% CONSTRUCTION DOCUMENTS 5-15-2015

REVISIONS

SUBMISSIONS

100% CONSTRUCTION DOCUMENTS

1105 West Weir Street
Litchfield, Illinois 62056

USFin Development, LLC

1105 West Weir Street
Litchfield, Illinois 62056

W5 DESIGN

6640 Parkdale Place, Suite J
 Indianapolis, IN 46254

RTM Consultants12-17-2015

3-25-2016

BID DOCUMENTS 4-25-2016

5
/2

0
/2

0
1
6
 1

1
:5

7
:4

7
 A

M
C

:\
R

e
v
it
\2

0
1
4
\L

o
c
a
l 
C

o
p
ie

s
\2

0
1
0
.0

0
6
2
9
_
2
0
1
6
.0

2
.1

5
_
F

o
u
rt

h
F

lo
o
r_

R
A

C
1
4
_
ff
a
c
k
e
n
th

a
l.
rv

t
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WALL PROTECTION LEGEND AND ELEVATION

N

 1/8" = 1'-0"
AF-110

1 WALL PROTECTION- PLAN D AND E

AREA A AREA B AREA C AREA D AREA E

Revision # Description Date



FINISH LEGEND

GENERAL FINISH NOTES

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. ALL WALLS AND GYP. BD. CEILING IN RESTROOM ARE EPOXY PAINT
    MATCHED TO PAINT COLOR, U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-6, U.N.O.

4. CARPET SEAMS TO BE LOCATED AT CENTERLINE OF DOOR
    WHEN DOOR IS CLOSED

5. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

6. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

7. REFER TO WALL PROTECTION PLANS ON AF-109 AND AF-110 FOR FURTHER DETAILS ON
CORNER GUARDS OR WALL PROTECTION LOCATIONS.

8. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

9. FLOORING LABEL SHOWN ONLY WHERE MULTIPLE FLOORING TYPES OCCUR. SEE FINISH
SCHEDULE.

FINISH SCHEDULE NOTES
1.  ALL WALLS TO HAVE WALL PROTECTION UP TO 36"H AND OUTSIDE CORNERS TO
    RECIEVE CORNER GUARDS.
2. WALL PROTECTION (WPG-2 AND WPG-3) ON HEAD WALLS IN PATIENT
    ROOMS ONLY. REFER TO WALL PROTECTION PLANS FOR LOCATIONS.
3. ALL OUTSIDE CORNERS TO RECIEVE CORNER GUARDS.

FINISH PLAN NOTES
1 WSF-1 TO BE INSTALLED AT A 45° ANGLE

CFT
CG
CPT
EP
FCT
FRP
GWB
LVT
P
PL
PTB
PTF
PTW
SDT
SS
VB
VCT
WPG
WSF

CERAMIC FLOOR TILE
CORNER GUARD
MODULAR CARPET TILE
EPOXY PAINT
FLOOR CERAMIC TILE
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LUXURY VINYL TILE
PAINT
PLASTIC LAMINATE
PORCELAIN BASE TILE
PORCELAIN FLOOR TILE
PORCELAIN WALL TILE
STATIC DISSAPATIVE TILE
SOLID SURFACE
VINYL BASE
VINYL COMPOSITION TILE
WALL PROTECTION GUARD
SHEET FLOORING WITH WELDED SEAMS

7260 SHADELAND STATION
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ROOM MATERIAL SCHEDULE

Room Number Room Name Floor Finish
Base
Finish

Base
Height North Wall Mat. & Finish East Wall Mat. & Finish

South Wall Mat. &
Finish

West Wall Mat. &
Finish Comments

4322 HOUSEKEEPING AIDES CLOSET (HAC) WSF-4 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4324 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4324A PATIENT TOILET SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4325 ELEC. SDT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4326 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

2

4326A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4331 STAFF TOILET PFT-1 PTW-1 1' - 0" GWB,PTW-1, EP-1 GWB,PTW-1,EP-1 GWB,PTW-1 GWB,PTW-1, EP-1

4332 MED/SURG BARIATRIC PHYSICAL
DISABILITES

WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 2

4332A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4333 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-4. WPG-2,
WPG-3

GWB,EP-1 2

4333A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4334A INTER-DISCIPLINARY ROOM CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4334B STAFF LOUNGE LVT-1 VB-1 4" GWB,P-5 GWB,P-1 GWB,P-1 GWB,P-1 3

4340 ALCOVE WSF-2 VB-1 6" GWB, WG-1, EP-1 GWB, WG-1, P-1 GWB, WG-1, EP-1 GWB, WG-1, EP-1 1

4341 NOURISHMENT WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4342 TELEHEALTH STORAGE WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4343 CLEAN SUPPLY WSF-4 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4345 NURSE STATION WSF-2, WSF-4 VB-1 6" - GWB,EP-1 GWB,EP-1 GWB,EP-1

4346 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4346A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1, P-1 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4347 MEDICATION ROOM WSF-4 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4348 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

2

4348A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4349 SOILED UTILITY/EQUIP WSF-4 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 3, 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4350 SOILED LINEN WSF-4 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 3, 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4351 CLEAN SUPPLY WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4352 PATIENT ROOM INTENSIVE CARE
ISOLATION

WSF-1, WSF-2 VB-1 5" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

2

4352A PATIENT TOILET WSF-1 VB-1 4" GWB,PTW-1 GWB,PTW-1, P-1 GWB,PTW-1, P-1 GWB,PTW-1 NO PORCELAIN TILE IN THE
SHOWER

4353 PATIENT ROOM INTENSIVE CARE WSF-1, WSF-2 WSF-1 5" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

2

4353A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4355 CRASH CART ALCOVE WSF-1 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

4356 NOURISHMENT WSF-1 VB-1 6" GWB, WPG-1,EP-1 GWB, WPG-1,EP-1 GWB, WPG-1,EP-1 GWB,WPG-1,EP-1 1

4357 NURSE STATION WSF-2, WSF-4 VB-1 6" - GWB,EP-1 GWB,EP-1 GWB,EP-1

4358 ANTEROOM WSF-1 VB-1 6" GWB,EP-1 GWB,PTW-1,2 GWB,EP-1 GWB,EP-1

4359 TELEMETRY WSF-4 VB-1 6" - GWB,EP-1 GWB,EP-1 GWB,EP-1 3

4360 SPRINKLER RISER CLOSET WSF-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4361 MEDICATION ROOM WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4362 ANTEROOM WSF-1 WSF-1 5" GWB,PTW-1,2 GWB,EP-1 GWB,EP-1 GWB,EP-1

4364 PATIENT ROOM INTENSIVE CARE
ISOLATION

WSF-1, WSF-2 WSF-1 5" GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4364A PATIENT TOILET INTENSIVE CARE WSF-1 WSF-1 5" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4365 PATIENT ROOM INTENSTIVE CARE WSF-1, WSF-2 WSF-1 5" GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4365A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4367 STAFF TOILET PTF-1 PTW-1 1' - 0" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4368 ICU EQUIPMENT STORAGE WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4369 STAFF LOUNGE LVT-1 VB-1 4" GWB,P-1 GWB,P-3 GWB,P-1 GWB,EP-1

4370 CLEAN LINEN ROOM WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4371 CLEAN SUPPLY ROOM WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

C4101 CORRIDOR WSF-1, WSF-2 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4102 CORRIDOR WSF-1, WSF-2, WSF-3,
WSF-4, WSF-5

VB-1 6" GWB, WPG-1, EP-1,
EP-4

GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4103 ALCOVE WSF-1 VB-1 6" GWB, WPG-1, P-1 GWB, WPG-1,EP-1 GWB, WPG-1,EP-1 GWB, WPG-1, EP-1 1

C4104 CORRIDOR WSF-1, WSF-2, WSF-3,
WSF-4, WSF-5

VB-1 6" GWB, WPG-1, EP-1,
EP-4

GWB, WPG-1, EP-1 GWB, WPG-1,EP-1 GWB, WPG-1, EP-1 1

C4105 CORRIDOR WSF-1, WSF-5 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1,EP-1 GWB, WPG-1, EP-1 1

C4106 CORRIDOR WSF-1, WSF-2 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1,EP-1 GWB, WPG-1, EP-1 1

C4107 CORRIDOR WSF-1, WSF-2, WSF-3,
WSF-4, WSF-5

VB-1 6" GWB, WPG-1, EP-1,
EP-4

GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4108 CORRIDOR WSF-1, WSF-3, WSF-5 VB-1 6" GWB, WPG-1, EP-1,
EP-2

GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4109 CORRIDOR WSF-1, WSF-3, WSF-5 VB-1 6" GWB,EP-1, WPG-1 GWB,EP-2, WPG-1 GWB,EP-1, WPG-1 GWB,EP-1, WPG-1 1

C4110 CORRIDOR WSF-1 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-2 GWB, WPG-1, EP-1 1

C4111 CORRIDOR WSF-1 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1,EP-1 GWB, WPG-1, EP-2 1

C4301 CORRIDOR WSF-1, WSF-2, WSF-3,
WSF-5

VB-1 6" GWB, WPG-1, EP-1,
EP-4

GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4302 CORRIDOR WSF-1, WSF-2 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4303 CORRIDOR WSF-1, WSF-2, WSF-5 VB-1 6" GWB, WG-1, EP-1 GWB, WG-1, EP-1 GWB, WG-1, EP-1 GWB, WG-1, EP-1 1

C4304 CORRIDOR WSF-1,WSF-2,  WSF-4,
WSF-5

VB-1 6" GWB, WPG-1, EP-1,
EP-4

GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

C4305 CORRIDOR WSF-1, WSF-2 VB-1 6" GWB, WPG-1,EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

ST4.1 STAIR 1-4TH LEVEL - -

ST4.2 STAIR 2-4TH LEVEL - -

ST4.3 STAIR 3- 4TH LEVEL - -

ST4.4 STAIR 4-4TH LEVEL - -

ROOM MATERIAL SCHEDULE

Room Number Room Name Floor Finish
Base
Finish

Base
Height North Wall Mat. & Finish East Wall Mat. & Finish

South Wall Mat. &
Finish

West Wall Mat. &
Finish Comments

SHAFT - - 0"

4101 SOILED UTILITY ROOM WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4102 SOILED HOLD WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4103 SOILED EQUIPMENT WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4104 MED/SURG/ ISOLATION WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

2

4104A PATIENT TOILET/SHOWER ISOLATION WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4106 ANTEROOM (AIRBORNE INFECTION
ISOLATION)

WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1 3

4107 CLEAN UTILITY WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4108 MED/SURG/ ISOLATION WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4108A PATIENT TOILET/SHOWER ISOLATION WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4109 MEDICATION ROOM WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4110 SOILED HOLD WSF-1 VB-1 4" GWB,WPG-4 GWB,WPG-4 GWB,WPG-4 GWB,WPG-4 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4111 NURSE STATION WSF-2, WSF-4 VB-1 4" - GWB,EP-1 GWB,EP-1 GWB,EP-1

4112 RISER ROOM WSF-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4114 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

2

4114A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,
P-1GWB,PTW-1,2

GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4115 NOURISHMENT WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4116 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4116A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4117 CLEAN SUPPLY WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4GWB,
WPG-4, EP-1

GWB,WPG-4, EP-1 3, 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4118 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

2

4118A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4119 CLEAN LINEN WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4120 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4120A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4121 EKG STORAGE WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4122 ALCOVE WSF-1, WSF-3 VB-1 4" GWB, WPG-1,E P-1 GWB,EP-1, GWB, WPG-1,
P-1

GWB,EP-1GWB,
WPG-1, P-1

GWB, WPG-1, EP-1 1

4123 OPEN OFFICE CPT-1 VB-1 4" GWB, P-4 GWB, P-1 GWB, P-1 GWB, P-1

4124 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

2

4124A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4126 CLOSET WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1 3

4127 ELEC. SDT-1 VB-1 4" GWB, P-1 GWB, P-1 GWB, P-1 GWB, P-1

4128 ALCOVE WSF-2 VB-1 4" GWB, WG-1,EP-1 GWB, WG-1,EP-1 GWB, WG-1, EP-1 GWB, WG-1, EP-1 1

4130 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4130A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB, P-1 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4140 STORAGE (EMS) WSF-1 VB-1 4" GWB, P-1 GWB, P-1 GWB, P-1 GWB, P-1

4141 ELECTRICAL VCT-1 VB-1 4" GWB, P-1 GWB, P-1 GWB, P-1 GWB, P-1

4142 STAFF TOILET PTF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2

4143 MED/SURG BARIATRIC/PHSYICAL
DISABILITES

WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 2

4143A PATIENT TOILET/ SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4144 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

GWB,EP-1 2

4144A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4146 ON CALL ROOM CPT-1 VB-1 4" GWB, P-1 GWB, P-1 GWB, P-1 GWB, P-1

4146A TOILET PTF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2

4147 OPEN OFFICE CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-4 3

4147A DICTATION CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4148 HAC WSF-1 PTW-1 1' - 0" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4150 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

2

4150A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4154 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4154A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4155 NURSE STATION WSF-2, WSF-4 VB-1 6" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4156 WASHROOM FCT-1 CFB-1 5" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4159 NURSE WORKROOM WSF-4 VB-1 4" GWB,P-1 GWB,,P-1 GWB,P-1 GWB,P-1

4160 MED/SURG WSF-1, WSF-2 VB-1 4" GWB,EP-1 GWB,EP-5, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4160A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4161 LEADER CLINICAL NURSE OFFICE CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4163 SOCIAL WORKER OFFICE CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4164 PERSONAL STORAGE WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1 3

4164A BUILDING SERVICES EXISTING - - - - -

4165 ALCOVE WSF-1 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

4166 UTILITY WSF-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4167 NURSE MANAGER OFFICE CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4168 WAITING WSF-1, WSF-3, WSF-5 VB-1 6" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB, WPG-1, EP-1 1

4168A PATIENT EDUCATION AND RESOURCE WSF-1, WSF-3,WSF-5 VB-1 4" - - - GWB,EP-1

4169 EQUIPMENT STORAGE WSF-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4170 CONSULT CPT-1 VB-1 4" GWB,P-2 GWB,P-1 GWB,P-1 GWB,P-1

4172 FAMILY ROOM LVT-1 VB-1 4" GWB,P-4 GWB,P-1 GWB,P-1 GWB,P-1

4174 VENDING WSF-1, WSF-3 VB-1 6" GWB,EP-1 GWB,WPG-1, EP-1,
PTW-1

GWB,EP-1 GWB,EP-1

4176 FAMILY TOILET PTF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2

4178 PUBLIC TOILET PTF-1 PTW-1 1' - 0" GWB,PTW-1, EP-1 PTW-1, EP-1 GWB,PTW-1,P-1 PTW-1, EP-1

4301 ICU NURSE MANAGER OFFICE CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4303 ALCOVE WSF-1 VB-1 6" GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 GWB, WPG-1, EP-1 1

4305 SOCIAL WORKER CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4306 SECURITY CLOSET WSF-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4308 OI&T PASSIVE DISTRIBUTION EQUIPMENT SDT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4310 ELECTRICAL SDT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4311 DIETICIAN CPT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-4 GWB,P-1

4312 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-4, WPG-2,
WPG-3

GWB,EP-1 GWB,EP-1 2

4312A PATIENT TOILET SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4315 NURSE WORKROOM WSF-4 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

4316 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-3, WPG-1,
WPG-2

GWB,EP-1 GWB,EP-1 2

4316A PATIENT TOILET SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4317 NURSE STATION WSF-2, WSF-4 VB-1 6" - GWB,EP-1 GWB,EP-1 GWB,EP-1

4318 CLEAN LINEN WSF-1 VB-1 4" GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 GWB,WPG-4, EP-1 3, 48"H WAINSCOT OF WPG-4 WITH
EP-1 ABOVE PERIMETER OF ROOM

4319 O2 STORAGE WSF-1 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-1

4320 MED/SURG WSF-1/WSF-2 VB-1 4" GWB,EP-1 GWB,EP-1 GWB,EP-1 GWB,EP-3, WPG-2,
WPG-3

2

4320A PATIENT TOILET/SHOWER WSF-1 PTW-1 1' - 0" GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 GWB,PTW-1,2 NO PORCELAIN TILE IN THE
SHOWER

4321 ELECTRICAL SDT-1 VB-1 4" GWB,P-1 GWB,P-1 GWB,P-1 GWB,P-1

Revision # Description Date



MOUNTING LEGEND

WM = WALL MOUNTED
DM = DOOR MOUNTED
FM = FLAG MOUNTED
BM = BULKHEAD MOUNTED
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SIGNAGE SCHEDULE

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

AG-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805
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BID DOCUMENTS
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Signage Schedule

wt Sign Type Sign Type Name Proposed Content
Sign

Mounting

001-04-N194 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N195 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N196 IN-04.03 Primary Room Identification with Insert Room: 4159 Insert: Nurse Workroom WM

001-04-N197 IN-14.16 Floor Level Directional with Inserts Text: Rooms 4140-4147 Directional Symbol: ← Text: Isoulation Directional
Symbol: ↗

WM

001-04-N198 IN-16.55a Directional with Arrow Text: Elevators, Waiting Directional Symbol: → Isoulation ← BM

001-04-N199 IN-04.04 Secondary Room Identification with Insert Room: 4141 Insert: Electrical WM

001-04-N200 IN-04.03 Primary Room Identification with Insert Room: 4143A  Insert: WM

001-04-N201 IN-04.03 Primary Room Identification with Insert Room: 4143 Insert: WM

001-04-N202 IN-04.03 Primary Room Identification with Insert Room: 4147 Insert: Office EMPLOYEES ONLY WM

001-04-N203 IN-04.04 Secondary Room Identification with Insert Room: 4147A Insert: Dictation WM

001-04-N204 IN-04.04 Secondary Room Identification with Insert Room: 4146 Insert: On Call Room WM

001-04-N205 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N206 IN-04.04 Secondary Room Identification with Insert Room: 4146A Insert: WM

001-04-N207 IN-04.03 Primary Room Identification with Insert Room: 4144 Insert: WM

001-04-N208 IN-04.03 Primary Room Identification with Insert Room: 4144A Insert: WM

001-04-N209 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N210 IN-04.03 Primary Room Identification with Insert Room: 4142 Insert: Staff Toilet WM

001-04-N211 IN-04.04 Secondary Room Identification with Insert Room: 4140 Insert: Storage (EMS) WM

001-04-N212 IN-04.04 Secondary Room Identification with Insert Insert: Alcove WM

001-04-N213 IN-04.04 Secondary Room Identification with Insert Room: 4127 Insert: Electrical WM

001-04-N214 IN-01.10 Stair Identification Stair ST4.2, Level 4, Text: Keep Door Closed WM

001-04-N215 IN-01.05 Automatic Fire Door Text: FIRE DOOR Keep closed at all times. DM

001-04-N216 IN-01.01.03 Fire Plan Text: Fire & Emergency Exit Plan Insert: Map WM

001-04-N217 IN-01.29a Direction of Exit Sign Text: Exit Direction Down WM

001-04-N218 IN-01.33 Re-entry Sign Text: Re-entry DM

001-04-N219 IN-01.11a Stairwell Identification Sign Text: Stair ST4.2, NO ROOF ACCESS Level 4 Exit Down to First Floor WM

001-04-N220 IN-04.03 Primary Room Identification with Insert Room: 4123 Insert: Open Office WM

001-04-N221 IN-04.04 Secondary Room Identification with Insert Room: 4121 Insert: EKG Storage WM

001-04-N222 IN-04.04 Secondary Room Identification with Insert Room: 4119 Insert: Clean Linen WM

001-04-N223 IN-04.04 Secondary Room Identification with Insert Room: 4117 Insert: Clean Supply WM

001-04-N224 IN-04.04 Secondary Room Identification with Insert Room: 4115 Insert: Nourishment WM

001-04-N225 IN-04.04 Secondary Room Identification with Insert Room: 4109  Insert: Medication Room WM

001-04-N226 IN-04.04 Secondary Room Identification with Insert Room: 4107 Insert: Clean Utility WM

001-04-N227 IN-04.04 Secondary Room Identification with Insert Room: 4103 Insert: Soiled Equipment WM

001-04-N228 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N229 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N230 IN-04.04 Secondary Room Identification with Insert Room: 4101 Insert: Soiled Utilty Room WM

001-04-N231 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N232 IN-04.04 Secondary Room Identification with Insert Room: 4334B Insert: Staff Lounge WM

Signage Schedule

wt Sign Type Sign Type Name Proposed Content
Sign

Mounting

001-04-N098 IN-15.55b Department ID Text: Nurse Station CM

001-04-N099 IN-04.04 Secondary Room Identification with Insert Room: 4318 Insert: Clean Linen WM

001-04-N100 IN-04.03 Primary Room Identification with Insert Room: 4320 Insert: WM

001-04-N101 IN-04.04 Secondary Room Identification with Insert Room:4320A Insert: WM

001-04-N102 IN-04.04 Secondary Room Identification with Insert Room: 4322 Insert: HAC WM

001-04-N103 IN-14.16 Floor Level Directional with Inserts Elevators, Waiting Directional Symbol: ↗ WM

001-04-N104 IN-04.04 Secondary Room Identification with Insert Room:4324A Insert: WM

001-04-N105 IN-04.03 Primary Room Identification with Insert Room: 4324 Insert: WM

001-04-N106 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N107 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N108 IN-04.03 Primary Room Identification with Insert Room: 4326 Insert: WM

001-04-N109 IN-04.04 Secondary Room Identification with Insert Room: 4326A Insert: WM

001-04-N110 IN-04.04 Secondary Room Identification with Insert Room: 4340 Insert: Alcove WM

001-04-N111 IN-04.04 Secondary Room Identification with Insert Room: 4342 Insert: Telehealth Storage WM

001-04-N112 IN-04.04 Secondary Room Identification with Insert Room: 4346A Insert: WM

001-04-N113 IN-04.03 Primary Room Identification with Insert Room: 4346 Insert: WM

001-04-N114 IN-15.55b Department ID Text: Nurse Station CM

001-04-N115 IN-04.03 Primary Room Identification with Insert Room: 4348 Insert: WM

001-04-N116 IN-04.04 Secondary Room Identification with Insert Room: 4348A Insert: WM

001-04-N117 IN-16.55b Department ID Text: ICU BM

001-04-N118 IN-16.55a Directional with Arrow Text: Elevators, Waiting Directional Symbol: ↑ BM

001-04-N119 IN-04.03 Primary Room Identification with Insert Room: 4352 Insert: WM

001-04-N120 IN-04.04 Secondary Room Identification with Insert Room: 4352A Insert: WM

001-04-N121 IN-04.04 Secondary Room Identification with Insert Room: 4358 Insert: Anteroom WM

001-04-N122 IN-04.04 Secondary Room Identification with Insert Room: 4358 Insert: Anteroom WM

001-04-N123 IN-04.04 Secondary Room Identification with Insert Room: 4356 Insert: Nurishment WM

001-04-N124 IN-10.05 Blank Identification with Insert Text: Fire Hose Equipment DM

001-04-N125 IN-04.04 Secondary Room Identification with Insert Room: 4360 Insert: Riser Room WM

001-04-N126 IN-15.55b Department ID Text: Nurse Station CM

001-04-N127 IN-01.05 Automatic Fire Door Text: FIRE DOOR Keep closed at all times. DM

001-04-N128 IN-01.10 Stair Identification Stair ST4.4, Level 4, Text: Keep Door Closed WM

001-04-N129 IN-01.01.03 Fire Plan Text: Fire & Emergency Exit Plan Insert: Map WM

001-04-N130 IN-01.30 No Re-entry Sign Text: NO Re-entry WM

001-04-N131 IN-01.29a Direction of Exit Sign Text: Exit Direction Down WM

001-04-N132 IN-01.11a Stairwell Identification Sign Text: Stair ST4.4, NO ROOF ACCESS Level 4 Exit Down to First Floor WM

001-04-N133 IN-04.04 Secondary Room Identification with Insert Room: 4362 Insert: Anteroom WM

001-04-N134 IN-04.04 Secondary Room Identification with Insert Room: 4362 Insert: Anteroom WM

001-04-N135 IN-04.04 Secondary Room Identification with Insert Room: 4364A Insert: WM

001-04-N136 IN-04.03 Primary Room Identification with Insert Room: 4364 Insert: WM

001-04-N137 IN-04.04 Secondary Room Identification with Insert Room: 4368 Insert: ICU Equipment Storage WM

001-04-N138 IN-04.04 Secondary Room Identification with Insert Room: 4370 Insert: Clean Linen WM

001-04-N139 IN-04.04 Secondary Room Identification with Insert Room: 4371 Insert: Clean Utility WM

001-04-N140 IN-04.04 Secondary Room Identification with Insert Room: 4369 Insert: Staff Lounge EMPLOYEES ONLY WM

001-04-N141 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N142 IN-04.04 Secondary Room Identification with Insert Room: 4367 Insert: Staff Toilet WM

001-04-N143 IN-04.04 Secondary Room Identification with Insert Room: 4365A Insert: WM

001-04-N144 IN-04.03 Primary Room Identification with Insert Room: 4365 Insert: WM

001-04-N145 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N146 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N147 IN-04.04 Secondary Room Identification with Insert Room: 4361 Insert: Medication Room WM

001-04-N148 IN-04.04 Secondary Room Identification with Insert Room: 4359 Insert: Telemetry WM

001-04-N149 IN-04.04 Secondary Room Identification with Insert Room: 4355 Insert: Crash Cart Alcove WM

001-04-N150 IN-04.03 Primary Room Identification with Insert Room: 4353 Insert: WM

001-04-N151 IN-04.04 Secondary Room Identification with Insert Room: 4353A Insert: WM

001-04-N152 IN-04.04 Secondary Room Identification with Insert Room: 4351 Insert: Clean Supply WM

001-04-N153 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N154 IN-04.04 Secondary Room Identification with Insert Room: 4350 Insert: Soiled Linen WM

001-04-N155 IN-04.04 Secondary Room Identification with Insert Room: 4349 Insert: Soiled Utility/Equipment WM

001-04-N156 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N157 IN-04.04 Secondary Room Identification with Insert Room: 4347 Insert: Medication Room WM

001-04-N158 IN-04.04 Secondary Room Identification with Insert Room: 4343 Insert: Clean Supply WM

001-04-N159 IN-04.04 Secondary Room Identification with Insert Room: 4341 Insert: Nourishment WM

001-04-N160 IN-01.01.03 Fire Plan Text: Fire & Emergency Exit Plan Insert: Map WM

001-04-N161 IN-01.05 Automatic Fire Door Text: FIRE DOOR Keep closed at all times. DM

001-04-N162 IN-01.10 Stair Identification Stair ST4.3, Level 4, Text: Keep Door Closed WM

001-04-N163 IN-01.33 Re-entry Sign Text: Re-entry DM

001-04-N164 IN-01.29a Direction of Exit Sign Text: Exit Direction Down WM

001-04-N165 IN-01.11a Stairwell Identification Sign Text: Stair ST4.3, NO ROOF ACCESS, Level 4, Exit Down to First Floor WM

001-04-N166 IN-04.04 Secondary Room Identification with Insert Room: 4325 Insert: Electrical WM

001-04-N167 IN-14.16 Floor Level Directional with Inserts ↖Text: Rooms 4331-4334 Directional Symbol: → Text: ICU Directional Symbol: WM

001-04-N168 IN-15.56a Directional with Arrow Text: Elevators, Waiting Directional Symbol: ← Text: ICU Directional Symbol: → CM

001-04-N169 IN-04.04 Secondary Room Identification with Insert Room: 4331 Insert: WM

001-04-N170 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N171 IN-04.04 Secondary Room Identification with Insert Room: 4333A  Insert: WM

001-04-N172 IN-04.03 Primary Room Identification with Insert Room: 4333 Insert: WM

001-04-N173 IN-04.03 Primary Room Identification with Insert Room: 4334 Insert: Staff Lounge, Kichenette, Inter-Disciplinary Room
EMPLOYEES ONLY

WM

001-04-N174 IN-04.04 Secondary Room Identification with Insert Room: 4334A  Insert: Inter-Disciplinary Room WM

001-04-N175 IN-04.03 Primary Room Identification with Insert Room: 4332 Insert: WM

001-04-N176 IN-04.04 Secondary Room Identification with Insert Room: 4332A  Insert: WM

001-04-N177 IN-04.04 Secondary Room Identification with Insert Room: 4321 Insert: Electrical WM

001-04-N178 IN-01.15 Hazardous Material Information Sign See Detail This Sheet DM

001-04-N179 IN-04.04 Secondary Room Identification with Insert Room: 4319 Insert: Oxygen Storage WM

001-04-N180 IN-04.03 Primary Room Identification with Insert Room: 4315 Insert: Nurse Workroom WM

001-04-N181 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N182 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N183 IN-04.04 Secondary Room Identification with Insert Room: 4311 Insert: Dietician WM

001-04-N184 IN-04.04 Secondary Room Identification with Insert Room: 4305 Insert: Social Worker WM

001-04-N185 IN-04.04 Secondary Room Identification with Insert Room: 4301 Insert: ICU Nurse Manager Office WM

001-04-N186 IN-04.04 Secondary Room Identification with Insert Room: 4303 Insert: Alcove WM

001-04-N187 IN-14.17 Floor Level Directional Text: Rooms 401-4161, Isolation Directional Symbol: → Text: Patient Rooms
4311-4371, ICU Directional Symbol: ←

WM

001-04-N188 IN-04.04 Secondary Room Identification with Insert Room: 4169 Insert: Equipment Storage WM

001-04-N189 IN-14.17 Floor Level Directional Text: Rooms 401-4161, Isolation Directional Symbol: ← Text: Patient Rooms
4311-4371, ICU Directional Symbol: →

WM

001-04-N190 IN-04.04 Secondary Room Identification with Insert Room: 4165 Insert: Alcove WM

001-04-N191 IN-04.04 Secondary Room Identification with Insert Room: 4167 Insert: Nurse Manager Office WM

001-04-N192 IN-04.04 Secondary Room Identification with Insert Room: 4163 Insert: Social Worker Office WM

001-04-N193 IN-04.04 Secondary Room Identification with Insert Room: 4161 Insert: Leader Clinical Nuse Office WM

Signage Schedule
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Sign
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001-04-N001 IN-04.04 Secondary Room Identification with Insert Room: 4104A Insert: WM

001-04-N002 IN-04.04 Secondary Room Identification with Insert Room: 4106 Insert: WM

001-04-N003 IN-04.04 Secondary Room Identification with Insert Room: 4104 Insert: WM

001-04-N004 IN-04.04 Secondary Room Identification with Insert Room: 4108 Insert: WM

001-04-N005 IN-04.04 Secondary Room Identification with Insert Room: 4106 Insert: WM

001-04-N006 IN-04.04 Secondary Room Identification with Insert Room: 4108A Insert: WM

001-04-N007 IN-04.04 Secondary Room Identification with Insert Room: 4102 Insert: Soiled Hold WM

001-04-N008 IN-01.22 Biohazard Warning Sign Symbol: Biohazard Symbol Text: CAUTION Biohazard WM

001-04-N009 IN-04.03 Primary Room Identification with Insert Room: 4104 Insert: WM

001-04-N010 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N011 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N012 IN-04.04 Secondary Room Identification with Insert Room:4106 Insert: Airborne Infection Isolation WM

001-04-N013 IN-04.03 Primary Room Identification with Insert Room: 4108 Insert: WM

001-04-N014 IN-16.55b Department ID Text: Isolation BM

001-04-N015 IN-04.04 Secondary Room Identification with Insert Room: C4103 Insert: WM

001-04-N016 IN-04.04 Secondary Room Identification with Insert Room: 4110 Insert: Soild Hold WM

001-04-N017 IN-01.01.03 Fire Plan Text: Fire & Emergency Exit Plan Insert: Map WM

001-04-N018 IN-01.10 Stair Identification Stair ST4.1, Level 4, Text: Keep Door Closed WM

001-04-N019 IN-01.05 Automatic Fire Door Text: FIRE DOOR Keep closed at all times. DM

001-04-N020 IN-04.04 Secondary Room Identification with Insert Room: 4112 Insert: Riser Room WM

001-04-N021 IN-10.05 Blank Identification with Insert Text: Fire Hose Equipment DM

001-04-N022 IN-01.33 Re-entry Sign Text: Re-entry DM

001-04-N023 IN-01.29a Direction of Exit Sign Text: Exit Direction Down WM

001-04-N024 IN-01.11a Stairwell Identification Sign Text: Stair ST4.1, NO ROOF ACCESS, Level 4, Exit Down to Floor 1 WM

001-04-N025 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N026 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N027 IN-15.55b Department ID Text: Nurse Station CM

001-04-N028 IN-04.03 Primary Room Identification with Insert Room: 4114 Insert: WM

001-04-N029 IN-04.04 Secondary Room Identification with Insert Room: 4114A Insert: WM

001-04-N030 IN-04.04 Secondary Room Identification with Insert Room :4114 Insert: WM

001-04-N031 IN-04.04 Secondary Room Identification with Insert Room: 4116 Insert: WM

001-04-N032 IN-04.04 Secondary Room Identification with Insert Room: 4116A Insert: WM

001-04-N033 IN-04.03 Primary Room Identification with Insert Room: 4116 Insert: WM

001-04-N034 IN-04.03 Primary Room Identification with Insert Room: 4118 Insert: WM

001-04-N035 IN-04.04 Secondary Room Identification with Insert Room:4118A Insert: WM

001-04-N036 IN-04.04 Secondary Room Identification with Insert Room: 4118 Insert: WM

001-04-N037 IN-04.04 Secondary Room Identification with Insert Room: 4120 Insert: WM

001-04-N038 IN-04.04 Secondary Room Identification with Insert Room: 4120A Insert: WM

001-04-N039 IN-04.03 Primary Room Identification with Insert Room: 4120 Insert: WM

001-04-N040 IN-04.04 Secondary Room Identification with Insert Room:4122 Insert: Alcove WM

001-04-N041 IN-04.03 Primary Room Identification with Insert Room: 4124 Insert: WM

001-04-N042 IN-04.04 Secondary Room Identification with Insert Room: 4124A Insert: WM

001-04-N043 IN-04.04 Secondary Room Identification with Insert Room: 4126 Insert: Closet WM

001-04-N044 IN-04.04 Secondary Room Identification with Insert Room: 4128 Insert: Alcove WM

001-04-N045 IN-04.04 Secondary Room Identification with Insert Room: 4130A Insert: WM

001-04-N046 IN-04.03 Primary Room Identification with Insert Room: 4130 Insert: WM

001-04-N047 IN-14.16 Floor Level Directional with Inserts Insert: Elevators, Waiting Directional Symbol: ↗ WM

001-04-N048 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N049 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N050 IN-04.03 Primary Room Identification with Insert Room: 4150 Insert: WM

001-04-N051 IN-04.04 Secondary Room Identification with Insert Room: 4150A Insert: WM

001-04-N052 IN-15.55b Department ID Text: Nurse Station CM

001-04-N053 IN-04.03 Primary Room Identification with Insert Room: 4154 Insert: WM

001-04-N054 IN-04.04 Secondary Room Identification with Insert Room: 4154A Insert: WM

001-04-N055 IN-04.03 Primary Room Identification with Insert Room: 4156 Insert: Patient Washroom WM

001-04-N056 IN-04.04 Secondary Room Identification with Insert Room: 4148 Insert: HAC WM

001-04-N057 IN-04.04 Secondary Room Identification with Insert Room: 4160A Insert: WM

001-04-N058 IN-04.03 Primary Room Identification with Insert Room: 4160 Insert: WM

001-04-N059 IN-16.55a Directional with Arrow Text:Elevators, Waiting  Directional Symbol: ↑ BM

001-04-N060 IN-01.08 Automatic Fire Door Sign - Hinged Door Text: AUTOMATIC FIRE DOOR DO NOT BLOCK DM

001-04-N061 IN-16.55a Directional with Arrow Text: Rooms 4101-4161, Isolation Directional Symbol: ↑ BM

001-04-N062 IN-01.08 Automatic Fire Door Sign - Hinged Door Text: AUTOMATIC FIRE DOOR DO NOT BLOCK DM

001-04-N063 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N064 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N065 IN-04.04 Secondary Room Identification with Insert Room: 4164 Insert: Personal Storage EMPLOYEES ONLY WM

001-04-N066 IN-04.04 Secondary Room Identification with Insert Room: 4164A Insert: Building Services WM

001-04-N067 IN-04.04 Secondary Room Identification with Insert Room: 4166 Insert: Utility WM

001-04-N068 IN-15.56c Directional with Arrow Text: Elevators, Waiting, Restrooms, Vending Directional Symbol:← CM

001-04-N069 IN-01.01.03 Fire Plan Text: Fire & Emergency Exit Plan Insert: Map WM

001-04-N070 IN-01.04 Elevator Call Button Text: IN CASE OF FIRE USE STAIRS. DO NOT USE ELEVATORS. WM

001-04-N071 IN-14.26 Elevator Lobby Directional with Digital
Print Insert

Text: Waiting, Restrooms, Vending Directional Symbol: ← Text: Patient Rooms
Directional Symbol:→

WM

001-04-N072 IN-04.04 Secondary Room Identification with Insert Room: 4168 Insert: Waiting WM

001-04-N073 IN-04.04 Secondary Room Identification with Insert Room: 4170 Insert: Consult WM

001-04-N074 IN-04.04 No Exit Sign Text: NO EXIT WM

001-04-N075 IN-04.04 Secondary Room Identification with Insert Room: 4172 Insert: Family Room WM

001-04-N076 IN-04.04 Secondary Room Identification with Insert Room: 4177 Insert: Vending WM

001-04-N078 IN-04.04 Secondary Room Identification with Insert Room: 4176 Insert: WM

001-04-N079 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N080 IN-09.08f Restroom Identification Symbol: Baby Changing Station WM

001-04-N081 IN-04.04 Secondary Room Identification with Insert Room: 4178 Insert: WM

001-04-N082 IN-09.03 Restroom Identification Symbol: Women-Men-Accessible  Text: Restroom WM

001-04-N083 IN-01.04 Elevator Call Button Text: IN CASE OF FIRE USE STAIRS. DO NOT USE ELEVATORS. WM

001-04-N084 IN-14.26 Elevator Lobby Directional with Digital
Print Insert

Text: Waiting, Restrooms, Vending Directional Symbol: → Text: Patient Rooms
Directional Symbol:←

WM

001-04-N085 IN-04.04 Secondary Room Identification with Insert Room: 4306 Insert: WM

001-04-N086 IN-04.04 Secondary Room Identification with Insert Room: 4308 Insert: WM

001-04-N087 IN-04.04 Secondary Room Identification with Insert Room: 4310 Insert: Electrical WM

001-04-N088 IN-01.31 Fire Equipment Identification Flag Symbol: Fire Extinguisher Text: FIRE EQUIPMENT FM

001-04-N089 IN-01.08 Fire Equipment Identification Sign Symbol: Fire Extinguisher Text: FIRE EQUIPMENT WM

001-04-N090 IN-16.55a Directional with Arrow Text: Patient Rooms 4311-4371, ICU Directional Symbol: ↑ BM

001-04-N091 IN-01.08 Automatic Fire Door Sign - Hinged Door Text: AUTOMATIC FIRE DOOR DO NOT BLOCK DM

001-04-N092 IN-01.08 Automatic Fire Door Sign - Hinged Door Text: AUTOMATIC FIRE DOOR DO NOT BLOCK DM

001-04-N093 IN-16.55a Directional with Arrow Text: Elevators, Waiting Directional Symbol: ↑ BM

001-04-N094 IN-04.04 Secondary Room Identification with Insert Room:4312A Insert: WM

001-04-N095 IN-04.03 Primary Room Identification with Insert Room:4312 Insert: WM

001-04-N096 IN-04.04 Secondary Room Identification with Insert Room: 4316A Insert: WM

001-04-N097 IN-04.03 Primary Room Identification with Insert Room: 4316 Insert: WM

Revision # Description Date
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7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com
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1 FURNITURE AND EQUIPMENT-PLAN D

AREA A AREA B AREA C AREA D AREA E

NOTE:

1. REFER TO SHEETS AE401 - AE-406
    FOR ENLARGED TOILET ROOMS.

2. REFER TO REFLECTED CEILING PLANS
AE-105.A-105.E FOR OVERHEAD LIFT
SYSTEM LOCATIONS.
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1 FOURTH FLOOR FURNITURE AND EQUIPMENT- PLAN E

AREA A AREA B AREA C AREA D AREA E

NOTE:

1. REFER TO SHEETS AE401 - AE-406
    FOR ENLARGED TOILET ROOMS.

2. REFER TO REFLECTED CEILING PLANS
AE-105.A-105.E FOR OVERHEAD LIFT
SYSTEM LOCATIONS.

NOTE:
G.C. SHALL PROVIDE STRUCTURAL FRAMEWORK
AND BRACING FOR INSTALLATION OF
STRUCTURAL PLATE PROVIDED BY
MANUFACTURER OF CEILING MOUNTED
EQUIPMENT.  ENGINEERED DESIGN OF SUPPORT
SHALL INCLUDE ALL CONNECTIONS, HARDWARE,
PLATES, BRACKETS AND OTHER MATERIALS
REQUIRED FOR INSTALLATION OF EQUIPMENT
MOUNT INCLUDING CALCULATIONS STAMPED BY
CONTRACTOR’S STRUCTURAL ENGINEER, IN
ADDITION TO VERIFICATION OF EXISTING
STRUCTURE.
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PLASTIC LAMINATE CASEWORK LEGEND

NOTES:
THE FOLLOWING NOTES ARE SPECIFIC TO CASEWORK AND ARE IN ADDITION TO THE GENERAL FINISH NOTES.

1. FIELD VERIFY ALL CASEWORK AND SHELVING DIMENSIONS.

2. ALL SHELVING SHOWN WITH DASHED LINES TO BE ADJUSTABLE

3. ALL FILE DRAWERS TO ACCEPT LETTER-SIZED FOLDERS, WITH TALL FILE TABS, AND HOLDERS, MINIMUM.

4. COUNTERTOPS TO HAVE 1/2" RADIUS AT EXPOSED CORNERS.

5.  USE BLACK 2 1/2" DIAMETER GROMMETS WHERE GROMMETS ARE INDICATED. (CONTRACTOR INSTALLED)

6.  PROVIDE FINISHED END PANEL AT EXPOSED CASEWORK ENDS AND BACKS AS NEEDED. PANEL TO MATCH CASEWORK PLASTIC LAMINATE OR MELAMINE
FINISH.

7. ADD FILLER PANEL AS NEEDED AT CABINETS, WARDROBES, DRAWERS, APPLIANCES, ETC. TO ENSURE FULL DOOR SWING AND DRAWER OPERATION.

8. ALL UPPER CABINETS TO BE 15" OUT TO OUT UNLESS OTHERWISE NOTED.

9. ALL COUNTERTOPS TO EXTEND 1" BEYOND FRONT OF CABINET DOOR FACE.

10. COMPLETE DEPTH OF ALL COUNTERTOPS INCLUDING BACKSPLASH TO BE 24"D.

11. ALL BASE CABINETS TO BE 22" DEEP UNLESS OTHERWISE NOTED.

12. ALL COUNTERTOPS TO HAVE POST FORM PROFILE.

13. ALL WALL CABINETS TO HAVE SLOPED TOPS.

14. SEE SHEET IN-201 FOR CASEWORK DETAILS.

HARDWARE:

1. LOCKABLE CABINETS AND WARDROBES ARE NOTED ON INTERIOR ELEVATIONS.
2. PULLS: PROVIDE FOR EACH DOOR ADN DRAWER, 3" X 1-1/2" ALUMINUM WIRE PULL
3. HINGES STAINLESS STEEL 5-KNUCKLE 120° CONCEALED HINGE, 270° PIVOT
4. MAGNETIC CATCHES: FABRICATED WITH METAL HOUSING, PROVIDE ON CATCH FOR CABINET DOORS 48"H AND UNDER, AND TWO FOR DOORS 48"H OR
HIGHER
5. GROMMETS: 2" SLEEVE AND COVERPLATE
6. ALL DOORS & DRAWERS TO HAVE KEYED LOCKS, ALL KEYED THE SAME INSIDE EACH ROOM. ALL ROOMS TO HAVE (2) TWO SETS OF KEYS FOR EACH
ROOM.

FILLER PANEL

UNDERCOUNTER REFRIGERATOR-SEE EQUIPMENT SCHEDULE FOR PROVIDER

REFRIGERATOR -SEE EQUIPMENT SCHEDULE FOR PROVIDER

UNDERCOUNTER FREEZER-SEE EQUIPMENT SCHEDULE FOR PROVIDER
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1. LAYOUT SUBJECT TO VERIFICATON OF FIELD DIMENSIONS AND CONDITIONS
2. ALL WALLS  THAT ARE TO RECEIVE WALL RAILS MUST HAVE A MINIMUM 25 GAUGE METALL STUDS 16" ON CENTER WITH EITHER 5/8"

GYPSUM WALLBOARD OR 2 LAYERS OF 1/2" GYPSUM WALLBOARD.  STUDS MUST BE ANCHORED TO THE BUILDING STUCTURE AT THE
FLOOR AND ABOVE THE CEILING, ALL WALLS MUST BE LEVEL AND PLUMB TO INSTALL THE MODULAR WALL CASEWORK.

3. MODULAR CASEWORK WALL RAILS TO BE MOUNTED AT 69" AFF AND 33-1/8" AFF TO CENTER.
4. MINIMUM WALL HEIGHT FOR LOW RAIL ONLY APPLICATIONS IS 48" AFF, AND REQUIRES METAL BACKING MATERIAL 6"W, 16 G.A., APPLIED OT

FACE OF STUDS AT 33-1/8" AND 22" TO CENTER OF RAIL. THE MINIMUM REQUIREMENT IS THAT THE LOWER RAIL TO BE STUD ATTACHED AS
WELL AS DRY WALL ANCHORED.  LOWER WALL RAIL CAN NOT EXTEND 4" BEYOND A STUD.  IF SECIFICATION REQUIRES EXTENSION
BEYOND 4", SPECIFY AS A VISUAL RAIL APPLICATION TO REACH THE NEXT AVAILABLE STUD.

5. MODULAR CASEWORK WALL RAIL SHALL BE HUNG NO CLOSER THAT 3" TO THE INSIDE CORNER OF THE ARCHITECTURAL WALL.  WALL
RAIL MAY REQUIRE A GREATER OFFSET TO ACCOMODATE THE ROTATING WORKSURFACE.

6. ALL ELECTRICAL, PHONE AND DATA RECEPTACLE SHALL BE MOUNTED NO HIGHER THAN 16" AFF ON CENTER EXCEPT BELOW THE BED
TILE SHALL BE 8" AFF.

7. RECEPTACLES TO BE INSTALLED WITH GROUND PIN UP UNLESS NOTED OTHERWISE. REFER TO MEP DOCUMENTS.
8. CIRCUIT IDENTIFICATION (PANEL & CIRCUIT NUMBER) ON COVER PLATE OF POWER RECEPTACLES IF REQUIRED SHALL BE DONE IN THE

FIELD BY OTHERS.
9. ALL UTILITY COVER PLATES SHALL BE STAINLESS STEEL MIDSIZE JUMBO STYLE COVERS.
10. UTILITY PLATES FOR THE FOOTWALL AND SIDEWALL TO BE PROVIDED BY MEP CONTRACTOR.
11. ALL SINKS TO BE PROVIDED BY MODULAR CASEWORK MANUFACTURER AS PART OF THE SINK OPTION UNLESS NOTED OTHERWISE.
12. ALL SINKS LOCATED ADJACENT TO AN ARCHITECTURAL WALL SHALL HAVE A SPECIAL CORIAN SIDE SPLASH, OPTION IF REQUIRED OR

REQUESTED.
13. ALL FAUCETS FOR THE 21"D SINKS TO BE PROVIDED BY MEP CONTRACTOR, NOT MODULAR CASEWORK MANUFACTURER, MOUNTING

HOLES FOR FAUCET TO BE CUT IN THE FIELD.
14. ALL SUPPLY LINES MIXING VALVES AND GRID DRAINS / TAIL PIECES MUST BE SUPPLIED AND INSTALLED BY THE MEP CONTRACTOR
15. - THE SINK DRAIN HOLE IS LOCATED 4" OFF CENTER TO THE RIGHT SIDE OF THE SINK
16. - REFER TO THE MODULAR CASEWORK DETAILS FOR ALL PLUMBING AND ELECTRICAL ROUGH-IN LOCATIONS.
17. MODULAR CASEWORK MANUFACTURER DOES NOT SUPPLY THE DRAIN/ TAILPIECE ASSEMBLY FOR THE SINKS. THIS COMPONENT MUST

BE SUPPLIED BY GENERAL CONTRACTOR. THE REQUIREMENTS FOR THE DRAIN/ TAILPIECE ASSEMBLY FOR THE SINKS. THE
REQUIREMENTS FOR THE DRAIN/TAILPIECE ARE:

18. - MUST BE SUITABLE FOR A SINK WITHOUT AN OVERFLOW (MUST NOT HAVE OVERFLOW HOLES IN THE BODY OF THE DRAIN)
19. - THREADED PORTION OF THE BODY MUST BE BETWEEN 1.5" AND 4" (FROM TOP OF DRAIN TO POINT WHERE TAILPIECE TUBE

THREADS INTO DRAIN BODY)
20. - NEW HEIGHT RECOMMENDATION FOR DRAIN STUB IN WALL: 24 1/4" ABOVE FINISHED FLOOR.
21. ALL UTILITY STUB OUTS AND ROUGHINS FROM THE ARCHITECTURAL WALL TO BE LOCATED 6"-8" ABOVE OR BELOW THE MODULAR

CASEWORK UTILITY RAIL CENTERLINE WHERE THE GANG BOXES ARE MOUNTED.
22. ALL GANG BOXES TO BE PROVIDED AND INSTALLED BY MODULAR CASEWORK MANUFACTURER.
23. ALL UTILITY  BOX LOCATIONS ARE NOTED TO IDENTIFY THE UPPER LEFT CORNER OF THE UTILITY BOX, SHOWING THE L-SLOT LETTER &

THE UTILITY RAIL NUMBER.
24. ALL EXPOSED WALL RAILS SHALL HAVE GROMMETS AT CLOSEOUTS, RAIL END CAPS, AND WALL RAIL INSERTS TO CONEAL THE EXPOSED

ANCHOR LOCATIONS.
25. THE MODULAR CASEWORK VERTICAL CHASE COVER IS DESIGNED TO BE USED WITH 64" STILES IN ROOMS WITH A CEILING HEIGHT

BETWEEN 8'-6" AND 9'-0" HIGH. FOR OTHER CHASE SIZES CONTACT OPTIONS.
26. THE ROTATING WORK SURFACE MUST BE ATTACHED TO THE FULL HEIGHT MODULAR CASEWORK WALL WITH NO EXCEPTIONS.
27. VERTICAL CHASE COVERS TO BE PAINTED BY OTHERS TO MATCH ARCHITECTURAL WALLS.
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 1/4" = 1'-0"
IN-202

1 STAFF LOUNGE 4369
 1/4" = 1'-0"

IN-202

2

MEDICATION ROOM CASEWORK

4361 A
 1/4" = 1'-0"

IN-202

5 NOURISHMENT CASEWORK 4341 B

 1/4" = 1'-0"
IN-202

6 NOURISHMENT CASEWORK 4356
 1/4" = 1'-0"

IN-202

7 PATIENT TOILET/SHOWER TYPICAL
 1/4" = 1'-0"

IN-202

8 STAFF LOUNGE 4334B

TYPICAL FOR  4312A, 4316A,4333A, 4353A, 4365A, 4116A,
4118A, 4120A, 4144A, 4150A, 4154A   VERIFY SIZES IN FIELD

 1/4" = 1'-0"
IN-202

11 FAMILY ROOM 4172

PLASTIC LAMINATE CASEWORK SCHEDULE
Type
Mark Width Description

A 2' - 6" 34"H x 24"D ADA SLOPED SINK BASE STORAGE UNIT WITH ACCESSIBLE PANEL, SEE PLUMBING DRAWINGS FOR SINK AND
FAUCET.

B 2' - 9" 34"H x 24"D ADA SLOPED SINK BASE STORAGE UNIT WITH ACCESSIBLE PANEL, SEE PLUMBING DRAWINGS FOR SINK AND
FAUCET.

C 3' - 0" 34"H x 24"D ADA SLOPED SINK BASE STORAGE UNIT WITH ACCESSIBLE PANEL, SEE PLUMBING DRAWINGS FOR SINK AND
FAUCET.

D 2' - 10" 34"H x 24"D ADA SINK BASE UNIT WITH INTEGRAL BOWL SINK AND COUNTER; SLOPED SINK BASE WITH ACCESSIBLE PANEL

E 3' - 1" 34"H x 24"D ADA SINK BASE UNIT WITH INTEGRAL BOWL SINK AND COUNTER; ANGLED BASE WITH ACCESSIBLE PANEL

F 1' - 9" 34"H x 24"D THREE DRAWER BASE STORAGE UNIT

G 2' - 3" 34"H x 24"D THREE DRAWER BASE STORAGE UNIT

H 2' - 6" 34"H x 24"D THREE DRAWER BASE STORAGE UNIT

J 1' - 6" 34"H x 24"D FOUR DRAWER BASE STORAGE UNIT

K 1' - 9" 30"H x 24"D ONE DOOR, ONE DRAWER BASE STORAGE UNIT W/ 1 ADJ. SHELF-LH

L 2' - 3" 34"H X 24"D TWO DOOR AND TWO DRAWER BASE STORAGE UNIT W/ 1 ADJ. SHELF

M 2' - 6" 34"H x 24"D TWO DOOR AND TWO DRAWER BASE STORAGE UNIT W/ 1 ADJ. SHELF

N 1' - 6" 30"H x 15"D ONE DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES-LH

P 1' - 0" 30"H x 15"D ONE DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELF-RH

Q 2' - 6" 18"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

R 2' - 9" 18"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

S 3' - 0" 18"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

T 2' - 3" 30"H x15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

U 2' - 6" 30"H x15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

V 3' - 3" 30"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

W 3' - 0" 30"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

X 3' - 6" 30"H x 15"D TWO DOOR WALL STORAGE UNIT W/ 2 ADJ. SHELVES

 1/4" = 1'-0"
IN-202

14 TYPICAL WARDROBE UNIT
 1/4" = 1'-0"

IN-202

15 TYPICAL 36" DESK AND SINK UNIT

 1/4" = 1'-0"
IN-202

17

TYPICAL WARDROBE, 48"W DESK

AND SINK UNIT
 1/4" = 1'-0"

IN-202

16 TYPICAL 48"W DESK UNIT

 1/4" = 1'-0"
IN-202

10 NOURISHMENT CASEWORK 4115 B
 1/4" = 1'-0"

IN-202

9 NOURISHMENT CASEWORK 4115 A

 1/4" = 1'-0"
IN-202

18

TYPICAL SINK AND WARDROBE

UNIT
 1/4" = 1'-0"

IN-202

19

TYPICAL  SINK, 36"W DESK AND

WARDROBE UNIT
 1/4" = 1'-0"

IN-202

20 TYPICAL SINK UNIT
 1/4" = 1'-0"

IN-202

21 TYPICAL 48"W DESK AND SINK UNIT

 1/4" = 1'-0"
IN-202

4 NOURISHMENT CASEWORK 4341 A

Modular Casework Schedule

Type Mark Width Description

M-1 2' - 0" Wardrobe Unit: Wardrobe Cabinet durawrap 3D laminate drawer
Lft-hinged door flex pull 13D; Wall Rail 24W; Rail-Attached Stile 64H;
Close-out Side, Lft, no cutout(s) for wall rail, 89H; Close-out Side, Rt,
no cutout(s) for wall rail, 89H; Close-out Bottom, not for use next ot
bed tile; Close-out Sloped Cabinet Top, 13D 24W; Stile Lockdown

M-2 2' - 0" Sink Unit: Wall Rail 24W; Rail-Attached Stile 64H; @Above-Sink,
durawrap 3D laminate 20H; @Sink, faucet holes 13D; Sink
Enclosure, durawrap 3D laminate 13D 24W; Faucet, electrical power
faucet with sensor; Storage cabinet, durawrap 3D laminate, Lft-hinged
door, 06D 24W; Close-out Side, Lft, no cutout(s) for wall rail, 98H;
Close-out Side, Rt, no cutout(s) for wall rail, 89H; Close-out, Sloped
Cabinet Top, 6D 24W; Assessory Rail 24W, Soap and Sanitzer
Mounting Bracket; Paper Towel Dispenser Mounting Bracket, Used
with Wide Paper Towel Dispensers; Stile Lockdown

M-4 3' - 0" Desk Unit: Wall Rail 36W; Rail-Attached Stile 64H; @Work Surface
Tile, standing height with backsplash, durawrap 3D laminate 36W;
Utility Tile, durawrap 3D laminate, electric full-height, upper, 3 single
cutouts center tow 5, 36W; Utility Support Rail, 36W; Electrical
Junction Box Attachment Bracket, package of 2 for 1 junction box;
Worksurface with backsplash, corian 13D 36W, Cantiliever for 13D
worksurface; Close-out Side, Lft, no cutout(s) for wall rail, 64H;
Close-out Side, Rt, nocutout(s) for wall rail, 64H; Close-out, Top, for
use between two side closeouts, 36W; Close-out Botoom, not for use
for next to bed tile, 36W; USB and power outlet; television outlet; Stile
Lockdown

M-5 4' - 0" Desk Unit: Wall Rail 48W; Rail-Attached Stile 64H; @Work Surface
Tile, standing height with backsplash, durawrap 3D laminate 48W;
Utility Tile, durawrap 3D laminate, electric full-height, upper, 3 single
cutouts center tow 5, 48W; Utility Support Rail, 48W; Electrical
Junction Box Attachment Bracket, package of 2 for 1 junction box;
Worksurface with backsplash, corian 13D 48W, Cantiliever for 13D
worksurface; Close-out Side, Lft, no cutout(s) for wall rail, 64H;
Close-out Side, Rt, nocutout(s) for wall rail, 64H; Close-out, Top, for
use between two side closeouts, 48W; Close-out Botoom, not for use
for next to bed tile, 48W; USB and power outlet; television outlet; Stile
Lockdown

Modular Casework General Notes
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13 NURSE STATION 4317 B
 1/2" = 1'-0"

IN-208

14 TYPICAL ARTWORK
 1/2" = 1'-0"

IN-208

15 SOILED UTILITY ROOM 4101 B

 1/2" = 1'-0"
IN-208

16 NURSE STATION 4155
 1/2" = 1'-0"

IN-208

17 TYPICAL CALENDAR HOLDER AND CLOCK
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FURNITURE AND EQUIPMENT
SCHEDULE

2016.04.25

#610A4-08-104

2121 Lake Ave., Fort Wayne, IN 46805

Renovate and Upgrade Patient
Areas, 4th Floor

IN-601

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave., Fort
Wayne, IN 46805

01

Checker Author

BID DOCUMENTS

13862

EQUIP/FURNITURE SCHEDULE 1

JSN
Number JSN Description Quantity

Blocking
Required Furnish/Installation

New (N)
or

Relocate
d (R)

4144

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4144A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18"
Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4146

ON CALL ROOM

F0275 Armless Task Chair 1 VV N

F2405 Bed 1 VV N

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

F0640 Single Pedestal Desk 1 VV N

F2420 Table Lamp 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

4146A

TOILET

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4147

OPEN OFFICE

F0420 Cabinet, Filing, Lateral, Half Height 2 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 2 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 2 VV N

E0851 Display, Tackboard & Markerboard, Wall Mtd 1 VV N

F2000 Wastpaper Basket-Rectangular 2 VV N

E0084 Workstation Corner Work Surface, Free
Standing 72x72

2 VV N

4147A

DICTATION

U0011 Calendar Holder 1 VV N

F0275 Chair Swivel Task 2 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 2 VV N

E0851 Display, Tackboard & Markerboard, Wall Mtd 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

E0042 Workcenter computer free standing 2 VV N

4148

HAC

F0500 Cart, Janitor's 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5135 Mop Rack 1 CC N

CA040 Shelving, wall hung, corrosion resisting stee,
2 fixed shelves, 2 doors with locks

1 VV N

M2600 Vacuum cleaner, battery operated 1 VV N

EQUIP/FURNITURE SCHEDULE 1

JSN
Number JSN Description Quantity

Blocking
Required Furnish/Installation

New (N)
or

Relocate
d (R)

4130

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4130A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4140

STORAGE (EMS)

E0978 Cart, Wire, Mobile 72"hx48"wx18"d 3 VV N

4142

STAFF TOILET

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4143

MED/SURG BARIATRIC/PHSYICAL DISABILITES

F0205M Bariatric Waiting Side Chair 1 VV N

M7010-B Bed, Patient, Bariatric 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

2 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4143A

PATIENT TOILET/ SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5109M Bariatric Grab Bar System, 1-1/4" Dia., SS,
W/C Accessible, Swing-Up  Grab Bar,48"
Horizontal Grab Bar, 36" Horizontal Grab Bar

1 CC N

A5100M
A

Bariatric Roll-In Shower Grab Bar System,
48" Horizontal Grab Bar, 36" Horizontal Grab
Bar, 18"H Vertical Grab Bar

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

EQUIP/FURNITURE SCHEDULE 1

JSN
Number JSN Description Quantity

Blocking
Required Furnish/Installation

New (N)
or

Relocate
d (R)

4120

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4120A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18"
Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4122

ALCOVE

E0954 Cart, Emergency w/Defibrillator 1 VV R

A5145 Garment Hook 2 X CC N

A5160 Shelf, 8 Depth, SS, Surface Mounted 1 VV N

4123

OPEN OFFICE

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 2 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 2 VV N

A1015 Telephone, Desk, With Speaker 2 VV N

F2000 Wastpaper Basket-Rectangular 2 VV N

E0051 Workstation, L-Shaped 2 VV N

4124

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4124A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4126

CLOSET

U1002 Medication Administration Cart, Mobile 2 VV R

EQUIP/FURNITURE SCHEDULE 1

JSN
Number JSN Description Quantity

Blocking
Required Furnish/Installation

New (N)
or

Relocate
d (R)

4116

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4116A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18"
Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4117

CLEAN SUPPLY

E0978 Cart, Wire, Mobile 72"hx48"wx18"d 5 VV N

4118

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4118A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18"
Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4119

CLEAN LINEN

U1001 Alex Linen Distribution System 1 VC R

M3105 Blanket Warmer under counter 1 N N

EQUIP/FURNITURE SCHEDULE 1
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Blocking
Required Furnish/Installation

New (N)
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4108A

PATIENT TOILET/SHOWER ISOLATION

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

P3100 Lavatory, Vitreous China, Slab Type 1 CC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4109

MEDICATION ROOM

M3105 Blanket Warmer under counter 1 N N

F3200 Clock, Battery, 12" Diameter 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

M3150 Pyxis 1 VV N

R6200 Refrigerator, Medication,
ThermoScientific_Jewett

1 VC R

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5106 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 2 VV N

F3050 White Board, Dry Erase 1 VV N

4111

NURSE STATION

U0011 Calendar Holder 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801-
M

Computer, Dual Flat Screen Monitors 2 VV N

U0010 Glucometer Docking Station 1 VV N

F0280 Low Back Task With Arms 2 VV N

E0049 Nurse Station, Admitting, Free Standing,
72"W

2 VV N

E0412 Nurse Station, Recept, Straight, Free Std,
96"W

1 VV N

U1006 Phone Charger, Multiple 2 VV R

M1825 Printer, computer 1 VV N

A1015 Telephone, Desk, With Speaker 2 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F3050 White Board, Dry Erase 1 VV N

4114

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

2 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

1 CC N

4114A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4115

NOURISHMENT

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

R4650 Ice Maker, Flaked, With Dispenser 1 VV N

K4665 Oven, Microwave, Consumer 1 VV N

R7250 Refrigerator/Freezer, 20 Cubic Feet 1 VV N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

EQUIP/FURNITURE SCHEDULE 1
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4101

SOILED UTILITY ROOM

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5106 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

4103

SOILED EQUIPMENT

U1005 Bed Bug Eradication Equip 1 VV N

F0535 Cart, Utility 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

4104

MED/SURG/ ISOLATION

M7010 Bed, Patient, Hill Rom Versa Care 2 VV R

F0400 Bedside Table 2 VV N

F3200 Clock, Battery, 12" Diameter 2 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

2 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television 1 VC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 2 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 2 VV R

A1110 Rail System, Utility Gas and Electric 2 CC N

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 2 VV R

A1015 Telephone, Desk, With Speaker 2 VV N

A5210 Television Bracket 2 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 2 CC N

A1110M Vital Monitor Mounting Bracket 2 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 2 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

2 CC N

4104A

PATIENT TOILET/SHOWER ISOLATION

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface
Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface
Mounted

1 CC N

A5145 Garment Hook 1 X CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain
& Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal Grab Bar
and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24"
Horizontal Grab Bar, 42" Horizontal Grab Bar,
18" Vertical Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4106

ANTEROOM (AIRBORNE INFECTION ISOLATION)

E0948-M Cart, Isolation 1 VV R

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

M3072 Frame_Infectious Waste Bag with Lid 1 VV N

A5145 Garment Hook 1 X CC N

M3070 Hamper Linen Mobile with Lid 1 VV N

A1066 Mirror, Float Glass, SS Frame 1 X CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4107

CLEAN UTILITY

F0535 Cart, Utility 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

U1018 Sage Bath System 1 VC N

M3105 Warmer, Blanket 1 VC N

4108

MED/SURG/ ISOLATION

M7010 Bed, Patient, Hill Rom Versa Care 2 VV R

F0400 Bedside Table 2 VV N

F3200 Clock, Battery, 12" Diameter 2 VV N

M1801 Computer, Microprocessing with Flat Panel
Monitor

2 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with
Bath

1 CC N

M0515 Monitor, Television 1 VC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 2 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 2 VV R

A1110 Rail System, Utility Gas and Electric 2 CC N

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 2 VV R

A1015 Telephone, Desk, With Speaker 2 VV N

A5210 Television Bracket 3 X VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 2 CC N

A1110M Vital Monitor Mounting Bracket 2 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 2 CC N

M1802 Workstation, Computer, Retractable, Wall
Mounted

2 CC N

Revision # Description Date
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4326A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain &
Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18" Vertical
Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4331

STAFF TOILET

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4332

MED/SURG BARIATRIC PHYSICAL DISABILITES

F0205M Bariatric Waiting Side Chair 1 VV N

M7010-B Bed, Patient, Bariatric 1 VV N

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A1011 Desk Telephone 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4332A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5109M Bariatric Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible, Swing-Up  Grab Bar,48" Horizontal
Grab Bar, 36" Horizontal Grab Bar

1 CC N

A5100MA Bariatric Roll-In Shower Grab Bar System, 48"
Horizontal Grab Bar, 36" Horizontal Grab Bar, 18"H
Vertical Grab Bar

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Rod Shower Curtain 1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4333

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A1011 Desk Telephone 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

EQUIP/FURNITURE SCHEDULE 2
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4320

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV R

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4320A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain &
Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18" Vertical
Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4322

HOUSEKEEPING AIDES CLOSET (HAC)

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5135 Mop Rack 1 CC N

4324

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4324A

PATIENT TOILET SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/ Curtain &
Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42" Horizontal
Grab Bar, 24" Horizontal Grab Bar and 18" Vertical
Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4326

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N
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4312

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV R

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4312A

PATIENT TOILET SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal Grab Bar,
24" Horizontal Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4315

NURSE WORKROOM

F0420 Cabinet, Filing, Lateral, Half Height 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board, Dry Erase 1 VV N

E0084 Workstation Corner Work Surface, Free Standing
72x72

1 VV N

4316

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV R

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4316A

PATIENT TOILET SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal Grab Bar,
24" Horizontal Grab Bar and 18" Vertical Grab Bar

1 CC

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4317

NURSE STATION

U1014 Bed Management System 1 VV N

U0011 Calendar Holder 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801-M Computer, Dual Flat Screen Monitors 2 VV N

M1810 Copier, Floor Standing, Digital 1 VV N

U0010 Glucometer Docking Station 1 VV N

F0280 Low Back Task With Arms 3 VV N

E0415 Nurse Station, Angle, Free Standing, 96"W 1 VV N

E0418 Nurse Station, Medium, Free Standing 1 VV N

U1006 Phone Charger, Multiple 1 VV R

A1015 Telephone, Desk, With Speaker 2 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F3050 White Board, Dry Erase 1 VV N

M1830M Wristband Printer 1 VV N

4318

CLEAN LINEN

U1001 Alex Linen Distribution System 1 VC R

M3105 Blanket Warmer under counter 1 N N

4319

O2 STORAGE

M2025 Rack, Cylinder, Storage 2 VV R
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4169

EQUIPMENT STORAGE

U1013 Breez Power Chair 1 VV R

E0975 Cart, Wire, Mobile, 3 shelf 1 VV N

U1012 Hover Jack 1 VV R

U1011 Hovermat 1 VV R

U1010 Sara Plus 1 VV R

U1008 Sara Steady 1 VV R

U1009 Tenor Lift 1 VV R

M0925 Ventilator 1 VV R

M4705 Wheelchair, Patient Transport, Fold 2 VV R

4170

CONSULT

A6046 Artwork, Decorative, With Frame 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair Swivel Task 4 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

E0945 Computer, Cart 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A5145 Garment Hook X 1 CC N

F0725 Table, Wood, Executive, Wood 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

M0515 Television Monitor X 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

4172

FAMILY ROOM

A6046 Artwork, Decorative, With Frame 1 VV N

F0205 Chair, with Side Arms 4 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

K1552M Coffee Thermos 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

F0255 Lounge Chair 3 VV N

M0515 Monitor, Television 1 VC N

K4665 Oven, Microwave, Consumer 1 VV N

R7250 Refrigerator/Freezer, 20 Cubic Feet 1 VV N

F0740 Side Table 1 VV N

F0795 Table, Dining 1 VV N

F2420 Table, Occasional, Lamp 1 VV N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5210 Television Bracket X 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

4174

VENDING

A6030 Vending Machine 2 VV N

4176

FAMILY TOILET

A4995 Baby Station 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4178

PUBLIC TOILET

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4301

ICU NURSE MANAGER OFFICE

F0205M Bariatric Waiting Side Chair 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

E0084 Workstation Corner Work Surface, Free Standing
72x72

1 VV N

4303

ALCOVE

M4705 Wheelchair, Patient Transport, Fold 1 VV N

4305

SOCIAL WORKER

F0205M Bariatric Waiting Side Chair 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

E0084 Workstation Corner Work Surface, Free Standing
72x72

1 VV N

4311

DIETICIAN

F0205M Bariatric Waiting Side Chair 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

E0084 Workstation Corner Work Surface, Free Standing
72x72

1 VV N
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4159

NURSE WORKROOM

F0420 Cabinet, Filing, Lateral, Half Height 1 VV N

F0275 Chair, Executive 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1011 Desk Telephone 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board, Dry Erase 1 VV N

E0084 Workstation Corner Work Surface, Free Standing
72x72

1 VV N

4160

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4160A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal Grab Bar,
24" Horizontal Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4161

LEADER CLINICAL NURSE OFFICE

F0110 Bookcase, 3 Shelf 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board, Dry Erase 1 VV N

E0084M Workstation, Corner Work Surface, Free std, 72x72 1 VV N

4163

SOCIAL WORKER OFFICE

F0205M Bariatric Waiting Side Chair 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

E0084M2 Workstation Corner Work Wurface Free standing
72x72

1 VV N

4164

PERSONAL STORAGE

A5025M Bench, Portable, Public 1 VV N

A1030 Locker 2 Person, over-under 35 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A1090 Mirror, Float Glass, With SS Frame and Shelf, 36x1 1 CC N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

4165

ALCOVE

M4705 Wheelchair, Patient Transport, Fold 2 VV N

4167

NURSE MANAGER OFFICE

F0405 Cabinet, Filing, Full height 4-5 1 VV N

F0420 Cabinet, Filing, Lateral, Half Height 1 VV N

U0011 Calendar Holder 1 VV N

F0275 Chair, Executive 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1808 Computer, w/flat panel monitor 1 VV N

U0003 Folding Chair 2 VV N

E0084 Nurse Workstation 1 VV N

M1825 Printer, computer 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board, Dry Erase 1 VV N

4168

WAITING

A6046 Artwork, Decorative, With Frame 1 VV N

F0205M Bariatric Waiting Side Chair 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

F2300 Rack Magazine 1 VV N

F2310 Rack Pamphlet 1 VV N

F0740 Side Table 2 VV N

F2420 Table, Occasional, Lamp 2 VV N

M0515 Television Monitor X 1 VV N

F0305 Waiting Side Chair 8 VV N

A5220 Wall Blocking 1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4168A

PATIENT EDUCATION AND RESOURCE

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

F2300 Rack Magazine 1 VV N

F2310 Rack Pamphlet 1 VV N

A1012 Telephone, Wall Mounted, 1Line 1 VV N
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4150

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4150A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal Grab Bar,
24" Horizontal Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4154

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, Microprocessing with Flat Panel Monitor 1 VV N

A5077 Dispenser, Hand Sanitizer, Wall Mounted 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

M0515 Monitor, Television, Patient Room 1 VC N

M4116 Monitor, Vital Signs 1 VV N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

A1110 Rail System, Utility Gas and Electric 1 CC N

F0265 Recliner Chair 1 VV N

F0375M Sleeper Sofa 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket X 1 VV N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

A1110M Vital Monitor Mounting Bracket 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove Dispenser 1 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

M1802 Workstation, Computer, Retractable, Wall Mounted 1 CC N

4154A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 1 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24" Horizontal Grab Bar,
24" Horizontal Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

4155

NURSE STATION

U1014 Bed Management System 1 VV N

U0011 Calendar Holder 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, dual monitor with keyboard 4 VV N

M1810 Copier, Floor Standing, Digital 1 VV N

U0010 Glucometer Docking Station 1 VV N

F0280 Low Back Task With Arms 4 VV N

M7845 Monitor, Physiological 1 VV R

E0415 Nurse Station, Angle, Free Standing, 96"W 1 VV N

E0421 Nurse Station, Large, Free Standing 1 VV N

U1006 Phone Charger, Multiple 1 VV R

M4880 Telemetry, ECG, Ambulatory, Multi-Channel 1 VV N

A1015 Telephone, Desk, With Speaker 3 VV N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

F3050 White Board, Dry Erase 1 VV N

M1830M Wristband Printer 1 VV N

4156

WASHROOM

A5205 Bar, Towel, 1"Diameter, SS, Surface Material 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface Mtd 1 VC N

A5070 Dispenser, Soap, Liquid, Wall Mounted 1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll, Surface Mtd 1 VC N

A5090 Disposal, Sanitary Napkin, SS, Surface Mounted 1 CC N

A5145 Garment Hook X 3 CC N

U0002 Hand Lotion Dispenser, Wall Mounted 1 VC N

A1205 Lift System, Overhead, Patient Room with Bath 1 CC N

A1066 Mirror, Float Glass, SS Frame X 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia., SS, W/C
Accessible with Swing Up Grab Bar, 24" Horizontal
Grab Bar, 42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

A5180 Track, Cubicle Surface Mounted, With Curtain 1 CC N

F2017 Waste Receptacle, 24 Gallon, Step-On, Lid 1 VV N

Revision # Description Date
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13864

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

C4107

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

2 VV N

C4109

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

C4301

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

2 VV N

C4302

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

C4304

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

3 VV N

C4305

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

4 VV N

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

4365

PATIENT ROOM INTENSTIVE CARE

M7007 Bed, Patient, Electric, Special Care 1 VV R

F0400 Bedside Table 1 VV N

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F0230M Chair, Drafting, rotary 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

F0355 Footstool 1 VV N

M3070 Hamper, Linen, Mobile w/lid 1 VV R

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

F0265M Sleeper Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

4365A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface
Material

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24"
Horizontal Grab Bar, 24" Horizontal
Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4367

STAFF TOILET

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4368

ICU EQUIPMENT STORAGE

U1016 Bipap 1 VV R

M8508 Bronchoscope 1 VV R

E0954 Cart, Procedure, Mobile 2 VV R

E0978 Cart, Wire, Mobile 72"hx48"wx18"d 2 VV N

U1015 Glidescope 1 VV R

M4815 Hypothermia Unit 2 VV R

M2025 Rack, Cylinder, Storage 1 VV R

U1017 Seizure Pad 2 VV R

M8175 Ultrasound Unit 2 VV R

M0925 Ventilator 2 VV R

M4705 Wheelchair, Patient Transport, Fold 2 VV N

4369

STAFF LOUNGE

F0205 Chair, with Side Arms 4 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M0515 Monitor, Television 1 VC N

K4665 Oven, Microwave, Consumer 1 VV N

R7250 Refrigerator/Freezer, 20 Cubic Feet 1 VV R

F0725 Table, Wood, Executive, Wood 1 VV N

A5210 Television Bracket 1 VV N

R7250 Undercounter Refrigerator SS 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

4370

CLEAN LINEN ROOM

U1001 Alex Linen Distribution System 1 VC N

4371

CLEAN UTILITY ROOM

F0535 Cart, Utility 1 VV N

U1018 Sage Bath System 1 VC R

M3105 Warmer, Blanket 1 VC R

C4101

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

C4102

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

2 VV N

C4103

ALCOVE

E0954 Cart, Emergency, Mobile 1 VV N

C4106

CORRIDOR

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

4357

NURSE STATION

F3200 Clock, Battery, 12" Diameter 1 VV N

M1810 Computer 1 VV N

M1801-M Computer, Dual Flat Screen Monitors 2 VV R

U0010 Glucometer Docking Station 1 VV N

F0280 Low Back Task With Arms 2 VV N

E0418 Nurse Statin, Medium, Free Standing 1 VV N

E0416M Nurse Station 1 VV N

E0415 Nurse Station, Recept, L-shaped,
Free Std, 96x96

1 VV N

E0412 Nurse Station, Recept, Straight, Free
Std, 96"W

1 VV N

M1840 Printer/Copier/Fax 1 VV R

M4880 Telemetry Monitors 1 VV N

A1015 Telephone, Desk, With Speaker 3 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F3050 White Board, Dry Erase 1 VV N

M1830M Wristband Printer 1 VV N

4358

ANTEROOM

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5145 Garment Hook 3 CC N

M3070 Hamper Linen Mobile with Lid 1 VV N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4359

TELEMETRY

M1801-M Computer, Dual Flat Screen Monitors 1 VV N

F0280 Low Back Task With Arms 2 VV N

M7845 Monitor, Physiological 4 VV R

E0418 Nurse Statin, Medium, Free Standing 1 VV N

A1015 Telephone, Desk, With Speaker 2 VV N

4361

MEDICATION ROOM

F3200 Clock, Battery, 12" Diameter 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M3150M Medication Dispenser-2 Drawer
MedStation with mini Drawer adn
BarCode Scanner

1 VV N

R6200 Refrigerator, Medication,
ThermoScientific, Jewett

1 VC N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

U10020 Undercounter SS Freezer 1 VC N

A5106 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F3050 White Board, Dry Erase 1 VV N

4362

ANTEROOM

E0948-M Cart, Isolation 1 VV R

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5145 Garment Hook 3 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4364

PATIENT ROOM INTENSIVE CARE ISOLATION

M7007 Bed, Patient, Electric, Special Care 1 VV R

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F0230M Chair, Drafting, rotary 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

F0355 Footstool 1 VV N

M3070 Hamper, Linen, Mobile w/lid 1 VV R

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

M7040 Table, Overbed 1 VV R

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

4364A

PATIENT TOILET INTENSIVE CARE

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

4352

PATIENT ROOM INTENSIVE CARE ISOLATION

M7007 Bed, Patient, Electric, Special Care 1 VV R

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F0230M Chair, Drafting, rotary 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

F0355 Footstool 1 VV N

M3070 Hamper, Linen, Mobile w/lid 1 VV R

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

F0265M Sleeper Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

4352A

PATIENT TOILET

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4353

PATIENT ROOM INTENSIVE CARE

M7007 Bed, Patient, Electric, Special Care 1 VV R

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F0230M Chair, Drafting, rotary 1 VV N

F0205 Chair, with Side Arms 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

F0355 Footstool 1 VV N

M3070 Hamper, Linen, Mobile w/lid 1 VV R

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

F0265M Sleeper Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

4353A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface
Material

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5110 Shower Grab Bar System-24"
Horizontal Grab Bar, 24" Horizontal
Grab Bar and 18" Vertical Grab Bar

1 CC N

A5175 Soap Dish, With Bar, SS, Wall
Mounted

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4355

CRASH CART ALCOVE

E0954 Cart, Emergency w/Defibrillator 1 VV N

4356

NOURISHMENT

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

R7250 Undercounter Refrigerator SS 1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

4346A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface
Material

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/
Curtain & Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal
Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4347

MEDICATION ROOM

F3200 Clock, Battery, 12" Diameter 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M3150 Pyxis 1 VV N

R6200 Refrigerator, Medication,
ThermoScientific_Jewett

1 VC N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5106 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F3050 White Board, Dry Erase 1 VV N

4348

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M3070 Hamper Linen Mobile with Lid 1 VV N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

4348A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface
Material

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5170 Rod,Shower Curtain, 1"Diameter, W/
Curtain & Hooks

1 CC N

A5110M Roll-In Shower Grab Bar System-42"
Horizontal Grab Bar, 24" Horizontal
Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4349

SOILED UTILITY/EQUIP

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M3072 Frame_Infectious Waste Bag with Lid 1 VV N

M3070 Hamper Linen Mobile with Lid 1 VV N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

A5106 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4351

CLEAN SUPPLY

E0978 Cart, Wire, Mobile 72"hx48"wx18"d 3 VV N

EQUIP/FURNITURE SCHEDULE 3

JSN Number JSN Description Quantity
Furniture/Install

ation

NEW (N) OR
RELOCATED

(R)

4333A

PATIENT TOILET/SHOWER

A5205 Bar, Towel, 1"Diameter, SS, Surface
Material

1 CC N

A5030 Bench, Stall, Shower, Built-In 1 CC N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

2 VC N

A5202 Dispenser, Toilet Tissue, SS, 2-Roll,
Surface Mtd

1 VC N

A5090 Disposal, Sanitary Napkin, SS,
Surface Mounted

1 CC N

A5145 Garment Hook 1 CC N

U0002 Hand Lotion Dispenser, Wall
Mounted

1 VC N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

A1066 Mirror, Float Glass, SS Frame 1 CC N

A5170 Shower Curtain Rod 1 CC N

A5110 Shower Grab Bar System-24"
Horizontal Grab Bar, 24" Horizontal
Grab Bar and 18" Vertical Grab Bar

1 CC N

A5109 Toilet Grab Bar System, 1-1/4" Dia.,
SS, W/C Accessible with Swing Up
Grab Bar, 24" Horizontal Grab Bar,
42" Horizontal Grab Bar, 18" Vertical
Grab Bar

1 CC N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

4334A

INTER-DISCIPLINARY ROOM

F3055 6'-0"W x 4'-0"H MARKERBOARD 1 VV N

A6046 Artwork, Decorative, With Frame 1 VV N

F0115 Bookcase 5 Shelf 1 VV N

F0465 Cabinet, Storage, 2 Door, 5 Shelf 1 VV N

U0011 Calendar Holder 1 VV N

F0220M Chair Conference 10 VV N

M1808 Computer, w/flat panel monitor 1 VV N

A1011 Desk Telephone 2 VV N

F0755M Table, Conference, Wood 4 VV N

M0506 Television, Flat Screen 3 CC N

E0042 Workcenter Computer free standing 1 VV N

4334B

STAFF LOUNGE

U0011 Calendar Holder 1 VV N

F0205 Chair, with Side Arms 6 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

F0115 Existing 6'-0"W Bookcase 1 VV R

F0255 Lounge Chair 2 VV N

K4665 Oven, Microwave, Consumer 1 VV N

R7250 Refrigerator/Freezer, 20 Cubic Feet 1 VV N

F0740 Side Table 1 VV N

F0755 Table, Conference 1 VV N

A1015 Telephone, Desk, With Speaker 1 VV N

M0506 Television, Flat Screen 1 CC N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3055 Whiteboard, With Sliding Panels 2 VV N

4340

ALCOVE

U1002 Medication Administration Cart,
Mobile

3 VV R

4341

NOURISHMENT

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

R4650 Ice Maker, Flaked, With Dispenser 1 VV N

K4665 Oven, Microwave, Consumer 1 VV N

R7250 Refrigerator/Freezer, 20 Cubic Feet 1 VV N

A1012 Telephone, Wall Mounted, 1Line 1 VV N

K8250 Toaster, Pop-up, 4 Slice, Elec 1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

4342

TELEHEALTH STORAGE

E0945 Cart, Computer, Mobile 2 VV N

M1801 Computer, w/flat panel monitor 2 VV R

4343

CLEAN SUPPLY

E0978 Cart, Wire, Mobile 72"hx48"wx18"d 3 VV N

4345

NURSE STATION

U0011 Calendar Holder 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801-M Computer, Dual Flat Screen Monitors 2 VV N

U0010 Glucometer Docking Station 1 VV N

F0280 Low Back Task With Arms 2 VV N

E0418 Nurse Station, Medium, Free
Standing

2 VV N

U1006 Phone Charger, Multiple 1 VV R

M1840 Printer/Copier/Fax 1 VV N

A1015 Telephone, Desk, With Speaker 2 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F3050 White Board, Dry Erase 1 VV N

4346

MED/SURG

M7010 Bed, Patient, Hill Rom Versa Care 1 VV R

F0400 Bedside Table 1 VV N

U1003 Boom, Ceiling, Medical Gases 1 VC N

U1004 Boom, Ceiling, Shelf/Monitor Unit 1 VV N

F3200 Clock, Battery, 12" Diameter 1 VV N

M1801 Computer, w/flat panel monitor 1 VV R

A5077 Dispenser, Hand Sanitizer, Wall
Mounted

1 VV N

A5080 Dispenser, Paper Towel, SS, Surface
Mtd

1 VC N

A5070 Dispenser, Soap, Liquid, Wall
Mounted

1 VC N

M3070 Hamper Linen Mobile with Lid 1 VV N

A1205 Lift System, Overhead, Patient Room
with Bath

1 CC N

M7845 Monitor, Physiological 1 VV R

M0515 Monitor, Television, Patient Room 1 VC N

U0001 PPE Dispenser, Wall Mounted 1 VV N

M4266 Pump, Volumetric w/Mobile Stand 1 VV R

F0265 Recliner Chair 1 VV N

M7040 Table, Overbed 1 VV R

A1015 Telephone, Desk, With Speaker 1 VV N

A5210 Television Bracket 1 VV N

A5180 Track, Cubicle Surface Mounted, With
Curtain

1 CC N

A5108 Waste Disposal Unit, Sharps w/Glove
Dispenser

1 VV N

F2017 Waste Receptacle, 24 Gallon,
Step-On, Lid

1 VV N

F2000 Wastpaper Basket-Rectangular 1 VV N

F3050 White Board 1 CC N

Revision # Description Date


